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EXECUTIVE SUMMARY

Buildings 360, 380, 1367 and 1368 in TA-16 were visited to
document all drain piping and to make ©permitting
recommendations. The outfall pipes exiting the buildings
are as follows:

1) from 16-360: one discharge to sanitary sewer, two
storm water discharges, one plugged sump, one
unpermitted discharge of floor drains, one steam pit
drain, one fire water drain, one steam relief valve
vent and one drain from a condensate pump.

2) from 16-380: one plugged sump, one discharge of steam
condensate, one discharge to a septic tank, two fire
water drains and one disconnected pipe.

3) from 16-1367: no drains.
4) from 16-1368: no drains.

An EPA Form 2D is attached for one outfall. Flows shown on
the application forms are defined from information obtained
during the site visit.

Recommendations for repiping are provided to allow outfall
consolidation to minimize permit maintenance requirements
and to bring the facility into compliance with the
Laboratory’s NPDES Permit. Floor drains plugging is
recommended where the potential for discharge of pollutants
exists.

A waste stream database has been prepared listing wastewater
type and flow rate for each outfall.
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1.0 INTRODUCTION

On May 15,1991, Patrick Binkley and John Sisneros of Santa Fe
Engineering (SFE) toured buildings 360, 380, 1367 and 1368 in
TA-16 with Loren Abercrombie of WX-12. The purpose of this study
is to identify building drain piping and to characterize the
wastewater flows and sources at the time of the visit. This
report will not reflect any subsequent changes in piping or
operation. The Wastewater Stream Characterization Policy of
April 14, 1992 was followed for this study. The following tasks

were performed for this purpose:

1. Building drains and all piping exiting the building were
identified and laid out in schematic form:

2. Wastewater sources were identified at each drain and the
wastewater was characterized according to flow rate and
quality. The location of outfalls and their potential
sources of discharge were determined. Potential
pollutants were also noted:;

3. Permit applications for discharges of clean water
discharges were not prepared since these discharges do
not require permitting at this time and

4. Potential problems were identified and recommendations
were made for repiping, floor drain plugging and spill
containment, where deemed appropriate.

The field investigation proceeded using the WX-12 drawings during
a site visit to verify the SFE schematics and to insure that all
pipes exiting the building were documented. The following
information was used to define drain piping and characterize the
wéstewater streams:
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1. Laboratory engineering drawings were used to prepare both

WX-12 drawings and the SFE drain piping schematic. The
Solid Waste Stream Characterization conducted by IT
Corporation was also reviewed. The National Pollutant
Discharge Elimination System (NPDES) Permit, the 1990
NPDES Permit Application submitted by Los Alamos National
Laboratory (LANL) in September, 1990, the latest Federal
Facilities Compliance Agreement (FFCA) between the
Department of Energy (DOE) and the Environmental
Protection Agency (EPA) and the Administrative Order (AO)
Docket Number VI-91~1329 issued by EPA to the University
of California were used for reference;

WX-12 verified drain piping by dye checking and

A site visit was performed to verify both WX-12 drawings
and the SFE drain schematic, and to identify potential
outfall pipes exiting the building. The visit entailed a
room by room inspection of wastewater sources and drain.
Interviews with site personnel were conducted to assist
in wastestream characterization.




3.0 RECOMMENDATIONS FOR BUILDING 360

Table 1 is a list of the drains to the building outfalls and
Figure 1 is a schematic of the piping. The table lists the
drains that connect to each outfall pipe and includes
recommendations for changes to the drain piping. The discussion
below gives the reasoning for the recommendations.

3.1 Outfall 16-360-OPN-1

This outfall goes to the TA-16 sanitary treatment plant, which
discharges as 03S. Permitting is not required and no EPA forms
were prepared.

3.2 OQutfall 16-360-OPN=-2

This outfall to daylight receives water from three roof drains.
No changes or permitting are recommended. No EPA forms were
prepared.

3.3 Outfall 16-360-OPN-3

This outfall to daylight receives water from three roof drains
and a water fountain. The water fountain should be repiped to
the sanitary sewer. No permitting is recommended. No EPA forms
were prepared.

3.4 Outfall 16-360-OPN-4

This outfall once received water through an interior trough and
collection sump and is permitted as 05A157. The sump drain has
been plugged concrete. A high level alarm should be installed in
the collecting sump. The permit for this outfall should be
deleted. No EPA forms were prepared.




3.5 Outfall 16-360-0OPN-5

This outfall receives water from three floor drains and
discharges of daylight. Discharge types are fire water tempered
water and air compressor condensate. Repiping this outfall to
the sanitary sewer is recommended. No EPA forms were prepared.

3.6 OQutfall 16-360-OPN-6

This outfall is a steam pit drain. The outlet could not be
located and is assumed to leach into the ground. This outfall
should be included in a Notice of Intent to Discharge (NOI). No
EPA forms were prepared.

3.6 OQutfall 16-360-OPN-7

This outlet is a fire water drain to daylight. This outfall
should be included in an NOI. No EPA forms were prepared.

3.7 Outfall 16-360-OPN-8

This pipe discharges off a steam pressure relief valve to the
atmosphere. This outfall should be included in an NOI. No EPA
forms were prepared

3.8 outfall 16-360-0OPN-9

This pipe discharges to daylight from a condensate pump drain.
This outfall should be included in an NOI. No EPA forms were
prepared.

4.0 RECOMMENDATIONS FOR BUILDING 380

Table 2 is a list of the drains to the building outfalls and
Figure 2 is a schematic of the piping. The table 1lists the
drains that connect to each outfall pipe and 1includes




recommendations for changes to the drain piping. The discussion
below gives the reasoning for the recommendations.

4.1 Outfall 16-380-OPN-1

This outfall is permitted as O05A052 and once received 1liquid
discharge from a drop inlet, two roof drains and a sump. The
sources to the sump are an eye wash, floor drains, a wet dust
collector and a water fountain. The outlet of the collecting
sump has been plugged with concrete. A level control alarm
signal unit should be installed in the collecting sump. The water
fountain should be repiped to the septic tank or replaced with
bottled water. The roof drain should be repiped as a separate
outfall. The permit for this outfall should be deleted. No EPA

forms were prepared.

4.2 Qutfall 16-380-OPN-2

This outfall is steam condensate and discharges near the existing
outfall 05A052 at a flow rate of approximately 4 gpm at 5 minute
intervals. This discharge was created because of leaks in the
condensate return systen. With the steady and increasing
discharge flow out of this pipe, permitting the outfall or
repairing the condensate system is recommended. A completed Form

2D is included in Appendix 3 for this outfall.

4.3 Outfall 16-380-OPN-3

This outfall goes to a septic tank. Discharge types include rest

room facilities, a 3janitor's sink and floor drains from the

equipment room, the rest rooms and the janitor's closet. The

discharge sources of concern are from the two equipment room
floor drains. The types of potential 1liquid discharge can
include battery acid, tempered water and air compressor
condensate. Secondary containment is recommended around the
battery bank to prevent battery acid entry into the floor drains.

6
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Tempered water leaks and an air compressor drain are a low flow
of approximately 1 gallon/month. The 1liquid from the air
compressor should be containerized. The tempered water leaks can
continue to discharge to the septic tank. Permitting is not
required and no EPA forms were prepared.

4.4 Outfalls 16-380-OPN-4 and 16-380-OPN-5

These outfalls are fire water drains. Ooutfall 16-380-OPN-4 is
piped out of doors, but outfall 16-380-OPN-5 is not. The water
discharges into an electrical switch room and poses a safety
hazard. Repiping of this outfall to the outside is recommended.
These outfalls should be included in an NOI. No EPA forms were
prepared.

4.5 Outfall 16-380-OPN~6

This pipe penetrates the exterior wall and was once used as a
vapor vent above the roof line. It has since been disconnected
within the equipment room and should be removed. No permitting
is required and no EPA forms were prepared.

5.0 RECOMMENDATIONS FOR BUILDINGS 1367 AND 1368
These two buildings are transportainers next to building 360.

The buildings do not have any drains. No changes are
recommended. No EPA forms were prepared.




6.0 CONCLUSION

This document provides the information to characterize buildings
360, 380, 1367 and 1368 in TA-16. Permit application forms have
been completed for the following outfalls (Appendix 3):

Form 2D:
1. 16-380-OPN-2

The remaining outfalls do not require permitting, as itemized
below:

Discharge to sanitary sewer or septic tank:
1. 16-360-0OPN-1 2. 16-380-0OPN-3
Fire water drains:
1. 16-360-0OPN-7 2. 16-380-0PN-4 3. 16-380-OPN-5
Miscellaneous:
1. 16-360-0OPN-5
Discharges of Storm Water:
1. 16-360-0OPN-2 3. 16-360-0OPN-3
Discharges of Steam Condensate:
1. 16-360-OPN-6 2. 16-360-0OPN-8 3. 16-360-0OPN-9
Plugged Sumps:
1. 16-360-OPN-4 2. 16-380-0OPN-1
Disconnected pipes:
1. 16-380-0OPN-6

The following outfalls have storm water combined with non-storm
water discharges, as defined in Forms 2D, Appendix 3:

1. 16-360-0OPN-3

Recommended permitting and corrective action are outlined in
Tables 1 and 2. Corrective actions should be performed as soon




as practicable to minimize the chance of unpermitted discharge of

pollutants.




TABLE 1:

TA-16-360 DRAIN SUMMARY
OUTFALL ID ROOM STATUS OR EPA FORM
NUMBER NUMBER ACTVITY RECOMMENDATIONS PREPARED
16-360-OPN-1 1FD1 Men’s Rest Room No Change No
Sanitary 1FD2 | Women’s Rest Room No Change
Sewer 1LV1 Men’s Rest Room No Change
1LV2 | Women’s Rest Room No Change
1T1 Men’s Rest Room No Change
172 Women’s Rest Room No Change
1UR1 Men’s Rest Room No Change
16-360-OPN-2 RD1 Roof No Change No
RD2 Roof No Change
RD3 Roof No Change
16-360-OPN-3 RD4 Roof No Change No
RD5 Roof No Change
RD6 Roof No Change
1WF1 Shipping/Packing Repipe to San Sewer
16-360-OPN-4 1TD1 Shipping/Packing Alarm & No Permit No
16-360-OPN-5 1FD3 Equipment Room Repipe to San Sewer No
1FD4 Fire Water Drain Repipe to San Sewer
1FD5 Fire Water Drain Repipe to San Sewer
16-360-OPN-6 1SP1 Steam Pit Drain NOI No
16-360-OPN-7 Fire Water Drain NOI No
16-360-OPN-8 Steam PRV NOI No
16-360-OPN-9 Steam PRV NOI No

RECOMMENDATIONS WERE REVIEWED WITH PERSONNEL FROM WX-12, EM-8 & ENG-6




TABLE 2: TA 16-380 DRAIN SUMMARY

OUTFALL ID ROOM STATUS OR EPA FORM
NUMBER NUMBER ACTVITY RECOMMENDATIONS PREPARED
16-380-OPN-1 RD1 Roof Separate Outfall No
05A052 RD2 Roof Separate Outfall
1EWD1 Eye Wash Plugged
1EWD2 Eye Wash Plugged
1EWD3 Eye Wash Plugged
1TD1 Trench Drain Plugged
1SPD1 Collecting Sump Alarm
16-380-OPN-2 Steam Condensate Permit Yes
16-380-OPN-3 1FD1 Equipment Room | Secondary Containment No
Septic Tank 1FD2 Equipment Room | Secondary Containment
1FD3 | Women'’s Rest Room No Change
1FD4 Men’s Rest Room No Change
1FD5 Janitor's Closet No Change
1LV1 | Women’s Rest Room No Change
1LV2 Men’s Rest Room No Change
1SD1 Janitor’s Closet No Change
1T1 Women’s Rest Room No Change
1T2 Men’s Rest Room No Change
1UR1 Men’s Rest Room No Change
16-380-OPN-4 Fire Water NOI No
16-380-OPN-5 Fire Water Repipe Out Building & NOI No
16-380-OPN-6 Disconnected Pipe Remove No

RECOMMENDATIONS WERE REVIEWED WITH PEROSNNEL FROM WX-12, EM-8 & ENG-6
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TABLE 3
SUMMARY OF ABBREVIATIONS
ABBREVIATION MEANING
EWD Eye Wash Drain
FD Floor Drain
Lv Lavatory
RD Roof Drain
SD Sink Drain
SP Steam Pit
T Toilet
TD Trench Drain
UR Urinal
WF Water Fountain




REPORT 8

TA BLDG OUTLET PIPING  EPA OUTFALL  DRAIN  ROOM DESCRIPTION FLOW RATE PERIODICITY SEASONAL ROOM SOURCE
NUMBER # # ' # TYPES

16 360 16-360-0PN-1  03S 1¢D1 BATH ROOM 50 GPY 4 DAYS PER WEEK no 104 FLOOR WASHINGS
16 360 16-360-O0PN-1  03s 1£D2 BATHROOM 50 GPY 4 DAYS PER WEEK no 103 FLOOR WASHINGS
16 360 16-360-0PN-1 038 w1 BATH ROOM 100  GPD 4 DAYS PER WEEK no 104 HAND WASHING
16 360 16-360-OPN-1  03S 1Lve BATH ROOM 100  GPD 4 DAYS PER WEEK no 103 HAND WASHING
16 360 16-360-0PN-1  03S 1 BATH ROOM 50 GPD 4 DAYS PER WEEK no 104 SANITARY WASTE
16 360 16-360-0PN-1 03 172 BATH ROOM 50 GPD 4 DAYS PER WEEK ~ no 103 SANITARY WASTE
16 360 16-360-0PN-1  03S 1UR1 BATH ROOM 50 GPD 4 DAYS PER WEEK no 104 SANITARY WASTE
16 360 16-360-0PN-2 RO1 ROOF 15000 GPY MAINLY SUMMER no ROOF RAIN
16 360 16-360-0PN-2 RD2 ROOF 15000 GPY MAINLY SUMMER no ROOF RAIN
16 360 16-360-0PN-2 RD3 ROOF 15000 GPY MAINLY SUMMER no ROOF RAIN
16 360 16-360-0PN-3 1WF1 SHIPPING/PACKING MORE IN SUMMER no 101 DRINKING WATER
16 360 16-360-0PN-3 RD4 ROOF 15000 GPY MAINLY SUMMER no ROOF RAIN
16 360 16-360-0PN-3 RDS ROOF 15000 GPY MAINLY SUMMER no ROOF RAIN
16 360 16-360-0PN-3 RD6 ROOF 15000 GPY MAINLY SUMMER no ROOF RAIN
16 360 16-360-0PN-4  05A159 1701 SHIPPING/PACKING 4 DAYS PER WEEK no 101 FLOOR WASHINGS
16 360 16-360-0PN-5 1FD3 EQUIPMENT ROCM 10 GPY & DAYS PER WEEK no 102 AIR COMPRESSOR DRAIN
16 360 16-360-0PN-5 1FD3 EQUIPMENT ROOM 10 GPY 4 DAYS PER WEEK no 102 TEMPERED WATER
16 360 16-360-0PN-5 1704 SHIPPING/PACKING 1 OR 2 TIMES PER YEA no 101 FIRE WATER
16 360 16-360-0PN-5 1£D5 SHIPPING/PACKING FLOW IS NIL no 101 FLOOR WASHINGS
16 360 16-360-0PN-5 1FDS SHIPPING/PACKING 1 OR 2 TIMES PER YEA no 101 FIRE WATER
16 360 16-360-0PN-6 15P1 STEAM PIT 5 GPY MINIMAL WINTER INCRE no 102 STEAM CONDENSATE
16 360 16-360-0PN-7 EQUIPMENT ROOM 1 OR 2 TIMES A YEAR no 102 FIRE WATER
16 360 16-360-0PN-8 EQUIPMENT ROOM 10 GPY MINIMAL WINTER INCRE no 102 STEAM CONDENSATE
16 360 16-360-OPN-9 EQUIPMENT ROOM 10 GPY MINIMAL WINTER INCRE ne 102 CONDENSATE
16 380 16-380-OPN-1  05A052 1701 TRENCH DRAIN 4 DAYS PER WEEK no FLOOR WASHINGS
16 380 16-380-OPN-1  05A052 RD1 ROOF 15600 GPY MAINLY SUMMER no ROOF RAIN
16 380 16-380-OPN-1  05A052 RD2 ROOF 15000 GPY MAINLY SUMMER no ROOF RAIN
16 380 16-380-0PN-2 EQUIPMENT ROOM 2740 GPD WINTER INCREASE no 105 STEAM CONDENSATE
16 380 16-380-OPN-3  SEPTIC TANK 1F01 EQUIPMENT ROGM 10 GPY 4 DAYS PER WEEK no 105 AIR COMPRESSOR DRAIN
16 380 16-380-OPN-3  SEPTIC TANK 1F02 EQUIPMENT ROOM 10 GPY 4 DAYS PER WEEK no 105 TEMPERED WATER
16 380 16-380-OPN-3  SEPTIC TANK 103 BATH ROOM 10 GPY &4 DAYS PER WEEK no 105 FLOOR WASHINGS
16 380 16-380-OPN-3  SEPTIC TANK 1604 BATH ROOM 50 GPY 4 DAYS PER WEEK no 107 FLOOR WASHING
16 380 16-380-OPN-3  SEPTIC TANK 1F0S JANITOR CLOSET 100  GPY 4 DAYS PER WEEK no 108 FLOOR WASHING
16 380 16-380-0PN-3  SEPTIC TANK 1w BATH ROOM 50 GPD 4 DAYS PER WEEK no 106 HAND WASHING
16 380 16-380-OPN-3  SEPTIC TANK v BATH ROOM 50 GPD 4 DAYS PER WEEK no 107 HAND WASHING
16 380 16-380-OPN-3  SEPTIC TANK 1sD1 JANITOR CLOSET 50 GPD 4 DAYS PER WEEK no 108 MOP WATER
16 380 16-380-OPN-3  SEPTIC TANK m BATH ROOM 25 GPD 4 DAYS PER WEEK no 106 SANITARY WASTE
16 380 16-380-0PN-3  SEPTIC TANK 172 BATH ROOM 25 GPD 4 DAYS PER WEEK no 107 SANITARY WASTE




REPORT 8

TA BLDG  OUTLET PIPING EPA OUTFALL DRAIN ROOM DESCRIPTION FLOW RATE PERIODICITY " SEASONAL ROOM SCURCE

NUMBER # # # TYPES

16 380 16-380-0PN-3 SEPTIC TANK 1UR1 BATH ROOM 25 GPD 4 DAYS PER WEEK no 107 SANITARY WASTE

16 380 16-380-OPN-4 EQUIPMENT ROOM 1 OR 2 TIMES PER YEA no 105 FIRE WATER

16 380 16-380-0PN-5 EQUIPMENT ROOM 1 OR 2 TIMES PER YEA no 105 FIRE WATER

16 380 16-380-0PN-6 EQUIPMENT ROOM NOT USED no 105 DISCONNECTED PIPE
16 1,367 16-1367 TRANSPORTAINER NO FLOW no NONE

16 1,368 16-1368 TRANSPORTAINER NO FLOW no NONE




EPA ID Number rcopy from item 1 of Form 1)

Form Approved
OMB No. 2040-0086

{. Outfail Location

Please tvpe or print in the unshaded areas only NMOLR390Q010515H8 Aoproval expires 7-31.88
Form .
2D . New Sources and New Dischargers
NPOES \iE PA Appllcatlon for Permit to Dlscharge Process Wastewater

For each outfall, list the latitude and longuuoe and the name of the receiving water.

Qutfall Number Latitude Longitude Receiving Water fname/
{list) Deg| Min| Sec Deg] Min| Sec
16-380- 35 50| 10 104 19| 5¢ WATER CANYON
OPN-2 |

PRESENTLY

Il. Discharge Date :When do you expect to begm discharging?]

iil. Flows, Sources of Pollution, and Treatment Technologies

if necessary.

A. For each outfall, provide a description of (1) All operauons comnbutmg wastewater to the efﬂuent including
process wastewater, sanitary wastewater, cooling water, and stormwater runoff; (2) The average flow contrib-
uted by each operation; and (3) The treatment received by the wastewater. Continue on additional sheets

Ourfall 1. Operations Contributing Flow 2. Average Flow 3. Treatment

Number (list) {include units) {Description or List Codes from Table 2D-1)
16-380- STEAM CONDENSATE 500,000 GPY NONE
OPN-2

EPA Form 3510-2D (9-86)

Page 1 of 5
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B. Attach a line drawing showing the water flow through the facility. Indicate sources of intake water,
operations contributing wastewater to the effluent, and treatment units.labeled to correspond to the more
detailed descriptions in Item lll-A. Construct a water balance on the line drawing by showing average flows
between intakes, operations, treatment units, and outfalls. If a water balance cannot be determined(e.g., for

certain mining activities), provide a pictorial description of the nature and amount of any sources of water and
any collection or treatment measures. : :

C. Except for storm runoff, leaks, or spills, will any of the discharges described in item lll-A be intermittent or

seasonal?
Yes (complete the following table} G No (go to item IV)
’ 1. Frequency 2. Flow
Qutfatt : a.Days b. Months a. Maximum b. Maximum ¢. Duration
Number Per Week Per Year Datly Flow Total Volume
{specify (specity Rate {specify {in days)
average) average) fin mgdj with units)

NA

1V. Production

If there is an applicable production-based effluent guideline or NSPS, for each outfall list the estimated level of production{projection of
actual production level. not design), expressed in the terms and units used in the applicable effluent guideline or NSPS, for each of the
first 3 years of operation. If production is likely to vary, you may also submit alternative estimates (attach a separate sheet).

a. Quantity b. Units of
Year Per Day Measure ¢. Operation, Product, Material, etc /specify)
EPA Form 3510-2D {9-86) Page 20t 5 CONTINUE ON NEXT PAGE

g




CONTINUED FROM THE FRONT

NM0890010515

V. Etfluent Characteristics

A,andB: Theseitems requsre youto report esumated amounts (borh concenrrauon andmass/ of the pollutants 1o
bedischarged from each of your outfalls. Each part of this item addresses a different set of poliutants and shouid
be completed in accordance with the specific instructions for that part. Data for each outfall should be on a

separate page. Attach additional sheets of paper if necessary.

EPA 1D Number rcopy trom ltern 1 of Form 1)

Ougall:?gtabebPN 2

General Instructions (See table 2D-2 for Pollutants)

Each part of this item requests you to provide an estimated daily maximum and average for certain pollutants and
the source of information. Data for all pollutants in Group A, for all outfallis, must be submitted unless waived by
the permitting authority. For all outfalls, data for poliutants in Group B should be reported only for pollutants
which you believe will be present or are limited directly by an effluent limitations guideline or NSPS or indirectly

through fimitations on an indicator pollutant.

2. Maximum 3. Average
Daily Daity
1. Poliutant Value Value 4. Source fsee instructions)
{include units) {include unitsj
NONE
i
|
|
!
i
EPA Form 3510-2D (7-89) Page 30f 5 CONTINUE ON REVERSE




CONTINUED FROM THE FRONT EPA ID Number (copy from item | of Form 1}
NM0890010515

C. Usethe space below to list any of the pollutants listed in Table 2D-3 of the instructions which you know or have

reason to believe will be discharged from any outfall. For every pollutant you list, briefly describe the reasons you
believe it will be present. .

1. Poitutant 2. Reason for Discharge

NONE

Vi, Engineering Report on Wastewater Treatment
A,

if there is any technicai evaluation concerning your wastewater treatment, including engineering reports or pilot plant studies, check the
appropriate box below.

Report Available Q No Report
Provide the name and location of any existing plant(s) which, to the best of your knowledge, resembles this

production facility with respect to production processes, wastewater constituents, or wastewater treatments.
Name Location

NA

smitibiaide

EPA Form 3510-2D (9-86) Page 4 of § CONTINUE ON NEXT PAGE




Nit. Other intormation (Optional)

Use the space below to expand upon any of the above quesnons or to brmg to the attention of the reviewer any
other information you feel should be considered in establishing permit Ilmltatnons for the proposed facility.
Attach additional sheets if necessary.

PA iD Number (copy from item one of Form 1}

NM0890010515

VIll. Certification

/ certify under penalty of law that this document and all attachments were prepared under my direction or
supervision in accordance with a systemn designed to assure that qualified personnel properly gather and
evaluate the information submitted. Based on my inquiry of the person or persons who manage the system, or
those persons directly responsible for gathering the information, the information submitted s, to the best of my
knowledge andbelief, true, accurate, and complete. | am aware that there are significant penalties for submitting
false information, including the possibility of fine and imprisonment for knowing violations.

f\. Name and Officiat Title (type or print}

8. Phone No.
JERRY L. BELLOWS, DOE AREA MANAGER 505-667-5105
ALLEN J. TIEDMAN, ASSOC. DIRECTOR FOR OPERATIONS 505-667-9390
.. Signature D. Date Signed

EPA Form 3510-2D (9-86)

2U.S. Government Printing Office @ 1086 -491-191/$2vau

Page 5 of 5




DYE STUDY REPORT FOR BUILDINGS
16-360 AND 16-380

COMPILED BY ENGINEERING AND INFORMATION RESOURCES (WX-12)

BUILDING 360--Field investigated September 25, 1990.

DRAIN No

1FD1
1FD2
1FD3
1FD4
1FD5
SPD1
RD1

RD6

DRAIN LOCATION END OF PIPE

RM 104 16-360-OPN-1 sanitary sewer
RM 103 16-360-OPN-1 sanitary sewer
RM 102 16-360-OPN-5

RM 101 16-360-0OPN-5

RM 101 16-360-OPN-5

Sump 16-360-OPN-4 EPA outlet 05A159
Roof Drain 16-360-OPN-2

Roof Drain 16-360-OPN-3

BUILDING 380--Field investigated September 14, 1990.

DRAIN No

1FD1
1FD2
SPD1
RD1
RD2

DRAIN LOCATION END OF PIPE

RM 105

16-380-OPN-3 septic tank
RM 105 16-380-OPN-3 septic tank
Sump 16-380-OPN-1 EPA outlet 05A052
Roof Drain 16-380-OPN-1 EPA outlet 05A052
Roof Drain 16-380-0PN-2 EPA outlet 05A052
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