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EXECUTIVE SUMMARY 

Buildings 28, 43, 97, 202, 221, 222, 288, 373, 469, 471, 
484, 471, 484, 508, 510, 1559. 1566, 1569, 1573, 1574, 1588, 
1589, 1690, 1725, 1792, 1793 and 1794 in TA-3 were visited 
to document all drain piping and to make permitting 
recommendations. The pipes exiting the building are as 
follows: 

1) 

2) 

4) 

5) 

from building 3-28: two discharges to the sanitary 
sewer, two roof drains and two steam vents, 

from building 3-43: five outfalls to the sanitary 
sewer, eleven roof drains, four fire water drains, one 
condensed water drain, one unpermitted outfall to 
daylight, one back flow preventer drain, one hot water 
heater vent, one disconnected conduit and one air 
conditioner condensate drain, 

from building 3-97: one outfall to the sanitary sewer 
and one hot water heater vent, 

from buildings 3-202, 221, 288, 373, 484, 1569, 1589, 
1792, 1793 and 1794: no drains or outfalls, 

6) from building 3-222: one roof drain, 

7) 

8) 

9) 

from building 3-469: one discharge to the sanitary 
sewer and one roof drain, 

from building 3-471: one discharge to the sanitary 
sewer and one roof drain, 

from building 3-508: one discharge to 
sewer, one vapor vent, one roof drain 
drains, 

the sanitary 
and two roof 

10) from building 3-510: one discharge to the sanitary 
sewer, one fire water drain, one steam vent, two roof 
drains, one EPA permitted (06A183) photo rinse water 
discharge to daylight and one chemical liquid waste 
discharge to a holding tank, 

11) from building 3-1559: one discharge to the sanitary 
sewer, six fire water drains and eleven roof drains, 

12) from building 3-1566: one discharge to the sanitary 
sewer and one air conditioner condensate drain, 

13) from building 3-1573: one discharge to the sanitary 
sewer, 

14) from building 3-1574: one discharge to the sanitary 
sewer, 



15) from building 3-1588: one discharge to the sanitary 
sewer and one hot water heater vent, 

16) from building 3-1589: two storm water discharges, 

17) 

18) 

from building 3-1690: one discharge to the sanitary 
sewer, four fire water drains and four roof drains, 

from building 3-1725: one discharge to the sanitary 
sewer. 

A revised EPA Form 2C is included for the permitted outfall 
06A183. A form 2D is also included for one unpermitted 
outfall. Recommendations for repiping are provided to 
permit outfall consolidation to minimize permit maintenance 
requirements. Floor drain plugging is recommended where 
potential for discharge of pollutants exists. 

A waste stream database has been prepared listing waste 
water type and flow rate for each outfall. 
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1.0 INTRODUCTION 

During January, 1993, Rich Penney of Santa Fe Engineering (SFE) 
toured buildings 28, 43, 97, 202, 221, 222, 288, 373, 469, 471, 
484, 508, 510, 1559, 1566, 1573, 1574, 1588, 1589, 1690, 1725, 
1792, 1793 and 1794 in TA-3. Figure 1 is a plot plan of the 
buildings visited. The purpose of this study is to identify 
building drain piping and to characterize the waste water flows 
and sources at the time of the visit. This report will not 
reflect any subsequent changes in piping or operation. The Waste 
water Stream Characterization Policy of September 10, 1992 was 
followed for this study. The following tasks were performed for 
this purpose: 

1. Building drains and all piping exiting the buildings were 
identified and laid out in schematic form; 

2. Waste water sources were identified at each drain and the 
waste water was characterized according to flow rate and 
quality. The location of out falls and their potential 
sources of discharge were determined. Potential 
pollutants were also noted; 

3. Permit applications for discharges of clean water 
discharges were not prepared since these discharges do 
not require permitting at this time and 

4. Potential problems were identified and recommendations 
were made for repiping, floor drain plugging and spill 
containment where deemed appropriate. 

The field investigation proceeded by verifying drain schematic 
drawings prepared by SFE for the appropriate buildings (Figures 2 
through 24) from drawings provided by Los Alamos National 
Laboratory (LANL) Facilities Engineering Division. The other 
buildings were visited to insure that no drains exist in the 
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buildings. The following process was used to define drain piping 
and characterize the waste water streams: 

1. Laboratory engineering drawings were used to prepare the 
SFE drain piping schematic. The Solid Waste Stream 
Characterization conducted by IT Corporation was also 
reviewed. The National Pollutant Discharge System 
(NPDES) Permit, the 1990 NPDES Permit Application 
submitted by Los Alamos National Laboratory (LANL) in 
September, 1990 and the latest Federal Facilities 
Compliance Agreement {FFCA) between the Department of 
Energy (DOE) and the Environmental Protections Agency 
(EPA) and the Administrative Order (AO) Docket Number 

VI-92-1306 issued by EPA to the University of California 
were used for reference; 

2. SFE verified drain piping by dye checking and 

3. A site visit was performed to verify the SFE drain 
schematic and to identify potential outfall pipes exiting 
the building. The visit entailed a room by room 
inspection of waste water sources and drains. Interviews 
with site personnel were conducted to assist in waste 
stream characterization. 
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2.0 FIELD INVESTIGATION 

The pipes exiting the building have been assigned an Outlet 
Piping Number. The four part number, sequentially, identifies 
the Technical Area where the pipe is located, the building from 
which the pipe discharges, the letters OPN to indicate that it is 
an outlet piping number and the unique number for the pipe. The 
piping exiting the building will be labeled for easy 
identification in the future. 

Each drain has a unique identification number. Each number 
consists of three parts. The first part is the floor the drain 
is on. The second part has letters that indicate the drain type 
(abbreviations used are summarized in Table 1). The final part 
is a unique number for each drain. For example, the floor drain 
numbering on the first floor would start with 1FD1. The roof 
drains do not have the number identifying the floor such as RD1 
for Roof Drain 1. 

The function of each pipe exiting from buildings is listed in 
Appendix 1 in Tables 2 through 17 with an abbreviations list in 
Table 1. Appendix 2 contains the waste stream characterization 
database output, listing waste water sources, flow rates and 
periodicity information for each outfall drain. No EPA forms 
were included in Appendix 3. Appendix 4 provides information 
about the dye study of building drains. Flow schematics of the 
drains from each building are attached in Appendix 5 as Figures 2 
through 24. 
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3.0 RECOMMENDATIONS FOR BUILDING 3-28 

Table 2 is a list of the drains to the building outfalls and 
Figure 2 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipe and includes 
recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

3.1 Outfalls 3-28-0PN-1 and 3-28-0PN-3 

The discussion 

Receives flow from (4) equipment drains, (4) floor drains, (4) 
sink drains, (7) lavatories, (7) toilets and (2) water fountains. 
These two outfalls then discharge to the sanitary sewer. It is 
recommended that sinks BSD1, BSD2, 1SD1 and 1SD2 be labeled 
"Sanitary Waste Only No Chemical Disposal". No permitting is 
recommended. No EPA forms were prepared. 

3.2 Outfalls 3-28-0PN-2 and 3-28-0PN-4 

These two outfalls to daylight are from roof drains. No changes 
or permitting are recommended. No EPA forms were prepared. 

3.3 Outfalls 3-28-0PN-5 and 3-28-0PN-6 

These two outfalls to daylight are steam vents. These should be 
included in a Notice of Intent to Discharge (NOI). No changes 
are recommended. No EPA forms were prepared. 

4.0 RECOMMENDATIONS FOR BUILDING 3-43 

Table 3 is a list of the drains to the building outfalls and 
Figures 3 through 11 are schematics of the piping. The table 
lists the drains that connect to the outfall pipe and includes 
recommendations for changes to the drain piping. The discussion 
below gives the reasoning for the recommendations. 
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4.1 Outfalls 3-43-0PN-1, 3-43-0PN-4, 3-43-0PN-7, 3-43-0PN-9 and 
3-43-0PN-16 

These five out falls receive flow from ( 9) area drains, ( 1) eye 
wash, (58) floor drains, (16) equipment drains, (8) floor sinks, 
(78) lavatories, (22) sink drains, (3) sump pumps, (1) trench 
drain, (75) toilets, (29) urinals and (39) water fountains which 
all discharge to the sanitary sewer. Area drains BADl through 
BAD9 and trench drain BTD1 are exterior to the building and 
receive rain water. The amount of rain water will be small but 
should be rerouted to a separate discharge to daylight. The 
sewer piping from BTD1 should be cleaned as this drain backs up 
during high storm water activity. It is recommended that floor 
sink 1FS1 (OPN-1), drains BFS1, BLV1, BSD2, BSD3, BSD4, 2SD1, 
3SD1 and 3SD2 (OPN-4), 2FS1, 2SD2, 3FS2 and 4FS1 (OPN-7), BFS2, 
1FS2, 1LV15, 1LV19, 1SD1, 2FS4, 2SD1 through 2SD6, 3SD3 through 
3SD5, 4LV9, 4SD1 and 4SD2 (OPN-16) all be labeled "SANITARY WASTE 
ONLY- NO CHEMICAL DISPOSAL." It is also recommended that floor 
drains BFD3, BFD4, BFDS (OPN-9) and BFD15 (OPN-16) be permanently 
plugged. No permitting is recommended. No EPA forms were 
prepared. 

4.2 Outfalls 3-43-0PN-2, 3-43-0PN-3, 3-43-0PN-5, 3-43-0PN-6, 
3-43-0PN-8, 3-43-0PN-10, 3-43-0PN-11, 3-43-0PN-12, 
3-43-0PN-13, 3-43-0PN-14 and 3-43-0PN-19 

These eleven outfalls to daylight are from 21 roof drains. No 
changes or permitting are recommended. 
prepared. 

No EPA forms were 

4.3 Outfalls 3-43-0PN-15, 3-43-0PN-20, 3-43-0PN-21 and 
3-43-0PN-22 

These four outfalls to daylight are drains from the fire water 
system. These outfalls should be included in an NOI. No changes 
are recommended. No EPA forms were prepared. 
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4.4 Outfall 3-43-0PN-17 

This outfall to daylight drains condensed water from an HVAC 
unit. This outfall should be included in an NO!. No changes are 
recommended. No EPA forms were prepared. 

4.5 Outfall 3-43-0PN-18 

This outfall to daylight is from a sump pump in the sub-basement. 
The flow to the sump pump is from a drinking water fountain. The 
drinking fountain should be decommissioned immediately until it 
can be piped to the sanitary sewer or replace the water fountain 
with bottled water. No permitting is recommended, however, an 
EPA form 2D has been prepared for this outfall. 

4.6 Outfall 3-43-0PN-23 

This outfall to daylight is from a potable water backflow 
preventer. This outfall should be included in an NO!. No 
changes are recommended. No EPA forms were prepared. 

4.7 Outfall 3-43-0PN-24 

This outfall to daylight is a pressure relief valve (PRV) from a 
hot water heater. This outfall should be included in an NO!. No 
changes are recommended. No EPA forms were prepared. 

4.8 Outfall 3-43-0PN-25 

This outfall is a disconnected electrical conduit. No changes or 
permitting are recommended. No EPA forms were prepared. 
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4.9 Outfall 3-43-0PN-26 

This outfall to daylight is a condensate drain from an air 
conditioner. This outfall should be included in an NOI. No 
changes are recommended. No EPA forms were prepared. 

5.0 RECOMMENDATIONS FOR BUILDING 3-97 

Table 4 is a list of the drains to the building outfalls and 
Figure 12 is a schematic of the piping. 
drains that connect to the outfall 

The table lists the 
pipes and includes 

recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

The discussion 

5.1 Outfall 3-97-0PN-1 

This outfall receives flow from ( 1) lavatory, ( 1) toilet and ( 1) 
water fountain and flows to the sanitary sewer system. No 
changes or permitting are recommended. 
prepared. 

No EPA forms were 

5.2 outfall 3-97-0PN-2 

This outfall to daylight is a PRV drain from a hot water heater. 
The outfall should be included in an NOI. No changes are 
recommended. No EPA forms were prepared . 

6.0 RECOMMENDATIONS FOR BUILDINGS 3-202, 221, 228, 373, 484, 
1569 and 1589 

These seven buildings do not have any drains and no sources of 
water. No changes or permitting are recommended. No EPA forms 
were prepared. 
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7.0 RECOMMENDATIONS FOR BUILDING 3-222 

Table 5 is a list of the drains to the building outfall and 
Figure 13 is a schematic of the piping. The table lists the 
fixtures. The only outfall is to daylight and is from a roof 
drain. No changes or permitting are recommended. No EPA forms 
were prepared. 

8.0 RECOMMENDATIONS FOR BUILDING 3-469 

Table 6 is a list of the drains to the building outfalls and 
Figure 14 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

8.1 Outfall 3-469-0PN-1 

The discussion 

This outfall receives flow from (2) lavatories, (2) sink drains, 
(2) toilets, ( 1) urinal and (1) water fountain and flows to the 
sanitary sewer system. It is recommended that sinks 1SD1 and 
1SD2 be labeled for sanitary waste only. No permitting is 
recommended. No EPA forms were prepared. 

8.2 Outfall 3-469-0PN-2 

This outfall to daylight is from a roof drain. No changes or 
permitting are recommended. No EPA forms were prepared. 

9.0 RECOMMENDATIONS FOR BUILDING 3-471 

Table 7 is a list of the drains to the building outfalls and 
Figure 15 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

8 

The discussion 



.. 

9.1 Outfall 3-471-0PN-1 

This outfall 

(2) toilets, 

receives flow from (2) lavatories, (1) sink drain, 
(1) urinal and (1) water fountain and flows to the 

sanitary sewer system. Sink 1SD1 should be labeled for sanitary 
waste only. No permitting is recommended. No EPA forms were 
prepared. 

9.2 Outfall 3-471-0PN-2 

This outfall to daylight is from a roof drain. No changes or 
permitting are recommended. No EPA forms were prepared. 

10.0 RECOMMENDATIONS FOR BUILDING 3-508 

Table 8 is a list of the drains to the building outfalls and 
Figure 16 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

10.1 Outfall 3-508-0PN-1 

The discussion 

This outfall receives flow from (6) floor drains, (4) lavatories, 
(5) sink drains, (2) showers, (6) toilets, (2) urinals and (2) 
water fountains and flows to the sanitary sewer system. It is 
recommended that sinks 1SD1, 1SD2, 1SD3, 2SD1 and 2SD2 be labeled 
"SANITARY WASTE ONLY - NO CHEMICAL DISPOSAL." No permitting is 
recommended. No EPA forms were prepared. 

10.2 Outfall 3-508-0PN-2 

This outfall to daylight is a vapor vent. No changes or 
permitting are recommended. No EPA forms were prepared. 
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10.3 Outfall 3-508-0PN-3 

This outfall to daylight is from a roof drain. No changes or 
permitting are recommended. No EPA forms were prepared. 

10.4 Outfalls 3-508-0PN-4 and 3-508-0PN-5 

These two outfalls to daylight are drains from the fire water 
system. These outfalls should be included in an NOI. No changes 
are recommended. No EPA forms were prepared. 

11.0 RECOMMENDATIONS FOR BUILDING 3-510 

Table 9 is a list of the drains to the building outfalls and 
Figure 17 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

11.1 outfall 3-510-0PN-1 

The discussion 

This outfall to the sanitary sewer receives flow from (1) 
equipment drain, ( 1) floor drain, ( 1) floor sink, ( 7) lavatories, 
(2) showers, (3) toilets, (1) urinal and (2) water fountains. 

None of these drains flow to the existing 06A183 permit and they 
should not be included in it. Floor drain 1FD3 is located in the 
photo lab. It is recommended that this drain be permanently 
plugged to prevent the accidental discharge of photo processing 
chemicals to the sanitary sewer. Lavatories 2LV1, 2LV5, 2LV8 and 
2LV9 are located in the photo lab and darkroom. These lavatories 
should be labeled "SANITARY WASTE ONLY - NO CHEMICAL DISPOSAL." 
No permitting is recommended and no EPA forms were prepared. 
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11.2 Outfall 3-510-0PN-2 

This outfall to daylight is a drain from the fire water system. 
This outfall should be included in an NO!. No changes are 
recommended. No EPA forms were prepared. 

11.3 Outfall 3-510-0PN-3 
This outfall to daylight is a steam vent. This outfall should be 
included in an NOI. No changes are recommended. No EPA forms 
were prepared. 

11.4 Outfalls 3-510-0PN-4 and 3-510-0PN-5 

These two outfalls to daylight are roof drains. No changes or 
permitting are recommended. No EPA forms were prepared. 

11.5 Outfall 3-510-0PN-6 

This outfall receives photo processing rinse water only from 
thirteen floor sinks in the photo labs and darkrooms. There are 
two possible destinations for this outfall depending on the 
position of piping valves at the outfall. The photo rinse water 
drain line exits the north side of the building and passes 
through an exterior monitoring station (PARSCHALL FLUME) where 
flowrate, pH and silver content are monitored. On the discharge 
side of the monitoring station, piping valves allow the photo 
rinse water to be diverted to either the sanitary sewer (via 
connection to OPN-1)or to the EPA permitted outfall to daylight 
(06A183). Monitoring results have found the photo rinse water to 
be within treatment parameters for discharge to the Laboratory's 
Sanitary Waste Systems Consolidation (SWSC) plant at TA-46. It 
is recommended that all floor sinks contributing to this outfall 
be labeled "PHOTO RINSE WATER ONLY - NO CHEMICAL DISPOSAL." It 
is also recommended that based upon monitoring results, the 
Laboratory (EM-8) give consideration to having the permitted 
outfall permanently closed (cap line) and deleting the 06A183 
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permit. A revised EPA form 2C has been prepared for this 
outfall. 

11.6 Outfall 3-510-0PN-7 

This outfall discharges to an exterior holding tank with 
secondary containment. Sources to this outfall include ( 10) 
floor drains, (3) eye washes and (3) lavatories designated to 
receive only desilvered, non-hazardous, chemical liquid waste 
(CLW) originating with the photo processing work. Discharge is 
to the 500 gallon holding tank via seven photo processor sumps. 
The CLW underground storage tank has not been utilized as of 
January 1994 due to a problem with the secondary containment 
structure. This problem has recently been repaired and the tank 
is anticipated to be in use by April 1994. When operation of the 
tank begins, all of the CLW will be collected and contained there 
for pickup by Group CST-7. It is recommended that all drains 
associated with this outfall be labeled "PHOTO CHEMICAL LIQUID 
WASTE ONLY- NO SANITARY OR RINSE WATER DISPOSAL." No permitting 
is recommended and no EPA forms were prepared. 

12.0 RECOMMENDATIONS FOR BUILDING 3-1559 

Table 10 is a list of the drains to the building outfalls and 
Figure 18 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping . 
below gives the reasoning for the recommendations. 

12.1 Outfall 3-1559-0PN-1 

The discussion 

This outfall receives flow from (1) lavatory, (2) sink drains and 
(1) toilet and flows to the sanitary sewer system. It is 
recommended that sinks 1SD1 and 1SD2 be labeled "SANITARY WASTE 
ONLY - NO CHEMICAL DISPOSAL." No permitting is recommended. No 
EPA forms were prepared. 
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12.2 Outfalls 3-1559-0PN-2, 3-1559-0PN-3, 3-1559-0PN-4, 
3-1559-0PN-5, 3-1559-0PN-6 and 3-1559-0PN-7 

These six outfalls to daylight are drains from the fire water 
system. These outfalls should be included in an NOI. No changes 
are recommended. No EPA forms were prepared. 

12.3 Outfalls 3-1559-0PN-8, 3-1559-0PN-9, 3-1559-0PN-10, 
3-1559-0PN-11, 3-1559-0PN-12, 3-1559-0PN-13, 3-1559-0PN-14, 
3-1559-0PN-15, 3-1559-0PN-16, 3-1559-0PN-17 and 3-559-0PN-18 

These eleven outfalls to daylight are roof drains. No changes or 
permitting are recommended. No EPA forms were prepared. 

13.0 RECOMMENDATIONS FOR BUILDING 3-1566 

Table 11 is a list of the drains to the building outfalls and 
Figure 19 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

13.1 Outfall 3-1566-0PN-1 

The discussion 

This outfall receives flow from (1) lavatory, (1) sink drain, (1) 
toilet and (1) water fountain and flows to the sanitary sewer 
system. It is recommended that sink 1SD1 be labeled "SANITARY 
WASTE ONLY NO CHEMICAL DISPOSAL." No permitting is 
recommended. No EPA forms were prepared. 

13.2 Outfall 3-1566-0PN-2 

This outfall to daylight is an air conditioner condensate drain. 
This outfall should be included in an NOI. 
recommended. No EPA forms were prepared. 
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14.0 RECOMMENDATIONS FOR BUILDING 3-1573 

Table 12 is a list of the drains to the building outfalls and 
Figure 20 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reason for the recommendations. 

14.1 Outfall 3-1573-0PN-1 

The discussion 

This outfall receives flow from (1) lavatory and (1) toilet and 
flows to the sanitary sewer. No changes or permitting are 
recommended. No EPA forms were prepared. 

14.2 Outfall 3-1573-0PN-2 

This outfall is a PRV drain from a water heater. This outfall 
should be included in a NOI. No changes are recommended. No EPA 
forms were prepared. 

15.0 RECOMMENDATIONS FOR BUILDING 3-1574 

Table 13 is a list of the drains to the building outfalls and 
Figure 21 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reason for the recommendations. 

15.1 Outfall 3-1574-0PN-1 

The discussion 

This outfall receives flow from (1) lavatory and (1) toilet and 
flows to the sanitary sewer. No changes or permitting are 
recommended. No EPA forms were prepared. 

14 



,,.. 

II 

15.2 Outfall 3-1574-0PN-2 

This outfall is a PRV drain from a water heater. This outfall 
should be included in a NOI. No changes are recommended. No EPA 
forms were prepared. 

16.0 RECOMMENDATIONS FOR BUILDING 3-1588 

Table 14 is a list of the drains to the building outfalls and 
Figure 22 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. The discussion 
below gives the reasoning for the recommendations. 

16.1 Outfall 3-1588-0PN-1 

This outfall receives flow from ( 1) lavatory, ( 1) sink drain, ( 1) 
toilet and ( 1) water fountain and flows to the sanitary sewer 
system. It is recommended that sink 1SD1 be labeled "SANITARY 
WASTE ONLY NO CHEMICAL DISPOSAL." No permitting is 
recommended. No EPA forms were prepared. 

16.2 Outfall 3-1588-0PN-2 

This outfall to daylight is a PRV drain from a water heater. 
This outfall should be included in an NOI. No changes are 
recommended. No EPA forms were prepared. 

17.0 RECOMMENDATIONS FOR BUILDING 3-1589 

Table 15 is a list of the drains to the building outfalls and 
Figure 22 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipe and includes 
recommendations for changes to the drain piping. The two 
outfalls discharge storm water from the roof of the building to 

15 



daylight next to the building. No permitting or changes are 
recommended and no EPA forms were prepared. 

18.0 RECOMMENDATIONS FOR BUILDING 3-1690 

Table 16 is a list of the drains to the building outfalls and 
Figure 23 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reasoning for the recommendations. 

18.1 Outfall 3-1690-0PN-1 

The discussion 

This outfall receives flow from (6) floor drains, (4) lavatories, 
(2) sink drains, (2) showers, (4) toilets, (2) urinals and (2) 
water fountains and flows to the sanitary sewer system. It is 
recommended that sinks 1SD1 and 1SD2 be labeled "SANITARY WASTE 
ONLY-NO CHEMICAL DISPOSAL." No permitting is recommended. No 
EPA forms were prepared. 

18.2 Outfalls 3-1690-0PN-2, 3-1690-0PN-5, 3-1690-0PN-6 and 
3-1690-0PN-7 

These four outfalls to daylight are drains from the fire water 
system. These outfalls should be included in an NOI. No changes 
are recommended. No EPA forms were prepared. 

18.3 Outfalls 3-1690-0PN-3, 3-1690-0PN-4, 3-1690-0PN-8 and 
3-1690-0PN-9 

These four outfalls to daylight are roof drains. No changes or 
permitting are recommended. No EPA forms were prepared. 
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19.0 RECOMMENDATIONS FOR BUILDING 3-1725 

Table 17 is a list of the drains to the building outfalls and 
Figure 24 is a schematic of the piping. The table lists the 
drains that connect to the outfall pipes and includes 
recommendations for changes to the drain piping. 
below gives the reason for the recommendations. 

19.1 Outfall 3-1725-0PN-1 

This outfall 

flows to the 
recommended. 

receives flow from (1) lavatory and 
sanitary sewer. No changes or 

No EPA forms were prepared. 

19.2 Outfall 3-1725-0PN-2 

The discussion 

( 1) toilet and 
permitting are 

This outfall is a PRV drain from a water heater. This outfall 
should be included in a NOI. No changes are recommended. No EPA 
forms were prepared. 
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20.0 CONCLUSION 

This document provides the information to characterize buildings 
28, 43, 97' 202, 221, 222, 288, 373, 469, 471, 484, 508, 510, 
1559, 1566, 1573, 1574, 1588, 1589, 1690, 1725, 1792, 1793 and 
1794 in TA-3. 

Form 2C: 

1. 3-510-0PN-6 (06A183) 

Form 2D: 

1. 3-43-0PN-18 

Permitting is not recommended for the outfalls, as itemized 
below: 

Buildings that do not have any drains: 

1. 3-202 
5. 3-484 

2. 3-221 
6. 3-1569 

3. 3-228 
7. 3-1589 

Discharges to the sanitary sewer: 

1. 3-28-0PN-1 
4. 3-43-0PN-4 
7. 3-43-0PN-16 

10. 3-471-0PN-1 
13. 3-1559-0PN-1 
16. 3-1574-0PN-1 
19. 3-1725-0PN-1 

2. 3-28-0PN-3 
5. 3-43-0PN-7 
8. 3-97-0PN-1 

11. 3-508-0PN-1 
14. 3-1566-0PN-1 
17. 3-1588-0PN-1 

Discharges from the fire water system: 

1. 3-43-0PN-15 
4. 3-43-0PN-22 
7. 3-510-0PN-2 

10. 3-1559-0PN-4 
13. 3-1559-0PN-7 
16. 3-1690-0PN-6 

2. 3-43-0PN-20 
5. 3-508-0PN-4 
8. 3-1559-0PN-2 

11. 3-1559-0PN-5 
14. 3-1690-0PN-2 
17. 3-1690-0PN-7 

4. 3-373 

3. 3-43-0PN-1 
6. 3-43-0PN-9 
9. 3-469-0PN-1 

12. 3-510-0PN-1 
15. 3-1573-0PN-1 
18. 3-1690-0PN-1 

3. 3-430-0PN-21 
6. 3-508-0PN-5 
9. 3-1559-0PN-3 

12. 3-1559-0PN-6 
15. 3-1690-0PN-5 

~ Discharges of condensed water: 

1. 3-43-0PN-17 2. 3-43-0PN-26 3. 3-1566-0PN-2 
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Discharges from water heater pressure relief valves: 

1. 3-43-0PN-24 2. 3-97-0PN-2 

Electrical conduit: 

1. 3-43-0PN-25 

Storm water discharges: 

1. 3-28-0PN-2 2. 3-28-0PN-4 
4 . 3-43-0PN-3 5. 3-43-0PN-5 
7 . 3-43-0PN-8 8. 3-43-0PN-10 

10. 3-43-0PN-12 11. 3-43-0PN-13 
13. 3-43-0PN-19 14. 3-222-0PN-1 
16. 3-471-0PN-2 17. 3-508-0PN-3 
19. 3-510-0PN-5 20. 3-1559-0PN-8 
22. 3-1559-0PN-10 23. 3-1559-0PN-11 
25. 3-1559-0PN-13 26. 3-1559-0PN-14 
28. 3-1559-0PN-16 29. 3-1559-0PN-17 
31. 3-1589-0PN-1 32. 3-1589-0PN-2 
34. 3-1690-0PN-4 35. 3-1690-0PN-8 

Vapor vents: 

1. 3-508-0PN-2 

Steam vents: 

1. 3-28-0PN-5 2. 3-28-0PN-6 

3. 3-1588-0PN-2 

3. 3-43-0PN-2 
6. 3-43-0PN-6 
9. 3-43-0PN-11 

12. 3-43-0PN-14 
15. 3-469-0PN-2 
18. 3-510-0PN-4 
21. 3-1559-0PN-9 
24. 3-1559-0PN-12 
27. 3-1559-0PN-15 
30. 3-1559-0PN-18 
33. 3-1690-0PN-3 
36. 3-1690-0PN-9 

3. 3-510-0PN-3 

Recommended permitting and corrective actions are outlined in 
Tables 2 through 18 as well as in the above text. Corrective 
action should be performed as soon as practicable to minimize the 
chance of non permitted discharge of pollutants. 
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TABLE 1: 
SUMMARY OF 

ABBREVIATIONS 

ABBREVIATION MEANING 
A/C Air Conditioner 
AD Area Drain 
ED Equipment Drain 
EW Eye Wash 
FD Floor Drain 
FS Floor Sink 
LV Lavatory 

PRW Photo Rinse Water 
RD Roof Drain 
SD Sink Drain 
SH Shower 
SP Sump Pump 
TD Trench Drain 
TL Toilet 
UR Urinal 
WF Water Fountain 
WH Water Heater 



00 .. 

TABLE 2: TA 3-28 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-28-0PN-1 BED1 EQUIPMENT ROOM 24 NO CHANGE NO 
SAN SEWER BED2 EQUIPMENT ROOM 24 NO CHANGE 

BFD1 EQUIPMENT ROOM 19 NO CHANGE 
BFD4 JANITOR'S CLOSET 11 NO CHANGE 
BSD2 BREAK ROOM 28 LABEL 
1FD1 REST ROOM 124A NO CHANGE 
1LV1 RESTROOM 124A NO CHANGE 
1LV2 REST ROOM 124A NO CHANGE 
1SD1 KITCHEN 122 LABEL 
1SD2 JANITOR'S CLOSET 126 LABEL 
1TL 1 RESTROOM 124A NO CHANGE 
1TL2 REST ROOM 124A NO CHANGE 
1WF1 CORRIDOR 100S NO CHANGE 

I 3-28-0PN-2 I N/A I STORM DRAIN I ROOF I NO CHANGE I NO I 
3-28-0PN-3 BED3 EQUIPMENT ROOM 37 NO CHANGE NO 

SAN SEWER BED4 EQUIPMENT ROOM 43 NO CHANGE 
BFD2 EQUIPMENT ROOM 43 NO CHANGE 
BFD3 OUTSIDE EXT NO CHANGE 
BLV3 REST ROOM 49 NO CHANGE 
BLB4 REST ROOM 45 NO CHANGE 
BLV5 REST ROOM 45 NO CHANGE 
BLV1 REST ROOM 34 NO CHANGE 
BLV2 RESTROOM 34A NO CHANGE 
BSD1 OFFICE 48A LABEL 
BTL1 RESTROOM 34A NO CHANGE 
BTL2 REST ROOM 34A NO CHANGE 
BTL3 RESTROOM 45 NO CHANGE 
BTL4 REST ROOM 45 NO CHANGE 
BTL5 REST ROOM 49 NO CHANGE 
BWF1 CORRIDOR N/A NO CHANGE 

I 3-28-0PN-4 I N/A I STORM DRAIN I ROOF I NO CHANGE I NO I 
II 3-28-0PN-5 N/A STEAM VENT N/A NOI NO 

28-0PN-6 N/A STEAM VENT N/A NOI NO 



, .. 

TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-1 BSD1 KEY ROOM A1B NO CHANGE NO 
SAN SEWER 1FS1 JANITOR'S CLOSET A114 LABEL 

1LV1 RESTROOM A110A NO CHANGE 
1LV2 REST ROOM A110B NO CHANGE 
1TL 1 REST ROOM A110A NO CHANGE 
1TL2 RESTROOM A110B NO CHANGE 

'" 1WF1 CORRIDOR 100W NO CHANGE 
2WF1 CORRIDOR 200W NO CHANGE 
3WF1 CORRIDOR 300W NO CHANGE 
4WF1 CORRIDOR 400W NO CHANGE 

3-43-0PN-2 RD1 ROOF DRAIN ROOF NO CHANGE NO 
3-43-0PN-3 RD2 ROOF DRAIN ROOF NO CHANGE NO 
3-43-0PN-4 BAD1 OUTSIDE EXT REROUTE NO 

SAN SEWER BAD2 OUTSIDE EXT REROUTE 
BAD3 OUTSIDE EXT REROUTE 
BAD4 OUTSIDE EXT REROUTE 
BADS OUTSIDE EXT REROUTE 
BED1 EQUIPMENT ROOM A? NO CHANGE 
BED2 EQUIPMENT ROOM A? NO CHANGE 
BED3 EQUIPMENT ROOM A? NO CHANGE 
BED4 EQUIPMENT ROOM A? NO CHANGE 
BEDS EQUIPMENT ROOM A? NO CHANGE 
BED6 EQUIPMENT ROOM B14 NO CHANGE 
BED? EQUIPMENT ROOM B14 NO CHANGE 
BEDS EQUIPMENT ROOM B14 NO CHANGE 
BED9 EQUIPMENT ROOM B14 NO CHANGE 

BED10 EQUIPMENT ROOM B14 NO CHANGE 
BED11 EQUIPMENT ROOM B14 NO CHANGE 
BED12 EQUIPMENT ROOM B14 NO CHANGE 
BED13 EQUIPMENT ROOM B14 NO CHANGE 
BFD1 EQUIPMENT ROOM A? NO CHANGE 
BFD2 EQUIPMENT ROOM B14 NO CHANGE 
BFS1 JANITOR'S CLOSET B1JC LABEL 
BLV1 RESTROOM B1MW NO CHANGE 
BSD2 BREAK ROOM ABA LABEL 
BSD3 EQUIPMENT ROOM B14 LABEL 
BSD4 MICRO FILM ROOM C2 LABEL 



TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL 10 ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-4 BSP2 EQUIPMENT ROOM 814 NO CHANGE NO 
SAN SEWER BTL1 RESTROOM B1MW NO CHANGE 

(CONT) BTL2 RESTROOM B1MW NO CHANGE 
BUR1 REST ROOM B1MW NO CHANGE 
BWF1 CORRIDOR 10W NO CHANGE 
BWF2 CORRIDOR 10S NO CHANGE 
P1ED1 PENTHOUSE # 1 N/A NO CHANGE 
P1FD1 PENTHOUSE # 1 N/A NO CHANGE 
P1FD2 PENTHOUSE # 1 N/A NO CHANGE 
P1FD3 PENTHOUSE # 1 N/A NO CHANGE 
P1FD4 PENTHOUSE # 1 N/A NO CHANGE 
1FD2 REST ROOM 8102 NO CHANGE 
1FD3 COLLOQUIUM N/A NO CHANGE 
1FS2 UTILITY ROOM A120 NO CHANGE 
1LV3 RESTROOM 8102 NO CHANGE 
1LV4 REST ROOM 8102 NO CHANGE 
1TL3 REST ROOM 8102 NO CHANGE 
1TL4 RESTROOM 8102 NO CHANGE 
1TL5 RESTROOM 8102 NO CHANGE 
1TL6 REST ROOM 8102 NO CHANGE 
1WF4 CORRIDOR 100S NO CHANGE 
1WF5 CORRIDOR 100N NO CHANGE 
2FD1 REST ROOM B202WW NO CHANGE 
2LV1 REST ROOM B202WW NO CHANGE 
2LV2 REST ROOM B202WW NO CHANGE 
2LV3 REST ROOM B202WW NO CHANGE 
2LV4 RESTROOM B202WW NO CHANGE 
2SD1 BREAK ROOM A214 LABEL 
2TL1 RESTROOM B202WW NO CHANGE 

II 2TL2 RESTROOM B202WW NO CHANGE 
2TL3 REST ROOM B202WW NO CHANGE 
2TL4 REST ROOM B202WW NO CHANGE 
2WF4 CORRIDOR 200S NO CHANGE 
2WF5 CORRIDOR 200N NO CHANGE 
3FD1 RESTROOM B313"N'!'f NO CHANGE 
3LV1 REST ROOM B313WW NO CHANGE 
3LV2 REST ROOM B313WW NO CHANGE 
3LV3 RESTROOM B313WW NO CHANGE 



TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-4 3LV4 RESTROOM B313WW NO CHANGE NO 
SAN SEWER 3SD1 OFFICE A314E LABEL 

(CONT) 3SD2 OFFICE B310A LABEL 
3TL1 REST ROOM B313WW NO CHANGE 
3TL2 REST ROOM B313WW NO CHANGE 
3TL3 RESTROOM B313WW NO CHANGE 
3TL4 REST ROOM B313WW NO CHANGE 
3WF2 CORRIDOR 300W NO CHANGE 
3WF4 CORRIDOR 300E NO CHANGE 
4FD1 REST ROOM B401WW NO CHANGE 
4LV1 OFFICE A416 NO CHANGE 
4LV2 REST ROOM B401WW NO CHANGE 
4LV4 REST ROOM B401WW NO CHANGE 
4LV5 REST ROOM B401WW NO CHANGE 
4TL1 REST ROOM B401WW NO CHANGE 
4TL2 REST ROOM B401WW NO CHANGE 
4TL3 REST ROOM B401WW NO CHANGE 
4TL4 RESTROOM B401WW NO CHANGE 

3-43-0PN-5 RD3 ROOF DRAIN ROOF NO CHANGE NO 
3-43-0PN-6 RD4 ROOF DRAIN ROOF NO CHANGE NO 
3-43-0PN-7 1FD1 REST ROOM B101MW NO CHANGE NO 

SAN SEWER 1LV5 REST ROOM B101MW NO CHANGE 
1LV6 REST ROOM B101MW NO CHANGE 
1LV7 RESTROOM B101MW NO CHANGE 
1SD1 REST ROOM 8101MW NO CHANGE 
1TL7 REST ROOM B101MW NO CHANGE 
1TL8 REST ROOM B101MW NO CHANGE 
1TL9 RESTROOM B101MW NO CHANGE 
1UR1 REST ROOM 8101MW NO CHANGE 
1UR2 REST ROOM B101MW NO CHANGE 
1UR3 REST ROOM B101MW NO CHANGE 
1WF3 CORRIDOR 100W NO CHANGE 
2FD2 REST ROOM B205MW NO CHANGE 
2FS1 JANITOR'S CLOSET B205JC LABEL 
2LV5 RESTROOM B205MW NO CHANGE 
2LV6 REST ROOM B205MW NO CHANGE 
2LV7 REST ROOM B205MW NO CHANGE 

I! 



TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-7 2SD2 OFFICE A238A LABEL NO 
SAN SEWER 2TLS REST ROOM B205MW NO CHANGE 

(CONT) 2TL6 RESTROOM B205MW NO CHANGE 
2TL7 RESTROOM B205MW NO CHANGE 
2UR1 RESTROOM B205MW NO CHANGE 
2UR2 RESTROOM B205MW NO CHANGE 
2UR3 RESTROOM B205MW NO CHANGE 
2WF2 CORRIDOR 200W NO CHANGE 
3FD2 REST ROOM B304MW NO CHANGE 
3FS2 JANITOR'S CLOSET B304JC LABEL 
3LVS REST ROOM B304MW NO CHANGE 
3LV6 REST ROOM B304MW NO CHANGE 
3LV7 REST ROOM B304MW NO CHANGE 
3TLS REST ROOM B304MW NO CHANGE 
3TL6 REST ROOM B304MW NO CHANGE 
3TL7 REST ROOM B304MW NO CHANGE 
3UR1 REST ROOM B304MW NO CHANGE 
3UR2 RESTROOM B304MW NO CHANGE .. 3UR3 RESTROOM B304MW NO CHANGE 
3WF3 CORRIDOR 300W NO CHANGE 
4FD2 RESTROOM B405MW NO CHANGE 
4FS1 JANITOR'S CLOSET B409JC LABEL 
4LV6 REST ROOM B405MW NO CHANGE 
4LV7 REST ROOM B405MW NO CHANGE 
4LV8 RESTROOM B405MW NO CHANGE 
4TLS REST ROOM B405MW NO CHANGE 
4TL6 REST ROOM B405MW NO CHANGE 
4TL7 RESTROOM B405MW NO CHANGE 
4UR1 RESTROOM B405MW NO CHANGE 
4UR2 RESTROOM B405MW NO CHANGE 
4UR3 REST ROOM B405MW NO CHANGE I 3-43-0PN-8 I RDS I ROOF DRAIN I ROOF I NO CHANGE I NO I 3-43-0PN-9 BFD3 EQUIPMENT ROOM A15 PLUG NO 

SAN SEWER BFD4 STORAGE A16 PLUG 
BFDS STORAGE A16 PLUG 
BFD6 STORAGE A12C PLUGGED 
BSP3 EQUIPMENT ROOM A15 NO CHANGE 



TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-9 2WF3 CORRIDOR 200W NO CHANGE NO 
(CONT) 4WF2 CORRIDOR 400W NO CHANGE 

3-43-0PN-10 RD6 ROOF DRAIN ROOF NO CHANGE NO 
RD7 ROOF DRAIN ROOF NO CHANGE 

3-43-0PN-11 RD8 ROOF DRAIN ROOF NO CHANGE NO 
RD9 ROOF DRAIN ROOF NO CHANGE 

RD10 ROOF DRAIN ROOF NO CHANGE 
3-43-0PN-12 RD11 ROOF DRAIN ROOF NO CHANGE NO 

RD12 ROOF DRAIN ROOF NO CHANGE 
RD13 ROOF DRAIN ROOF NO CHANGE 
RD14 ROOF DRAIN ROOF NO CHANGE 
RD15 ROOF DRAIN ROOF NO CHANGE 

3-43-0PN-13 RD16 ROOF DRAIN ROOF NO CHANGE NO .. 
3-43-0PN-14 RD19 ROOF DRAIN ROOF NO CHANGE NO 

RD20 ROOF DRAIN ROOF NO CHANGE 
RD21 ROOF DRAIN ROOF NO CHANGE 

3-43-0PN-15 FIRE WATER N/A NOI NO 
3-43-0PN-16 BAD6 OUTSIDE EXT REROUTE 
SAN SEWER BAD? OUTSIDE EXT REROUTE 

BAD8 OUTSIDE EXT REROUTE 
BAD9 OUTSIDE EXT REROUTE 
BFD? MICRO FILM ROOM C2 NO CHANGE 
BFD8 OFFICE C14 PLUGGED 
BFD9 OFFICE C14 PLUGGED 

BFD10 OFFICE C14 NO CHANGE 
BFD11 MICRO FILM ROOM C4C NO CHANGE 
BFD12 EQUIPMENT ROOM C7 NO CHANGE 
BFD13 REST ROOM C11MW NO CHANGE 
BFD14 REST ROOM C11WW NO CHANGE 
BFD15 DOCK D36 PLUG II 

BFD16 MICRO FILM ROOM D38B CLEAN PIPING 
II BFD17 CORRIDOR 10E PLUGGED 

BFD18 MICRO FILM ROOM C4E NO CHANGE 
BFS2 JANITOR'S CLOSET C11JC LABEL 
BLV2 REST ROOM C11MW NO CHANGE 
BLV3 REST ROOM C11MW NO CHANGE 
BLV4 RESTROOM C11MW NO CHANGE 

• 



TABLE 3: TA 3-43 DRAIN SUMMARY 

~L ID ROOM ROOM STATUS OR EPA FORM 
NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-16 BLVS REST ROOM C11MW NO CHANGE NO 
SAN SEWER BLV6 REST ROOM C11MW NO CHANGE 

(CONT) BLV7 RESTROOM C11MW NO CHANGE 
BLV8 REST ROOM C11MW NO CHANGE 
BSDS OFFICE D47 PLUGGED 
BSD6 MICRO FILM ROOM C2 REMOVED 
BSP1 EQUIPMENT ROOM C? NO CHANGE 
BTD1 OUTSIDE EXT CLEAN/REROUTE 
BTL3 RESTROOM C11MW NO CHANGE 
BTL4 REST ROOM C11MW NO CHANGE 
BTLS RESTROOM C11MW NO CHANGE 
BTL6 REST ROOM C11MW NO CHANGE 
BTL? RESTROOM C11MW NO CHANGE 
BTL8 REST ROOM C11MW NO CHANGE 
BTL9 REST ROOM C11MW NO CHANGE 
BUR2 REST ROOM C11MW NO CHANGE 
BUR3 REST ROOM C11MW NO CHANGE 
BUR4 RESTROOM C11MW NO CHANGE 
BWF3 MICRO FILM ROOM C2 REMOVED 
BWF4 CORRIDOR 10E NO CHANGE 
BWFS CORRIDOR 10E NO CHANGE 
P2ED1 PENTHOUSE # 2 N/A NO CHANGE 
P2FD1 PENTHOUSE # 2 N/A NO CHANGE 
P2FD2 PENTHOUSE # 2 N/A NO CHANGE 
P2FD3 PENTHOUSE # 2 N/A NO CHANGE 
P3ED1 PENTHOUSE # 3 N/A NO CHANGE 
P3ED2 PENTHOUSE # 3 N/A NO CHANGE 
P3EW1 PENTHOUSE # 3 N/A NO CHANGE 
P3FD1 PENTHOUSE # 3 N/A NO CHANGE 
P3FD2 PENTHOUSE # 3 N/A NO CHANGE 
P3FD3 PENTHOUSE # 3 N/A NO CHANGE 
P3FD4 PENTHOUSE # 3 N/A NO CHANGE 
P3FD5 PENTHOUSE # 3 N/A NO CHANGE 
P3FD6 PENTHOUSE # 3 N/A NO CHANGE 
1FD4 REST ROOM C112WW NO CHANGE 
1FD5 RESTROOM C112MW NO CHANGE 
1FD6 REST ROOM C125MW NO CHANGE 
1FD7 REST ROOM C115WW NO CHANGE 



TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED ... 

3-43-0PN-16 1FD8 REST ROOM C125WW NO CHANGE NO 
SAN SEWER 1FD9 RESTROOM C115WW NO CHANGE 

(CONT) 1FS1 OFFICE C128A NO CHANGE 
1FS2 JANITOR'S CLOSET C112JC LABEL 
1LV8 CORRIDOR C124 NO CHANGE 
1LV9 REST ROOM C125MW NO CHANGE 

1LV10 REST ROOM C125MW NO CHANGE 
1LV11 REST ROOM C125Vf/V NO CHANGE 
1LV12 RESTROOM C125WW NO CHANGE 
1LV13 REST ROOM C125WW NO CHANGE 
1LV14 REST ROOM C125_W'!j NO CHANGE 
1LV15 JANITOR'S CLOSET C123JC LABEL 
1LV16 REST ROOM C115MW NO CHANGE 
1LV17 RESTROOM C115MW NO CHANGE 
1LV18 RESTROOM C115MW NO CHANGE 
1LV19 JANITOR'S CLOSET C115JC LABEL 
1LV20 REST ROOM C112WW NO CHANGE 
1LV21 RESTROOM C112WW NO CHANGE 
1LV22 RESTROOM C112MW NO CHANGE 
1LV23 REST ROOM C115WW NO CHANGE 
1LV24 RESTROOM C115WW NO CHANGE 
1LV25 RESTROOM C115WW NO CHANGE 
1LV26 REST ROOM C115WW NO CHANGE 
1SD1 OFFICE 0132 LABEL 
1TL10 REST ROOM C125MW NO CHANGE 
1TL 11 RESTROOM C125WW NO CHANGE 
1TL12 REST ROOM C125WW NO CHANGE 
1TL 13 REST ROOM C125WW NO CHANGE 
1TL14 RESTROOM C125WW NO CHANGE 
1TL15 REST ROOM C115MW NO CHANGE 
1TL16 REST ROOM C115MW NO CHANGE 
1TL17 RESTROOM C115MW NO CHANGE 
1TL 18 REST ROOM c11sww NO CHANGE 
1TL 19 REST ROOM C115WW NO CHANGE 
1TL20 REST ROOM C115WW NO CHANGE 
1TL21 REST ROOM C115WW NO CHANGE 
1TL22 REST ROOM C112WW NO CHANGE 
1TL23 RESTROOM C112WW NO CHANGE 



... 

TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-16 1TL24 RESTROOM C112MW NO CHANGE NO 
SAN SEWER 1UR4 REST ROOM C112MW NO CHANGE 

(CONT) 1UR5 REST ROOM C125MW NO CHANGE 
1UR6 REST ROOM C125MW NO CHANGE 
1UR7 RESTROOM C115MW NO CHANGE 
1UR8 RESTROOM C115MW NO CHANGE 
1WF6 CORRIDOR 100S NO CHANGE 
1WF7 CORRIDOR 100N NO CHANGE 
1WF8 CORRIDOR 100E NO CHANGE 
1WF9 CORRIDOR 100E NO CHANGE 

1WF10 CORRIDOR 100E NO CHANGE 
1WF11 CORRIDOR C124 NO CHANGE 
2FD3 RESTROOM C228MW NO CHANGE 
2FD4 REST ROOM C228WW NO CHANGE 
2FD5 COPY ROOM C268 NO CHANGE 
2FS4 JANITOR'S CLOSET C228JC LABEL 
2LV8 RESTROOM C228MW NO CHANGE 
2LV9 REST ROOM C228MW NO CHANGE 

2LV10 REST ROOM C228MW NO CHANGE 
2LV11 REST ROOM C228WW NO CHANGE 
2LV12 REST ROOM C228WW NO CHANGE 
2LV13 REST ROOM C228_W'f'J NO CHANGE 
2LV14 REST ROOM C228WW NO CHANGE 
2SD1 COPY ROOM C268 LABEL 
2SD3 OFFICE B226A LABEL 
2SD4 OFFICE C253 LABEL 
2SD5 STORAGE C255A LABEL 
2SD6 BREAK ROOM C255 LABEL 
2TL8 REST ROOM C228MW NO CHANGE 
2TL9 RESTROOM C228MW NO CHANGE 

2TL10 REST ROOM C228MW NO CHANGE 
2TL 11 REST ROOM C228WW NO CHANGE 
2TL12 RESTROOM C228_W'f'j NO CHANGE 
2TL13 REST ROOM C228_W'!'} NO CHANGE 
2TL14 RESTROOM C228_wyj NO CHANGE 
2UR4 REST ROOM C228MW NO CHANGE 
2UR5 REST ROOM C228MW NO CHANGE 
2WF6 CORRIDOR 200S NO CHANGE 

'!I 



TABLE 3: TA 3-43 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-43-0PN-16 2WF7 CORRIDOR 200N NO CHANGE NO 
SAN SEWER 2WF8 CORRIDOR 200N NO CHANGE 

(CONT) 2WF9 CORRIDOR 200E NO CHANGE 
2WF10 CORRIDOR 200E NO CHANGE 
2WF11 CORRIDOR 200E NO CHANGE 
2WF12 CORRIDOR 200E NO CHANGE 
3FD1 REST ROOM C306MW NO CHANGE 
3FD4 RESTROOM C304MW NO CHANGE 
3LV8 REST ROOM C304MW NO CHANGE 
3LV9 REST ROOM C304MW NO CHANGE 

3LV10 RESTROOM C304MW NO CHANGE 
3LV11 RESTROOM C308WVI} NO CHANGE 
3LV12 REST ROOM C308WW NO CHANGE 
3LV13 RESTROOM C308W'/IJ NO CHANGE 

'"" 3LV14 REST ROOM C308WW NO CHANGE 
3LV15 BREAK ROOM C301D NO CHANGE 
3SD3 JANITOR'S CLOSET C304JC LABEL 
3SD4 CONFERENCE ROOM D356A LABEL 
3SD5 OFFICE D379 LABEL 
3TL8 RESTROOM C306MW NO CHANGE 
3TL9 RESTROOM C306MW NO CHANGE 

3TL10 REST ROOM C306MW NO CHANGE 
3TL 11 RESTROOM C308WW NO CHANGE 
3TL12 RESTROOM C308WW NO CHANGE 
3TL13 REST ROOM C308WW NO CHANGE 
3TL14 REST ROOM C308WW NO CHANGE 
3UR4 REST ROOM C304MW NO CHANGE 
3UR5 RESTROOM C304MW NO CHANGE 
3UR6 REST ROOM C304MW NO CHANGE 
3WF5 CORRIDOR 300E NO CHANGE 
3WF6 CORRIDOR 300E NO CHANGE 
3WF7 CORRIDOR 300E NO CHANGE 
3WF8 CORRIDOR 300E NO CHANGE 
4FD3 REST ROOM C408MW NO CHANGE 
4FD4 REST ROOM C410WW NO CHANGE 
4LV9 JANITOR'S CLOSET C406JC LABEL 

4LV10 REST ROOM C408MW NO CHANGE 
4LV11 REST ROOM C408MW NO CHANGE 

,Iii 



TABLE 3: TA 3-43 DRAIN SUMMARY 
IITCll.ll ID ROOM ROOM STATUS OR EPA FORM 

NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 
3-43-0PN-16 4LV12 REST ROOM C408MW NO CHANGE NO 
SAN SEWER 4LV13 REST ROOM C41Q_wy.J NO CHANGE 

(CONT) 4LV14 REST ROOM C410_wy.J NO CHANGE 
4LV15 RESTROOM C410WW NO CHANGE 
4LV16 RESTROOM C410WW NO CHANGE 
4SD1 BREAK AREA D402B LABEL 
4SD2 OFFICE D422 LABEL 
4TL8 RESTROOM C408MW NO CHANGE 
4TL9 REST ROOM C408MW NO CHANGE 

4TL10 REST ROOM C408MW NO CHANGE 
4TL 11 REST ROOM C410WW NO CHANGE 
4TL12 REST ROOM C410W'!J NO CHANGE 
4TL13 RESTROOM C410WW NO CHANGE 
4TL14 RESTROOM C410WW NO CHANGE 
4UR4 RESTROOM C408MW NO CHANGE 
4UR5 REST ROOM C408MW NO CHANGE 
4UR6 REST ROOM C408MW NO CHANGE 
4WF3 CORRIDOR 400E NO CHANGE 
4WF4 CORRIDOR 400E NO CHANGE 
4WF5 CORRIDOR 400E NO CHANGE 

3-43-0PN-17 CONDENSED WATER D10 NOI NO 
3-43-0PN-18 SBSP1 SUMP PUMP SBD10 TO SAN SEWER YES 
DAYLIGHT SBWF1 CORRIDOR TO SAN SEWER 

3-43-0PN-19 RD17 ROOF DRAIN ROOF NO CHANGE NO 
RD18 ROOF DRAIN ROOF NO CHANGE 

3-43-0PN-20 N/A FIRE WATER B103 NOI NO 
3-43-0PN-21 N/A FIRE WATER B103 NOI NO 
3-43-0PN-22 N/A FIREWATER B103 NOI NO 
3-43-0PN-23 N/A BACK FLOW PREVENTER B14 NOI NO 
3-43-0PN-24 N/A HOT WATER HEATER D111 NOI NO 
3-43-0PN-25 N/A DISCONNECTED CONDUIT! D130 NO CHANGE NO 
3-43-0PN-26 N/A AIR COND DRAIN I D146 NOI NO 



'!!ill 

"' 

OUTFALL 

NUMBER 

3-97-0PN-1 
SAN SEWER 

3-97-0PN-2 

OUTFALL 

NUMBER 

TABLE 4: TA 3-97 DRAIN SUMMARY 

ID ROOM ROOM STATUS OR EPA FOR=;; 
NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

1LV1 REST ROOM 2 NO CHANGE NO 
1TL 1 RESTROOM 2 NO CHANGE 
1WF1 CORRIDOR 1 NO CHANGE 
N/A HOT WATER HEATER 2 NOI NO 

TABLE 5: TA 3-222 DRAIN SUMMARY 

ID 

NUMBER 

ROOM 

ACTIVITY 

ROOM STATUS OR 

NUMBER RECOMMENDATIONS 

3-222-0PN-1 RD1 ROOF DRAIN ROOF NO CHANGE 

TABLE 6: TA 3-469 DRAIN SUMMARY 

ALL ID ROOM ROOM STATUS OR EPA FORM 
ER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-469-0PN-1 1LV1 REST ROOM 105 NO CHANGE NO 
SAN SEWER 1LV2 REST ROOM 101 NO CHANGE 

1SD1 JANITOR'S CLOSET 103 LABEL 
1SD2 CORRIDOR N/A LABEL 
1TL 1 REST ROOM 105 NO CHANGE 
1TL2 RESTROOM 101 NO CHANGE 
1UR1 REST ROOM 101 NO CHANGE 
1WF1 CORRIDOR N/A NO CHANGE 

3-469-0PN-2 N/A STORM DRAIN ROOF NO CHANGE NO 

TABLE 7: TA 3-471 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-471-0PN-1 1LV1 RESTROOM 103 NO CHANGE NO 
SAN SEWER 1LV2 REST ROOM 101 NO CHANGE 

1SD1 CORRIDOR 100A LABEL 
1TL1 REST ROOM 103 NO CHANGE 
1TL2 RESTROOM 101 NO CHANGE 
1UR1 REST ROOM 103 NO CHANGE 
1WF1 CORRIDOR 100A NO CHANGE 

3-471-0PN-2 N/A ROOF DRAIN ROOF NO CHANGE NO 



TABLE 8: TA 3-508 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-508-0PN-1 BFD1 STAIRWELL N/A NO CHANGE NO 
SAN SEWER BFD2 BASEMENT 010 NO CHANGE 

1FD1 REST ROOM 116 NO CHANGE 
1FD2 RESTROOM 112 NO CHANGE 
1LV1 RESTROOM 116 NO CHANGE 
1LV2 RESTROOM 112 NO CHANGE 
1SD1 JANITOR'S CLOSET 114 LABEL 
1SD2 JANITOR'S CLOSET 114 LABEL 
1SD3 CORRIDOR 100E LABEL 
1SH1 RESTROOM 116 NO CHANGE 
1SH2 REST ROOM 112 NO CHANGE 
1TL 1 REST ROOM 116 NO CHANGE 
1TL2 RESTROOM 116 NO CHANGE 
1TL3 REST ROOM 112 NO CHANGE 
1UR1 REST ROOM 112 NO CHANGE 
1WF1 CORRIDOR 100E NO CHANGE 
2FD1 REST ROOM 214 NO CHANGE 
2FD2 REST ROOM 210 NO CHANGE 
2LV1 RESTROOM 214 NO CHANGE 
2LV2 REST ROOM 210 NO CHANGE 
2SD1 JANITOR'S CLOSET 212 LABEL 
2SD2 CORRIDOR 200B LABEL 
2TL1 REST ROOM 214 NO CHANGE 
2TL2 REST ROOM 214 NO CHANGE 
2TL3 REST ROOM 210 NO CHANGE 
2UR1 REST ROOM 210 NO CHANGE 
2WF1 CORRIDOR 200B NO CHANGE 

3-508-0PN-2 N/A VAPOR VENT 103 NO CHANGE NO 
3-508-0PN-3 N/A STORM DRAIN ROOF NO CHANGE NO 
3-508-0PN-4 N/A FIRE WATER DRAIN 100 NOI NO 
3-508-0PN-5 N/A FIRE WATER DRAIN 129 NOI NO 



TABLE 9: TA 3-510 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
'~ NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-510-0PN-1 1ED1 EQUIPMENT ROOM 115 NO CHANGE NO 
SAN SEWER 1FD3 PHOTO LAB 116 LABEL 

1FS9 EQUIPMENT ROOM NONE NO CHANGE 
1LV1 RESTROOM 117 NO CHANGE 
1SH1 RESTROOM 117 NO CHANGE 
1TL 1 REST ROOM 117 NO CHANGE 
1UR1 REST ROOM 117 NO CHANGE 
1WF1 CORRIDOR 100A NO CHANGE 
2LV1 PHOTO LAB 210 LABEL 
2LV3 RESTROOM 202 NO CHANGE 

'""- 2LV4 RESTROOM 202 NO CHANGE 
2LV5 PHOTO LAB 211 LABEL 
2LV8 DARKROOM 209 LABEL 
2LV9 DARKROOM 207 LABEL 
2SH1 REST ROOM 202 NO CHANGE 
2TL1 RESTROOM 202 NO CHANGE 
2TL2 REST ROOM 202 NO CHANGE 
2WF1 CORRIDOR 200A NO CHANGE 

3-510-0PN-2 N/A FIRE WATER DRAIN 115 NOI NO 
''" 3-510-0PN-3 N/A STEAM VENT 115 NOI NO 

3-510-0PN-4 N/A STORM DRAIN ·ROOF NO CHANGE NO 
3-51 0-0PN-5 N/A STORM DRAIN ROOF NO CHANGE NO 

.. 

il 



TABLE 9: TA 3-510 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-510-0PN-6 1FS1 DARKROOM 113B LABEL YES 
PHOTO 1FS2 PHOTO LAB 113 LABEL 
RINSE 1FS3 DARKROOM 113B LABEL 

WATER 1FS4 PHOTO LAB 113 LABEL 
TO 1FS5 PHOTO LAB 116 LABEL 

SANITARY 1FS6 PHOTO LAB 116 LABEL 
OR 1FS7 DARKROOM 104 LABEL 

06A183 1FS8 DARKROOM 102 LABEL 
2FS1 PHOTO LAB 210 LABEL 
2FS2 PHOTO LAB 201 LABEL 
2FS3 PHOTO LAB 211 LABEL 
2FS4 PHOTO LAB 209 LABEL 
2FS5 PHOTO LAB 213 LABEL 

3-51 0-0PN-7 1FD1 PHOTO LAB 113 LABEL NO 
CHEM. 1FD2 PHOTO LAB 113 LABEL 
LIQUID 1FD4 PHOTO LAB 116 LABEL 
WASTE 1FD5 PHOTO LAB 116 LABEL 

TO 2FD1 PHOTO LAB 210 LABEL 
HOLDING 2FD2 PHOTO LAB 201 LABEL 

TANK 2FD3 DARKROOM 213 LABEL 
2FD4 PHOTO LAB 211 LABEL 
2FD5 DARKROOM 209 LABEL 
1EW1 PHOTO LAB 116 LABEL 
2EW1 PHOTO LAB 210 LABEL 
2EW2 PHOTO LAB 209 LABEL 
2LV2 PHOTO LAB 210 LABEL 
2LV6 PHOTO LAB 211 LABEL 
2LV7 PHOTO LAB 209 LABEL 



TABLE 10: TA 3-1559 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-1559-0PN-1 1LV1 RESTROOM 105 NO CHANGE NO 
SAN SEWER 1SD1 BREAK ROOM 102 LABEL 

1SD2 BREAK ROOM 102 LABEL 
1TL1 RESTROOM 105 NO CHANGE 

3-1559-0PN-2 N/A FIRE WATER DRAIN 102 NOI NO 
3-1559-0PN-3 N/A FIRE WATER DRAIN 102 NOI NO 
3-1559-0PN-4 N/A FIRE WATER DRAIN 102 NOI NO I 
3-1559-0PN-5 N/A FIRE WATER DRAIN 102 NOI NO I 
3-1559-0PN-6 N/A FIRE WATER DRAIN 102 NOI NO 
3-1559-0PN-7 N/A FIRE WATER DRAIN 102 NOI NO 
3-1559-0PN-8 N/A STORM DRAIN ROOF NO CHANGE NO 
3-1559-0PN-9 N/A STORM DRAIN ROOF NO CHANGE NO 

3-1559-0PN-10 N/A STORM DRAIN ROOF NO CHANGE NO 
3-1559-0PN-11 N/A STORM DRAIN ROOF NO CHANGE NO 
3-1559-0PN-12 N/A STORM DRAIN ROOF NO CHANGE NO 

1 3-1559-0PN-13 N/A STORM DRAIN ROOF NO CHANGE NO 
3-1559-0PN-14 N/A STORM DRAIN ROOF NO CHANGE NO 

113-1559-0PN-15 N/A STORM DRAIN ROOF NO CHANGE NO 
3-1559-0PN-16 N/A STORM DRAIN ROOF NO CHANGE NO 

13-1559-0PN-171 N/A I STORM DRAIN I ROOF I NO CHANGE I NO I .. !Ill 

13-1559-0PN-181 N/A I STORM DRAIN I ROOF I NO CHANGE I NO I 

TABLE 11: TA3-1566 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-1566-0PN-1 1LV1 RESTROOM 108 NO CHANGE NO 
SAN SEWER 1SD1 BREAK ROOM 109A LABEL 

1TL1 REST ROOM 108 NO CHANGE 
1WF1 OFFICE 109 NO CHANGE 

I 3-1566-0PN-2 I 1AC1 I BREAK ROOM I 109A I NOI I NO I 



TABLE 12: TA 3-1573 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-1573-0PN-1 1LV1 REST ROOM 102A NO CHANGE NO 
SAN SEWER 1TL1 RESTROOM 102A NO CHANGE 

3-1573-0PN-2 1WH1 REST ROOM 102A NOI NO 

TABLE 13: TA 3-1574 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-1574-0PN-1 1LV1 RESTROOM 102A NO CHANGE NO 
SAN SEWER 1TL 1 REST ROOM 102A NO CHANGE 

3-1574-0PN-2 1WH1 REST ROOM 102A NOI NO 

TABLE 14: TA 3-1588 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-1588-0PN-1 1LV1 REST ROOM 105 NO CHANGE NO 
SAN SEWER 1SD1 CORRIDOR 100 LABEL 

1TL 1 REST ROOM 105 NO CHANGE 
1WF1 CORRIDOR 101 NO CHANGE 

I 3-1588-0PN-2 I1WH1 I EQUIPMENT ROOM I 100A I NOI I NO I 

TABLE 15: TA 3-1589 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-1589-0PN-1 RD1 ROOF DRAIN ROOF NO CHANGE NO 
STORM RD2 ROOF DRAIN ROOF NO CHANGE 

RD3 ROOF DRAIN ROOF NO CHANGE 
RD4 ROOF DRAIN ROOF NO CHANGE 

1589-0PN-2 N/A STORM DRAIN EXTER. NO CHANGE 

.. 



TABLE 16: TA 3-1690 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR EPA FORM 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED 

3-1690-0PN-1 1FD1 COMPUTER ROOM A141 NO CHANGE NO 
SAN SEWER 1FD2 COMPUTER ROOM A135A NO CHANGE 

1FD3 COMPUTER ROOM B124 NO CHANGE 
1FD4 EQUIPMENT ROOM C107A NO CHANGE 
1FD5 RESTROOM B120 NO CHANGE 
1FD6 RESTROOM A137 NO CHANGE 
1LV1 RESTROOM A137 NO CHANGE 
1LV2 REST ROOM A137 NO CHANGE 
1LV3 RESTROOM B120 NO CHANGE 
1LV4 RESTROOM B120 NO CHANGE 
1SD1 CORRIDOR C100 LABEL 
1SD2 JANITOR'S CLOSET C109 LABEL 
1SH1 REST ROOM A137 NO CHANGE 
1SH2 RESTROOM B120 NO CHANGE 
1TL 1 REST ROOM A137 NO CHANGE 
1TL2 RESTROOM B120 NO CHANGE 
1TL3 REST ROOM B120 NO CHANGE 
1TL4 RESTROOM A137 NO CHANGE 
1UR1 REST ROOM B120 NO CHANGE 
1UR2 RESTROOM B120 NO CHANGE 
1WF1 CORRIDOR A100 NO CHANGE 
1WF2 CORRIDOR C100 NO CHANGE 

13-1690-0PN-2 N/A FIRE WATER DRAIN C101B NOI NO 
13-1690-0PN-3 N/A STORM DRAIN ROOF NO CHANGE NO 
13-1690-0PN-4 N/A STORM DRAIN ROOF NO CHANGE NO 
3-1690-0PN-5 N/A FIRE WATER DRAIN C107A NOI NO 
3-1690-0PN-6 N/A FIRE WATER DRAIN C107A NOI NO 
3-1690-0PN-7 N/A FIRE WATER DRAIN C107A NOI NO 
3-1690-0PN-8 N/A STORM DRAIN ROOF NO CHANGE NO 
3-1690-0PN-9 N/A STORM DRAIN ROOF NO CHANGE NO 

... 



TABLE 17: TA 3-1725 DRAIN SUMMARY 

OUTFALL ID ROOM ROOM STATUS OR E~ 
NUMBER NUMBER ACTIVITY NUMBER RECOMMENDATIONS PREPARED "" 3-1725-0PN-1 1LV1 RESTROOM 102A NO CHANGE NO 

SAN SEWER 1TL1 RESTROOM 102A NO CHANGE 
3-1725-0PN-2 1WH1 REST ROOM 102A NO CHANGE NO 

"' 



TABLE18 
,,. 

NON-DRAIN RECOMMENDATIONS 

... ~ II BUILDING ROOM OR 
RECOMMENDATION A NUMBER LOCATION 

3 510 PERMIT BASED UPON MONITORING 
06Al83 RESULTS CONSIDERING 

PLUGGING VALVED OUTFALL 
AND DELETING PERMIT 

.. 



li • 
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-1 

3 28 3-28-0PN-2 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-3 

3 28 3-28-0PN-4 

3 28 3-28-0PN-5 

3 28 3-28-0PN-6 

3 43 3-43-0PN-01 

3 43 3-43-0PN-01 
- ----

t j i j 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

io I t ~ if< ;i i .i 

DRAIN # ROOM # ROOM DESCRIPTION 

1FD1 124A REST ROOM 

1 LV1 124A REST ROOM 

1LV2 124A REST ROOM 

1 SD1 122 KITCHEN 

1SD2 126 JANITOR'S CLOSET 

1TL 1 124A REST ROOM 

1TL2 124A REST ROOM 

1WF1 100S CORRIDOR 

BED1 24 EQUIPMENT ROOM 

BED2 24 EQUIPMENT ROOM 

BFD1 19 EQUIPMENT ROOM 

BFD4 11 JANITOR'S CLOSET 

BSD2 28 BREAK ROOM 

N/A ROOF ROOF DRAIN 

BED3 37 EQUIPMENT ROOM 

BED4 43 EQUIPMENT ROOM 

BFD2 43 EQUIPMENT ROOM 

BFD3 N/A OUTSIDE 

BLV1 49 REST ROOM 

BLV2 45 REST ROOM 

BLV3 45 REST ROOM 

BSD1 48A OFFICE 

BTL1 34A REST ROOM 

BTL2 34A REST ROOM 

BTL3 45 REST ROOM 

BTL4 45 REST ROOM 

BTL5 49 REST ROOM 

BWF1 N/A CORRIDOR 

N/A N/A ROOF DRAIN 

N/A N/A STEAM VENT 

N/A N/A STEAM VENT 

1FS1 A114 JANITOR'S CLOSET 

1LV01 A110A REST ROOM 

~ J "' 8 i " " ~ " 8 .. " " .. j, A .. 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No DISH WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No WATER FOUNTAIN 

FLOW IS NIL No POTABLE WATER, STEAM COND 

FLOW IS NIL No POTABLE WATER, STEAM COND 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No DISH WASHINGS 

MOSTLY SUMMERS Yes STORM WATER 

FLOW IS NIL No CONDINSATE WATER 

FLOW IS NIL No CONDINSATE WATER 

FLOW IS NIL No FLOOR WASHINGS 

MOSTLY SUMMERS Yes STORM WATER 

5 DAYS PER WEEK No LAVATORY 

5 DAYS PER WEEK No LAVATORY 

5 DAYS PER WEEK No LAVATORY 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No WATER FOUNTAIN 

MOSTLY SUMMER Yes STORM WATER 

FLOW IS NIL No STEAM CONDENSATE 

FLOW IS NIL No STEAM CONDENSATE 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHING 



"' . ., f t j 

AI:PORT# ~ 
OUTLET 

TA BLDG PIPING NO 
3 43 3-43-0PN-01 

3 43 3-43-0PN-01 

3 43 3-43-0PN-01 

3 43 3-43-0PN-01 

3 43 3-43-0PN-01 

3 43 3-43-0PN-01 

3 43 3-43-0PN-01 

3 43 3-43-0PN-01 

3 43 3-43-0PN-02 

3 43 3-43-0PN-03 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0 PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0 PN-04 
-

~ a ~ j 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

NONE 

NONE 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

i ,j l .. 1 j l • 

DRAIN # ROOM # ROOM DESCRIPTION 
1LV02 A110B REST ROOM 

1TL01 A110A REST ROOM 

1TL02 A110B REST ROOM 

1WF01 100W CORRIDOR 

2WF01 200W CORRIDOR 

3WF1 300W CORRIDOR 

4WF1 400W CORRIDOR 

BSD1 AlB KEY ROOM 

RD01 ROOF ROOF DRAIN 

RD02 ROOF ROOF DRAIN 

1FD2 B102 REST ROOM 

1FD3 B121 COLLOQUIUM 

1FS2 A120 OFFICE 

1LV03 B102 REST ROOM 

1LV04 B102 REST ROOM 

1TL03 B102 REST ROOM 

1TL04 B102 REST ROOM 

1TL05 B102 REST ROOM 

1TL06 B102 REST ROOM 

1WF04 100S CORRIDOR 

1WF05 lOON CORRIDOR 

2FD1 B202WW REST ROOM 

2LV01 B202WW REST ROOM 

2LV02 B202WW REST ROOM 

2LV03 B202WW REST ROOM 

2LV04 B202WW REST ROOM 

2SD1 A214 BREAK ROOM 

2TL01 B202WW REST ROOM 

2TL02 B202WW REST ROOM 

2TL03 B202WW REST ROOM 

2TL04 B202WW REST ROOM 

2WF04 200S CORRIDOR 

2WF05 200N CORRIDOR 

" j 
& J 

i " 
l j I; l a " I s l j I. f 

' j 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
5 DAYS PER WEEK No HAND WASHING 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No HAND WASHING 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No DISH WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 
I -·-··-- - -- -- - - - - -



ill • ii ill 
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

i i 
'" j 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 
---··-
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DRAIN # ROOM # ROOM DESCRIPTION 
3FD1 B313WW REST ROOM 

3LV01 B313WW REST ROOM 

3LV02 B313WW REST ROOM 

3LV03 B313WW REST ROOM 

3LV04 B313WW REST ROOM 

3SD1 A314E OFFICE 

3SD2 B310A OFFICE 

3TL01 B313WW REST ROOM 

3TL02 B313WW REST ROOM 

3TL03 B313WW REST ROOM 

3TL04 B313WW REST ROOM 

3WF2 300W CORRIDOR 

3WF4 300E CORRIDOR 

4FD1 B401WW REST ROOM 

4LV01 A416 OFFICE 

4LV02 B401WW REST ROOM 

4LV04 B401WW REST ROOM 

4LV05 B401WW REST ROOM 

4TL01 B401WW REST ROOM 

4TL02 B401WW REST ROOM 

4TL03 B401WW REST ROOM 

4TL04 B401WW REST ROOM 

BAD1 OUTSIDE OUTSIDE 

BAD2 OUTSIDE OUTSIDE 

BAD3 OUTSIDE OUTSIDE 

BAD4 OUTSIDE OUTSIDE 

BAD5 OUTSIDE OUTSIDE 

BED01 A7 EQUIPMENT ROOM 

BED02 A7 EQUIPMENT ROOM 

BED02 A7 EQUIPMENT ROOM 

BED02 A7 EQUIPMENT ROOM 

BED03 A7 EQUIPMENT ROOM 

BED04 A7 EQUIPMENT ROOM 
-- L____ ... 

II. j .. J ' ' • & I. ~ ik ill .. ' lie .. l j t. j 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 
I 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET I 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No DRINKING WATER I 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No FLOOR WASHINGS 
I 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 
I 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER I 
MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

FLOW IS NIL No CONDENSED WATER 

FLOW IS NIL No CONDENSED WATER 

FLOW IS NIL No PHOSPHONIC TREATMENT 

FLOW IS NIL No CONDENSER PUMP 

FLOW IS NIL No CONDENSED WATER 

FLOW IS NIL No CONDENSED WATER 
·-~·---·-- - -
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

" j "' ii 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

' ,j " j 
1 j • j 

DRAIN # ROOM # ROOM DESCRIPTION 
BED04 A7 EQUIPMENT ROOM 

BED05 A7 EQUIPMENT ROOM 

BED05 A7 EQUIPMENT ROOM 

BED05 A7 EQUIPMENT ROOM 

BED06 814 EQUIPMENT ROOM 

BED06 814 EQUIPMENT ROOM 

BED07 814 EQUIPMENT ROOM 

BED07 814 EQUIPMENT ROOM 

BED OS 814 EQUIPMENT ROOM 

BE DOS 814 EQUIPMENT ROOM 

BED08 814 EQUIPMENT ROOM 

BED09 814 EQUIPMENT ROOM 

BED10 814 EQUIPMENT ROOM 

BED11 814 EQUIPMENT ROOM 

BED12 814 EQUIPMENT ROOM 

BED12 814 EQUIPMENT ROOM 

BED12 814 EQUIPMENT ROOM 

BED13 814 EQUIPMENT ROOM 

BFD01 A7 EQUIPMENT ROOM 

BFD02 814 EQUIPMENT ROOM 

BFS1 B1JC JANITOR'S CLOSET 

BLV1 B1MW REST ROOM 

BSD2 ABA BREAK ROOM 

BSD3 814 EQUIPMENT ROOM 

BSD4 C24 MICRO FILM ROOM 

BSP2 814 EQUIPMENT ROOM 

BTL1 B1MW REST ROOM 

BTL2 B1MW REST ROOM 

BUR1 B1MW REST ROOM 

BWF1 10W CORRIDOR 

BWF2 10S CORRIDOR 

P1ED1 N/A PENTHOUSE # 1 

P1ED2 N/A PENTHOUSE # 1 
--- -- -- -

~ ,j • j . , l j 
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FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
FLOW IS NIL No CHIL.WTR.RETURN 

FLOW IS NIL No HOT WTR. PUMP 

FLOW IS NIL No WTR. SUP. PUMP 

FLOW IS NIL No CONDENSED WATER 

FLOW IS NIL No FIRE WTR. BYPASS 

FLOW IS NIL No POT.WTR.BYPASS 

FLOW IS NIL No HOT WTR. BYPASS 

FLOW IS NIL No POT .WTR.BYPASS 

FLOW IS NIL No NON POT. DRAIN 

FLOW IS NIL No TX-5 BLOWSY 

FLOW IS NIL No NON POT. BYPASS 

FLOW IS NIL No TSA-6&7,NON-POT. 

FLOW IS NIL No TSA-4&5,NON-POT. 

FLOW IS NIL No TSA-3&4,NON-POT. 

FLOW IS NIL No PC-3 DRAIN 

FLOW IS NIL No HXS-9 DRAIN 

FLOW IS NIL No TSA-1 DRAIN 

FLOW IS NIL No STEAM BYPASS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHING 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No SANITARY WASTE 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL I 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No CONDENSED WATER 

FLOW IS NIL No CONDENSED WATER 
~--- - -- -



if • 
1l ' 
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REPORT# ~ 
OUTLEt 

TA BLDG PIPING NO 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-04 

3 43 3-43-0PN-05 

3 43 3-43-0PN-06 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

' J 
l J 

EPA 
OUTFALL# 

135/SWSC 

135/SWSC 

13S/SWSC 

13S/SWSC 

NONE 

NONE 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

135/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 
--
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DRAIN # ROOM # ROOM DESCRIPTION FLOW RATE PERIODICITY 
P1FD1 N/A PENTHOUSE # 1 FLOW IS NIL 

P1F02 N/A PENTHOUSE # 1 FLOW IS NIL 

P1FD3 N/A PENTHOUSE # 1 FLOW IS NIL 

P1FD4 N/A PENTHOUSE # 1 FLOW IS NIL 

RD03 ROOF ROOF DRAIN MOSTLY SUMMERS 

RD04 ROOF ROOF DRAIN MOSTLY SUMMERS 

1FD1 B101MW REST ROOM FLOW IS NIL 

1LV05 B101MW REST ROOM 5 DAYS PER WEEK 

1LV06 B101MW REST ROOM 5 DAYS PER WEEK 

1LV07 B101MW REST ROOM 5 DAYS PER WEEK 

1SD1 B101MW REST ROOM 5 DAYS PER WEEK 

1TL07 B101MW REST ROOM 5 DAYS PER WEEK 

1TL08 B101MW REST ROOM 5 DAYS PER WEEK 

1TL09 B101MW REST ROOM 5 DAYS PER WEEK 

1UR1 B101MW REST ROOM 5 DAYS PER WEEK 

1UR2 B101MW REST ROOM 5 DAYS PER WEEK 

1UR3 B101MW REST ROOM 5 DAYS PER WEEK 

1WF03 100W CORRIDOR 5 DAYS PER WEEK 

2FD2 B205MW REST ROOM FLOW IS NIL 

2FS1 B205JC JANITOR'S CLOSET 5 DAYS PER WEEK 

2LV05 B205MW REST ROOM 5 DAYS PER WEEK 

2LV06 B205MW REST ROOM 5 DAYS PER WEEK 

2LV07 B205MW REST ROOM 5 DAYS PER WEEK 

2SD2 A238A OFFICE 5 DAYS PER WEEK 

2TL05 B205MW REST ROOM 5 DAYS PER WEEK 

2TL06 B205MW REST ROOM 5 DAYS PER WEEK 

2TL07 B205MW REST ROOM 5 DAYS PER WEEK 

2UR1 B205MW REST ROOM 5 DAYS PER WEEK 

2UR2 B205MW REST ROOM 5 DAYS PER WEEK 

2UR3 B205MW REST ROOM 5 DAYS PER WEEK 

2WF02 200W CORRIDOR 5 DAYS PER WEEK 

3FD2 B304MW REST ROOM FLOW IS NIL 

3FS2 B304JC JANITOR'S CLOSET 5 DAYS PER WEEK 
-- --- ------- ~-

l J 
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SEASONAL SOURCE TYPES 

No FLOOR WASHINGS 

No FLOOR WASHINGS 

No FLOOR WASHINGS 

No FLOOR WASHINGS 

Yes STORM WATER 

Yes STORM WATER 

No FLOOR WASHINGS 

No HAND WASHINGS 

No HAND WASHINGS 

No HAND WASHINGS 

No HAND WASHINGS 

No TOILET 

No TOILET 

No TOILET 

No URINAL 

No URINAL 

No URINAL 

No DRINKING WATER 

No FLOOR WASHINGS 

No FLOOR WASHINGS 

No HAND WASHINGS 

No HAND WASHINGS 

No HAND WASHINGS 

No HAND WASHINGS 

No TOILET 

No TOILET 

No TOILET 

No URINAL 

No URINAL I 

No URINAL 

No DRINKING WATER 

No FLOOR WASHINGS 

No FLOOR WASHINGS 



.. .. I> .. It ,:1 

REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 
3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-07 

3 43 3-43-0PN-08 

3 43 3-43-0PN-09 

3 43 3-43-0PN-09 

3 43 3-43-0PN-09 

3 43 3-43-0PN-09 

3 43 3-43-0PN-09 

3 43 3-43-0PN-09 

3 43 3-43-0PN-09 

3 43 3-43-0PN-1 0 

3 43 3-43-0PN-1 0 

3 43 3-43-0PN-11 

3 43 3-43-0PN-11 

l ll ~ . 
EPA 

OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

NONE 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

NONE 

NONE 

NONE 

NONE 

i> I 
"' $ 

i .. &. j 

DRAIN # ROOM # ROOM DESCRIPTION 
3LV05 B304MW REST ROOM 

3LV06 B304MW REST ROOM 

3LV07 B304MW REST ROOM 

3TL05 B304MW REST ROOM 

3TL06 B304MW REST ROOM 

3TL07 B304MW REST ROOM 

3UR1 B304MW REST ROOM 

3UR2 B304MW REST ROOM 

3UR3 B304MW REST ROOM 

3WF3 300W CORRIDOR 

4FD2 B405MW REST ROOM 

4FS1 B409JC JANITOR'S CLOSET 

4LV06 B405MW REST ROOM 

4LV07 B405MW REST ROOM 

4LV08 B405MW REST ROOM 

4TL05 B405MW REST ROOM 

4TL06 B405MW REST ROOM 

4TL07 B405MW REST ROOM 

4UR1 B405MW REST ROOM 

4UR2 B405MW REST ROOM 

4UR3 B405MW REST ROOM 

RD05 ROOF ROOF DRAIN 

2WF3 200W CORRIDOR 

4WF2 400W CORRIDOR 

BFD03 A15 EQUIPMENT ROOM 

BFD04 A16 STORAGE ROOM 

BFD05 A16 STORAGE ROOM 

BFD06 A12C STORAGE ROOM 

BSP3 A15 EQUIPMENT ROOM 

RD06 ROOF ROOF DRAIN 

RD07 ROOF ROOF DRAIN 

RDOS ROOF ROOF DRAIN 

RD09 ROOF ROOF DRAIN 

L 4 i • & 4 • 4 • i l j l I l i I i I 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

MOSTLY SUMMERS Yes STORM WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

NO FLOW No NONE (PLUGGED) 

5 DAYS PER WEEK No SANITARY WASTE 
I 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 



., J io lJ 
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 43 3-43-0PN-11 

3 43 3-43-0PN-12 

3 43 3-43-0PN-12 

3 43 3-43-0PN-12 

3 43 3-43-0PN-12 

3 43 3-43-0PN-12 

3 43 3-43-0PN-13 

3 43 3-43-0PN-14 

3 43 3-43-0PN-14 

3 43 3-43-0PN-14 

3 43 3-43-0PN-15 

3 43 3-43-0 PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

it j .. j 

EPA 
OUTFALL# 

NONE 

NONE 

NONE 

NONE 

NONE 

NONE 

NONE 

NONE 

NONE 

NONE 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

j 
l ' ic • ii. j 

DRAIN # ROOM # ROOM DESCRIPTION 
RD10 ROOF ROOF DRAIN 

RD11 ROOF ROOF DRAIN 

RD12 ROOF ROOF DRAIN 

RD13 ROOF ROOF DRAIN 

RD14 ROOF ROOF DRAIN 

RD15 ROOF ROOF DRAIN 

RD16 ROOF ROOF DRAIN 

RD19 ROOF ROOF DRAIN 

RD20 ROOF ROOF DRAIN 

RD21 ROOF ROOF DRAIN 

N/A 10E FIRE WATER DRAIN 

1FD4 C112WW REST ROOM 

1FD5 C112WW REST ROOM 

1FD6 C112WW REST ROOM 

1FD7 C112WW REST ROOM 

1FD8 C112WW REST ROOM 

1FD9 C112WW REST ROOM 

1FS1 C128A OFFICE 

1FS2 C112JC JANITOR'S CLOSET 

1LV08 C124 CORRIDOR 

1LV09 C125MW REST ROOM 

1LV10 C125MW REST ROOM 

1 LV11 C125MW REST ROOM 

1 LV12 C125MW REST ROOM 

1LV13 C125MW REST ROOM 

1LV14 C125MW REST ROOM 

1LV15 C123JC JANITOR'S CLOSET 

1LV16 C115MW REST ROOM 

1LV17 C115MW REST ROOM 

1LV18 C115MW REST ROOM 

1LV19 C115JC JANITOR'S CLOSET 

1LV20 C112WW REST ROOM 

1LV21 C112WW REST ROOM 

l • r. & • ;,ii i. i l A ~ j i ' :i 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

ANNUAL TESTING No FIRE WATER 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 
' 5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS I 

5 DAYS PER WEEK No HAND WASHINGS 
i 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 



I, • ~ .. i, A 

fti!PORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

l J 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

Ji l j ll &11 "' . i J 

DRAIN # ROOM # ROOM DESCRIPTION 
1LV22 C112MW REST ROOM 

1LV23 C115WW REST ROOM 

1LV24 C115WW REST ROOM 

1LV25 C115WW REST ROOM 

1LV26 C115WW REST ROOM 

1SD1 D132 OFFICE 

1TL 10 C125MW REST ROOM 

1TL 11 C125WW REST ROOM 

1TL 12 C125WW REST ROOM 

1TL13 C125WW REST ROOM 

1TL14 C125WW REST ROOM 

1TL15 C115MW REST ROOM 

1TL16 C115MW REST ROOM 

1TL17 C115MW REST ROOM 

1TL18 C115WW REST ROOM 

1TL19 C115WW REST ROOM 

1TL20 C115WW REST ROOM 

1TL21 C115WW REST ROOM 

1TL22 C112WW REST ROOM 

1TL23 C112WW REST ROOM 

1TL24 C112MW REST ROOM 

1UR4 C112MW REST ROOM 

1UR5 C125MW REST ROOM 

1UR6 C125MW REST ROOM 

1UR7 C115MW REST ROOM 

1UR8 C115MW REST ROOM 

1WF06 100S CORRIDOR 

1WF07 lOON CORRIDOR 

1WF08 100E CORRIDOR 

1WF09 C124 CORRIDOR 

1WF10 100E CORRIDOR 

1WF11 C124 CORRIDOR 

2FD3 C228MW REST ROOM 
- ---- ---

ik J, " " & j J .. iii 10 ,ll '" A £. ~ " . i, J 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No FLOOR WASHINGS 
- - -
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 
3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

~ Jl 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

.. " . ilL " 
.. jj 
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DRAIN # ROOM # ROOM DESCRIPTION 
2FD4 C228WW REST ROOM 

2FD5 C268 COPY ROOM 

2FS4 C228JC JANITOR'S CLOSET 

2LV08 C228MW REST ROOM 

2LV09 C228MW REST ROOM 

2LV10 C228MW REST ROOM 

2LV11 C228WW REST ROOM 

2LV12 C228WW REST ROOM 

2LV13 C228WW REST ROOM 

2LV14 C228WW REST ROOM 

2SD1 C268 COPY ROOM 

2SD3 B226A OFFICE 

2SD4 C253 OFFICE 

2SD5 C255A STORAGE 

2SD6 C255 BREAK ROOM 

2TL08 C228MW REST ROOM 

2TL09 C228MW REST ROOM 

2TL10 C228MW REST ROOM 

2TL11 C228WW REST ROOM 

2TL12 C228WW REST ROOM 

2TL13 C228WW REST ROOM 

2TL14 C228WW REST ROOM 

2UR4 C228MW REST ROOM 

2UR5 C228MW REST ROOM 

2WF06 200S CORRIDOR 

2WF07 200N CORRIDOR 

2WF08 200N CORRIDOR 

2WF09 200E CORRIDOR 

2WF10 200E CORRIDOR 

2WF11 200E CORRIDOR 

2WF12 200E CORRIDOR 

3FD1 C306MW REST ROOM 

3FD4 C304MW REST ROOM 
- - -- L_ - ------
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FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No DISH WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 
---- -----
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

"' . 
EPA 

OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

• " Jl 
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DRAIN # ROOM # ROOM DESCRIPTION 

3LV08 C304MW REST ROOM 

3LV09 C304MW REST ROOM 

3LV10 C304MW REST ROOM 

3LV11 C308WW REST ROOM 

3LV12 C308WW REST ROOM 

3LV13 C308WW REST ROOM 

3LV14 C308WW REST ROOM 

3LV15 C301D BREAK ROOM 

3SD3 C304JC JANITOR'S CLOSET 

3SD4 D356A CONFERENCE ROOM 

3SD5 D379 OFFICE 

3TL08 C306MW REST ROOM 

3TL09 C306MW REST ROOM 

3TL10 C306MW REST ROOM 

3TL11 C308WW REST ROOM 

3TL12 C308WW REST ROOM 

3TL13 C308WW REST ROOM 

3TL14 C308WW REST ROOM 

3UR4 C304MW REST ROOM 

3UR5 C304MW REST ROOM 

3UR6 C304MW REST ROOM 

3WF5 300E CORRIDOR 

3WF6 300E CORRIDOR 

3WF7 300E CORRIDOR 

3WF8 300E CORRIDOR 

4FD3 C408MW REST ROOM 

4FD4 C410WW REST ROOM 

4LV09 C406JC JANITOR'S CLOSET 

4LV10 C408MW REST ROOM 

4LV11 C408MW REST ROOM 

4LV12 C408MW REST ROOM 

4LV13 C410WW REST ROOM 

4LV14 C410WW REST ROOM 

~ A ii. ill il. Jl "' J l> A 
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FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No DISH WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No DISH WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 
-- -
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REPORT# ~ 

OUTLET 
TA BLDG PIPING NO 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 
- c-

1£ "' " .. 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

~ ~ Iii< A ~ Ji • Iii 

DRAIN # ROOM # ROOM DESCRIPTION 
4LV15 C410WW REST ROOM 

4LV16 C410WW REST ROOM 

4SD1 D402B BREAK AREA 

4SD2 D422 OFFICE 

4TL08 C408MW REST ROOM 

4TL09 C408MW REST ROOM 

4TL10 C408MW REST ROOM 

4TL11 C410WW REST ROOM 

4TL12 C410WW REST ROOM 

4TL13 C410WW REST ROOM 

4TL14 C410WW REST ROOM 

4UR4 C408MW REST ROOM 

4UR5 C408MW REST ROOM 

4UR6 C408MW REST ROOM 

4WF3 400E CORRIDOR 

4WF4 400E CORRIDOR 

4WF5 400E CORRIDOR 

BAD6 OUTSIDE OUTSIDE 

BAD7 OUTSIDE OUTSIDE 

BAD8 OUTSIDE OUTSIDE 

BAD9 OUTSIDE OUTSIDE 

BFD07 C2 MICRO FILM ROOM 

BFD08 C14 OFFICE 

BFD09 C14 OFFICE 

BFD10 C14 OFFICE 

BFD11 C4C MICRO FILM ROOM 

BFD12 C7 EQUIPMENT ROOM 

BFD13 C11MW REST ROOM 

BFD14 C11WW REST ROOM 

BFD15 D36 DOCK 

BFD16 D38B MICRO FILM ROOM 

BFD17 10E CORRIDOR 

BFD18 C4E MICRO FILM ROOM 

.. ill 10. ill ii; j .. " .. ill L 11 l II l " it. "' 
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FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No DISH WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

FLOW IS NIL No FLOOR WASHINGS 

PLUGGED No NONE 

PLUGGED No NONE 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

PLUGGED No NONE 

FLOW IS NIL No FLOOR WASHINGS 
- --- L__ --
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 
3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0 PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0 PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-1 6 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

if, Jl l J 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 
- ~~ 
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DRAIN # ROOM # ROOM DESCRIPTION 
BFS2 C11JC JANITOR'S CLOSET 

BLV2 C11MW REST ROOM 

BLV3 C11MW REST ROOM 

BLV4 C11MW REST ROOM 

BLV5 C11MW REST ROOM 

BLV6 C11MW REST ROOM 

BLV7 C11MW REST ROOM 

BLVB C11MW REST ROOM 

BSD5 D47 OFFICE 

BSD6 C2 MICRO FILM ROOM 

BSP1 C7 EQUIPMENT ROOM 

BTD1 OUTSIDE OUTSIDE 

BTL3 C11MW REST ROOM 

BTL4 C11MW REST ROOM 

BTL5 C11MW REST ROOM 

BTL6 C11MW REST ROOM 

BTL7 C11MW REST ROOM 

BTLB C11MW REST ROOM 

BTL9 C11MW REST ROOM 

BUR2 C11MW REST ROOM 

BUR3 C11MW REST ROOM 

BUR4 C11MW REST ROOM 

BWF3 C2 MICRO FILM ROOM 

BWF4 10E CORRIDOR 

BWF5 10E CORRIDOR 

P2ED1 N/A PENTHOUSE # 2 

P2FD1 N/A PENTHOUSE # 2 

P2FD2 N/A PENTHOUSE # 2 

P2FD3 N/A PENTHOUSE # 2 

P3ED1 N/A PENTHOUSE # 3 

P3ED2 N/A PENTHOUSE # 3 

P3ED3 N/A PENTHOUSE # 3 

P3FD1 N/A PENTHOUSE # 3 

.. ~ .. "' • A • ~ .I 1i /1. " .. " " . 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
5 DAYS PER WEEK No FLOOR WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

PLUGGED No NONE 

REMOVED No NONE 

5 DAYS PER WEEK No SANITARY WASTE 

MOSTLY SUMMERS Yes STORM WATER 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No DRINKING WATER 

FLOW IS NIL No CONDENSATE WATER 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No FLOOR WASHINGS 

FLOW IS NIL No CONDENSATE WATER 
i FLOW IS NIL No CONDENSATE WATER 
I 

FLOW IS NIL No CONDENSATE WATER 
i 

FLOW IS NIL No FLOOR WASHINGS 
I -- -
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REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-16 

3 43 3-43-0PN-17 

3 43 3-43-0PN-18 

3 43 3-43-0PN-18 

3 43 3-43-0PN-19 

3 43 3-43-0PN-19 

3 43 3-43-0PN-20 

3 43 3-43-0PN-21 

3 43 3-43-0PN-22 

3 43 3-43-0PN-23 

3 43 3-43-0PN-24 

3 43 3-43-0PN-25 

3 43 3-43-0PN-26 

3 97 3-97-0PN-1 

3 97 3-97-0PN-1 

3 97 3-97-0PN-1 

3 97 3-97-0PN-2 

3 222 3-222-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-1 

3 469 3-469-0PN-2 

3 471 3-471-0PN-1 

3 471 3-471-0PN-1 
- -- --

1 J. ~ . 
EPA 

OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

NONE 

NONE 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

13S/SWSC 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

., .i ii:, J. i jl i& j " ; i I • ,j i ~ t j l J i j ~ 

DRAIN # ROOM # ROOM DESCRIPTION FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
P3FD2 N/A PENTHOUSE # 3 FLOW IS NIL No FLOOR WASHINGS 
P3FD3 N/A PENTHOUSE # 3 FLOW IS NIL No FLOOR WASHINGS 
P3FD4 N/A PENTHOUSE # 3 FLOW IS NIL No FLOOR WASHINGS 
P3FD5 N/A PENTHOUSE# 3 FLOW IS NIL No FLOOR WASHINGS 
P3FD6 N/A PENTHOUSE # 3 FLOW IS NIL No FLOOR WASHINGS 

N/A D10 EQUIPMENT ROOM FLOW IS NIL No CONDENSED WATER 
SBSP1 SBD10 SUMP PUMP 5 DAYS PER WEEK No DRINKING WATER 
SBWF1 100A CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 
RD17 ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 
RD18 ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 
N/A B103 EQUIPMENT ROOM ANNUAL TESTING No FIRE WATER 
N/A B103 EQUIPMENT ROOM ANNUAL TESTING No FIRE WATER 
N/A B103 EQUIPMENT ROOM ANNUAL TESTING No FIRE WATER 
N/A B14 BACK FLOW PREVENTER FLOW IS NIL No POT ABLE WATER 
N/A D111 HOT WATER HEATER PRV FLOW IS NIL No POTABLE WATER 
N/A D130 DISCONNECTED CONDUIT NO FLOW No NONE 
N/A D146 AIR CONDITIONER DRAIN FLOW IS NIL No CONDENSED WATER 

1LV1 2 REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 
1TL1 2 REST ROOM 5 DAYS PER WEEK No TOILET 
1WF1 1 CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 
N/A 2 HOT WATER HEATER VENT FLOW IS NIL No POT ABLE WATER 
RD1 ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 
1 LV1 105 REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 
1LV2 101 REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 
1 SD1 103 JANITOR'S CLOSET 5 DAYS PER WEEK No MOP WATER 
1SD2 100A CORRIDOR 5 DAYS PER WEEK No DISH WASHINGS 

I 1TL1 105 REST ROOM 5 DAYS PER WEEK No TOILET 
1TL2 101 REST ROOM 5 DAYS PER WEEK No TOILET 
1UR1 101 REST ROOM 5 DAYS PER WEEK No URINAL 
1WF1 N/A CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 
N/A ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 

1 LV1 103 REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 
1LV2 101 REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 

~---
L_~ --
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~~PORT# 

TA BLbG 

3 471 

3 471 

3 471 

3 471 

3 471 

3 471 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

3 508 

~ 
OUTLET 
PIPING NO 

3-471-0PN-1 

3-471-0PN-1 

3-471-0PN-1 

3-471-0PN-1 

3-471-0PN-1 

3-471-0PN-2 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-5 08-0 PN-1 

3-508-0PN-1 

3-508-0PN-1 

3-508-0PN-1 

" J 
~ J 

I:PA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

l , "" ~ 

DAAIN # ROOM # 

1SD1 

1TL1 103 

1TL2 101 

1UR1 101 

1WF1 N/A 

N/A ROOF 

1FD1 116 

1FD2 112 

1LV1 116 

1LV2 112 

1SD1 114 

1SD2 114 

1SD3 100E 

1SH1 116 

1SH2 112 

1TL1 116 

1TL2 116 

1TL3 112 

1 UR1 112 

1WF1 100E 

2FD1 214 

2FD2 210 

2LV1 214 

2LV2 210 

2SD1 212 

2SD2 2008 

2TL1 214 

2TL2 214 

2TL3 210 

2UR1 210 

2WF1 2008 

BFD1 N/A 

BFD2 010 

.. ;j & ~ 10 ~ 
' j 

iii .i l • i I ., ,. 
" ;j " ; 

i. ~ " j 

ROOM DESCRIPTION FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
CORRIDOR 5 DAYS PER WEEK No DISH WASHINGS 
REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No URINAL 

CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 
ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 

REST ROOM FLOW IS NIL No FLOOR WASHINGS 
REST ROOM FLOW IS NIL No FLOOR WASHINGS 
REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 

REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 

JANITOR'S CLOSET 5 DAYS PER WEEK No MOP WATER 

JANITOR'S CLOSET 5 DAYS PER WEEK No MOP WATER 
CORRIDOR 5 DAYS PER WEEK No HAND WASHINGS 
REST ROOM 5 DAYS PER WEEK No SHOWER 

REST ROOM 5 DAYS PER WEEK No SHOWER 

REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No URINAL 

CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 

REST ROOM FLOW IS NIL No FLOOR WASHINGS 

REST ROOM FLOW IS NIL No FLOOR WASHINGS 

REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 

REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 

JANITOR'S CLOSET 5 DAYS PER WEEK No FLOOR WASHINGS 

CORRIDOR 5 DAYS PER WEEK No HAND WASHINGS 

REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No TOILET 

REST ROOM 5 DAYS PER WEEK No URINAL 

CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 

STAIRWELL FLOW IS NIL No FLOOR WASHINGS 

BASEMENT FLOW IS NIL No FLOOR WASHINGS 



Iii I I. .. 
" }j 

REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 
3 508 3-508-0PN-2 

3 508 3-508-0PN-3 

3 508 3-508-0PN-4 

3 508 3-508-0PN-5 

3 510 3-510-0PN-1 

3 510 3-510-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-510-0PN-1 

3 510 3-510-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-510-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-51 0-0PN-1 

3 510 3-510-0PN-1 

3 510 3-51 0-0PN-2 

3 510 3-51 0-0PN-3 

3 510 3-51 0-0PN-4 

3 510 3-51 0-0PN-5 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-510-0PN-6 
--- -- -

.. , t i 

EPA 
OUTFALL# 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

06A 1 83/SWSC 

06A 183/SWSC 

06A 183/SWSC 

06A 183/SWSC 

06A 1 83/SWSC 

06A 1 83/SWSC 

06A 183/SWSC 
L___ 

l j .. ,I I. 'J II; $ 

DRAIN # ROOM # ROOM DESCRIPTION 
N/A 103 VENT 

N/A ROOF ROOF DRAIN 

N/A 100 FIRE WATER DRAIN 

N/A 129 FIRE WATER DRAIN 

1ED1 115 EQUIPMENT ROOM 

1FD3 113B DARK ROOM 

1FS9 N/A EQUIPMENT ROOM 

1 LV1 117 REST ROOM 

1SH1 117 REST ROOM 

1TL1 117 REST ROOM 

1UR1 117 REST ROOM 

1WF1 100A CORRIDOR 

2LV01 210 PHOTO LAB 

2LV03 202 REST ROOM 

2LV04 202 REST ROOM 

2LV05 211 PHOTO LAB 

2LV08 209 PHOTO LAB 

2LV09 207 DARK ROOM 

2SH1 202 REST ROOM 

2TL1 202 REST ROOM 

2TL2 202 REST ROOM 

2WF1 200A CORRIDOR 

N/A 115 FIRE WATER DRAIN 

N/A 115 EQUIPMENT ROOM 

N/A ROOF ROOF DRAIN 

N/A ROOF ROOF DRAIN 

1FS1 102 DARK ROOM 

1FS2 104 DARK ROOM 

1FS3 100 DARK ROOM 

1FS4 113 PHOTO LAB 

1FS5 116 PHOTO LAB 

1FS6 116 PHOTO LAB 

1FS7 104 DARK ROOM 

t I l • " ,. l ~ • l .. ,t i 

FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
FLOW IS NIL No STEAM CONDENSATE 

MOSTLY SUMMERS Yes STORM WATER 

ANNUAL TESTING No FIRE WATER 

ANNUAL TESTING No FIRE WATER 

FLOW IS NIL No POTABLE WATER, STEAM COND. 

FLOW IS NIL No FLOOR WASHINGS 

5 DAYS PER WEEK No CONDENSATE WATER 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No SHOWER 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No URINAL 

5 DAYS PER WEEK No DRINKING WATER 

5 DAYS PER WEEK No LAVATORY 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No HAND WASHINGS 

5 DAYS PER WEEK No LAVATORY 

5 DAYS PER WEEK No LAVATORY 

5 DAYS PER WEEK No LAVATORY 

5 DAYS PER WEEK No SHOWER 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No TOILET 

5 DAYS PER WEEK No DRINKING WATER 

ANNUAL TESTING No FIRE WATER 

FLOW IS NIL No STEAM CONDENSATE 

MOSTLY SUMMERS Yes STORM WATER 

MOSTLY SUMMERS Yes STORM WATER 

FLOW IS NIL No PHOTO RINSE 

FLOW IS NIL No PHOTO RINSE 

FLOW IS NIL No PHOTO RINSE 

5 DAYS PER WEEK No PHOTO RINSE 

5 DAYS PER WEEK No PHOTO RINSE 

5 DAYS PER WEEK No PHOTO RINSE 

5 DAYS PER WEEK No PHOTO RINSE I 
- L_ - -- --



l j l j 
' J 

REPORT# ~ 
OUTLET 

TA BLDG PIPING NO 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0 PN-6 

3 510 3-51 0-0PN-6 

3 510 3-51 0-0PN-6 

3 510 3-510-0PN-7 

3 510 3-51 0-0PN-7 

3 510 3-51 0-0 PN-7 

3 510 3-51 0-0PN-7 

3 510 3-510-0PN-7 

3 510 3-51 0-0 PN-7 

3 510 3-51 0-0PN-7 

3 510 3-51 0-0PN-7 

3 510 3-51 0-0 PN-7 

3 510 3-51 0-0PN-7 

3 510 3-510-0PN-7 

3 510 3-51 0-0 PN-7 

3 510 3-51 0-0PN-7 

3 510 3-51 0-0PN-7 

3 510 3-51 0-0PN-7 

3 1559 3-1559-0PN-01 

3 1559 3-1559-0PN-01 

3 1559 3-1559-0PN-01 

3 1559 3-1559-0PN-01 

3 1559 3-1559-0PN-02 

3 1559 3-1559-0PN-03 

3 1559 3-1 55 9-0 PN-04 

3 1559 3-1559-0PN-05 

3 1559 3-1559-0PN-06 

3 1559 3-1559-0PN-07 

3 1559 3-1559-0PN-08 

3 1559 3-1559-0PN-09 

i J a 1 

EPA 
OUTFALL# 

06A 1 83/SWSC 

06A 1 83/SWSC 

06A 1 83/SWSC 

06A 1 83/SWSC 

06A 183/SWSC 

06A 1 83/SWSC 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

CLW HLD TK 

13S/SWSC 

l3S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 
-- -----

i j ' i " . r. a 
li. ' 

t. , L I i ' " . J ,. j ii, j li. 4 .. " 

DRAIN # ROOM # ROOM DESCRIPTION FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
1FS8 102 DARK ROOM 5 DAYS PER WEEK No PHOTO RINSE 

2FS1 210 PHOTO LAB FLOW IS NIL No PHOTO RINSE 

2FS2 201 PHOTO LAB FLOW IS NIL No PHOTO RINSE 

2FS3 211 DARK ROOM FLOW IS NIL No PHOTO RINSE 

2FS4 209 PHOTO LAB 5 DAYS PER WEEK No PHOTO RINSE 

2FS5 213 DARK ROOM 5 DAYS PER WEEK No PHOTO RINSE 

lEWl 116 PHOTO LAB FLOW IS NIL No EYE WASH 

lFDl 113B DARK ROOM FLOW IS NIL No PHOTO CHEMICAL LIQ. WASTE 

1FD2 113 PHOTO LAB FLOW IS NIL No CLW 

1FD4 113 PHOTO LAB FLOW IS NIL No CLW 

1FD5 116 PHOTO LAB FLOW IS NIL No CLW 

2EW1 210A PHOTO LAB FLOW IS NIL No CLW 

2EW2 209 PHOTO LAB FLOW IS NIL No CLW 

2FD1 210 PHOTO LAB FLOW IS NIL No CLW 

2FD2 201 PHOTO LAB FLOW IS NIL No CLW 

2FD3 213 DARK ROOM FLOW IS NIL No CLW 

2FD4 213 DARK ROOM FLOW IS NIL No CLW 
I 

2FD5 211 PHOTO LAB FLOW IS NIL No CLW 

2LV02 210 PHOTO LAB 5 DAYS PER WEEK No CLW 

2LV06 211 PHOTO LAB 5 DAYS PER WEEK No CLW 

2LV07 209 PHOTO LAB 5 DAYS PER WEEK No CLW 

lLVl 105 REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 
' 

1 SOl 102 BREAK ROOM 5 DAYS PER WEEK No DISH WASHINGS I 

1SD2 102 BREAK ROOM 5 DAYS PER WEEK No DISH WASHINGS 

lTLl 105 REST ROOM 5 DAYS PER WEEK No TOILET 

N/A 102 FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 

N/A 102 FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 

N/A 102 FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 

N/A 102 FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 

N/A 102 FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 

N/A 102 FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 

N/A ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 

N/A ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 
-----



.. ll ~ a ~ " 
FII:PORT# ~ 

OUTLET 
tA BLDG PIPING NO 

3 1559 3-1559-0PN-1 o 
3 1559 3-1559-0PN-11 

3 1559 3-1559-0PN-12 

3. 1559 3-1559-0PN-13 

3 1559 3-1559-0PN-14 

3 1559 3-1559-0PN-15 

3 1559 3-1559-0PN-16 

3 1559 3-1559-0PN-17 

3 1559 3-1559-0PN-18 

3 1566 3-1566-0PN-1 

3 1566 3-1566-0PN-1 

3 1566 3-1566-0PN-1 

3 1566 3-1566-0PN-1 

3 1566 3-1566-0PN-2 

3 1573 3-1573-0PN-1 

3 1573 3-1573-0PN-1 

3 1573 3-1573-0PN-2 

3 1574 3-1574-0PN-1 

3 1574 3-1574-0PN-1 

3 1574 3-1574-0PN-2 

3 1588 3-1588-0PN-1 

3 1588 3-1588-0PN-1 

3 1588 3-1588-0PN-1 

3 1588 3-1588-0PN-1 

3 1588 3-1588-0PN-2 

3 1589 3-1589-0PN-1 

3 1589 3-1589-0PN-1 

3 1589 3-1589-0PN-1 

3 1589 3-1589-0PN-1 

3 1589 3-1589-0PN-2 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 
-

j lt J ~ j • J ~ j 
" ,i 

i. j t. j i 
' i 

EPA 
OUTFALL# bRAIN # ROOM # ROOM DESCRIPTION FLOW RATE PERIODICITY 

DAYLIGHT N/A MOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
DAYLIGHT N/A ROOF ROOF DRAIN MOSTLY SUMMERS 
13S/SWSC 1 LV1 108 REST ROOM 5 DAYS PER WEEK 
13S/SWSC 1 SD1 109A BREAK ROOM 5 DAYS PER WEEK 
13S/SWSC 1TL1 108 REST ROOM 5 DAYS PER WEEK 
13S/SWSC 1WF1 109 OFFICE 5 DAYS PER WEEK 
13S/SWSC 1 AC1 109A AIR CONDITIONER DRAIN FLOW IS NIL 
13S/SWSC 1 LV1 102A REST ROOM 5 DAYS PER WEEK 
13S/SWSC 1TL1 102A REST ROOM 5 DAYS PER WEEK 
DAYLIGHT 1WH1 102A HOT WATER HEATER PRV FLOW IS NIL 
13S/SWSC 1 LV1 102A REST ROOM 5 DAYS PER WEEK 
13S/SWSC 1TL1 102A REST ROOM 5 DAYS PER WEEK 
DAYLIGHT 1WH1 102A HOT WATER HEATER PRV FLOW IS NIL 

13S/SWSC 1LV1 105 REST ROOM 5 DAYS PER WEEK 
13S/SWSC 1 SD1 100 CORRIDOR 5 DAYS PER WEEK 
13S/SWSC 1TL1 105 REST ROOM 5 DAYS PER WEEK 
13S/SWSC 1WF1 101 CORRIDOR 5 DAYS PER WEEK 
DAYLIGHT 1WH1 100A HOT WATER HEATER PRV FLOW IS NIL 
DAYLIGHT RD1 N/A ROOF MOSTLY SUMMER 
DAYLIGHT RD2 N/A ROOF MOSTLY SUMMER 

DAYLIGHT RD3 N/A ROOF MOSTLY SUMMER 
DAYLIGHT RD4 N/A ROOF MOSTLY SUMMER 

DAYLIGHT N/A · N/A ROOF GUTTER MOSTLY SUMMER 

13S/SWSC 1FD1 A 141 COMPUTER ROOM NO FLOW 

13S/SWSC 1FD2 A135A COMPUTER ROOM NO FLOW 

13S/SWSC 1FD3 B124 COMPUTER ROOM NO FLOW 
L. 

' " l j " ~ l J i ~ 

SEASONAL SOURCE 1'YPES 
Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

No HAND WASHINGS 

No DISH WASHINGS 

No TOILET 

No DRINKING WATER 

No CONDENSED WATER 

No HAND WASHINGS 

No TOILET 

No POTABLE WATER 

No HAND WASHINGS 

No TOILET 

No POT ABLE WATER 

No HAND WASHINGS 

No DISH WASHINGS 

No TOILET 

No DRINKING WATER 

No POT ABLE WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

Yes STORM WATER 

No NONE 

No NONE 

No NONE 
--~---



iii. .. " ' ' ., 
REPORT# ~ 

OUTLET 
TA BLDG PIPING NO 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1 690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-1 

3 1690 3-1690-0PN-2 

3 1690 3-1690-0PN-3 

3 1690 3-1690-0PN-4 

3 1690 3-1690-0PN-5 

3 1690 3-1690-0PN-6 

3 1690 3-1690-0PN-7 

3 1690 3-1690-0PN-8 

3 1690 3-1690-0PN-9 

3 1725 3-1725-0PN-1 

3 1725 3-1725-0PN-1 

3 1725 3-1725-0PN-2 

.. J ~ ~ 

EPA 
OUTFALL# 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

DAYLIGHT 

13S/SWSC 

13S/SWSC 

DAYLIGHT 

~ . !. ~ .. ~ .. j .. j 
i ' i ' ' j 

l j t ~ l j f. j; ~ j l ,j 

DRAIN # ROOM # ROOM DESCRIPTION FLOW RATE PERIODICITY SEASONAL SOURCE TYPES 
1FD4 C107A EQUIPMENT ROOM FLOW IS NIL No FLOOR WASHING 

I 1FD5 8120 REST ROOM FLOW IS NIL No FLOOR WASHING I 

1FD6 A137 REST ROOM FLOW IS NIL No FLOOR WASHING 
i 1LV1 A137 REST ROOM 5 DAYS PER WEEK No HAND WASHING 

1LV2 A137 REST ROOM 5 DAYS PER WEEK No HAND WASHING 
1LV3 8120 REST ROOM 5 DAYS PER WEEK No HAND WASHING 
1LV4 8120 REST ROOM 5 DAYS PER WEEK No HAND WASHING 
1SD1 C100 CORRIDOR 5 DAYS PER WEEK No DISH WASHING 
1SD2 C109 JANITOR'S CLOSET 5 DAYS PER WEEK No FLOOR WASHINGS 
1SH1 A137 REST ROOM 5 DAYS PER WEEK No SHOWER 
1SH2 8120 REST ROOM 5 DAYS PER WEEK No SHOWER 
1TL1 A137 REST ROOM 5 DAYS PER WEEK No TOILET 
1TL2 8120 REST ROOM 5 DAYS PER WEEK No TOILET 
1TL3 8120 REST ROOM 5 DAYS PER WEEK No TOILET 
1TL4 A137 REST ROOM 5 DAYS PER WEEK No TOILET 
1UR1 8120 REST ROOM 5 DAYS PER WEEK No URINAL 
1UR2 8120 REST ROOM 5 DAYS PER WEEK No URINAL 
1WF1 A100 CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 
1WF2 C100 CORRIDOR 5 DAYS PER WEEK No DRINKING WATER 
N/A C101B FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 
N/A ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 
N/A ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 
N/A C107A FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 
N/A C107A FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 
N/A C107A FIRE WATER DRAIN ANNUAL TESTING No FIRE WATER 
N/A ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 
N/A ROOF ROOF DRAIN MOSTLY SUMMERS Yes STORM WATER 

1LV1 102A REST ROOM 5 DAYS PER WEEK No HAND WASHINGS 
1TL1 102A REST ROOM 5 DAYS PER WEEK No TOILET 

1WH1 102A HOT WATER HEATER PRV FLOW IS NIL No POT ABLE WATER 
---

- - - -- -
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d 

. F2cM &EPA 
U.S. ENV~~~~~-ENTA!::_PRO_!_E.C::TIO~ J'.G~..._<:_:V APPLICATION FOR PERMIT TO DISCHARGE WASTEWATER 

EXISTING MANUFACTURING, COMMERCIAL, MINING AND SILVICUL TURAL OPERATIONS NPOU Consolidated Permits Program 
T. OUTFALL LOCA"11vn 
For each outfall, Jw the latitude and lo,,g .. ~d;ofits location to the nearest 15 seconds and the name of the r~~ 
A.NouJT£l'~a.. B. LATITUDI! _c:-_ .. ~ 

D. RE:CII!;IVING WATII!;R (name) lo D.<l. .. ...... s. sou: • ' ...... O•MIN. _ ..... ., 
06A183 35 52 25 106 19 29 Tributary to Sandia Canyon, an ephemeral tributary to 

Rio Grande 
'"'! 

· 11. Fi-0\ivs, mltDN:~ OF POLLUTtor., AND TRE~TMENT TECf-l"'n _oGJI"'S 

[A-;- Atteen a linet~~::7:b~~!flng the water flow through the facility. Indicate sources of intake water, operations contributing wastewater to the effluent, and treatment units to correspond to the mont detailed descriptions in Item B. Construct a water balance on the liM drawing by showing awn~ge flows between intakes, operations, treatment units, and outfalls, If a water balance e<~nnot be detennin~ (e.g., for cerlllln mining sct/vltin}, provide a pictorial description of the nature end amount of any sources of water and anv collection or treatment measures. 
B. f'<lr each outfa!'nt~:~:!: B "':~-" -~~: _11) All v .. ~. ':."-''V"~ ¥~ ·~~ •~w"i'bvVYGD~YWU<II t~ the~~~~r:r~~ ·--~·~~-process ·-·-i).(' •• sanit.ry wast~r. cooflng water runoff; The average flow contributed each operation; and treatment received the wastewater, Contmue on additional sheets If necessary. · 

IF'A(l~~fc 
z ............ JU"'I"'I CQNTDOD .. TJNG FLOW 3. _TRI!:ATMENT 

(IIBt) b. "}~~l~~e .. tfnrt.r~ow DESC ~· l..l;~~e~~~-~ROM 

06AW~ 3-510-0PN-6 

Photo rinse water 9000 GPO 
None 

... 

. 

OFFICIJ.L USE ONLY,.,,,.,.,.., . • -· 
-EPA Form 3510-2C (Rev. 2 85) PAGEt OF 4 CONTINUE ON REVER-sE 



anv of .the dlachargat deiiCtlbed In Items II·A or B Intermittent or aeuonal1 
·· · · 0 NO (1/0 to Section 111} . ' ,. 
'; ..... _,·- .. ;· 

~ 1..0UTFALL 
NUMBER. 

(liJt) 

c. DUR· 
AT ION 

(in dczy•J 

... 
" .. 
"' .. 
"' .. 
.. 

• .. 

.iii~ 

06A183 Photo rinse water 5 12 0.009 0.009 9000 9000 260 

GPO GPO day/yr 

. ~. . . . 

c. 

·~QUANTITY "'II:R I:IAY b. UNIT. O.F ~E.ASUII .• 
:c:,; .o:;.a'I.A'I'.~N,. ~AODUC'I', MA'I'ItfUAi.. &.TC .. 

· · f•p•clfyJ 

· · 2. AFFECTED 
OUT FALLS 

(lilt otot/czll numbe,.,) 

<150 square meters Photo rinse 06A183 

A. Are you now required by any Federal, State or 'iocilleuthoritv to meet any imphnnentetion schedule for the construction, upgrading or op!tratlon of vvaste· 
water treatment equipment or practices or tmy othet' environmental programs which may afflict the discharges described in this application? Thi$ includes, 
but Is not limited to, permit conditions, administrativa·or enforcement orders,enforcemant complianca schedule letters, stipulatiom, court order5, and grant 
or loan conditions. Ov zs (complete the foUo.itnl table) 0 NO (llo ·to Item IV·BJ 

3. BRIIEP' DESC:RIPTIOH OP PROJEC:T 

EPA Docket No. Vl-92-1306 All Complete Waste Stream Characterization surveys and 7131193 FY96 

implement corrective actions. 

OPTIONAL: You may attach additioll.lll sheets describing any additional water pollution control programs lor other environmental proj«:tt which may affect 
your discharge&) you now have underway or which you plan. Indicate whether each program is now underway or planned, lind Indicate your actual or 
planned Schedules for COnstructio.n •.. QMARK "X" :IF. DESCRiPTION .QF' ADDITIONAL CONTROL PROGRAMS IS ATTACHED 

EPA Form 3510-2C (Rev. 2·85) PAGE Z OF 4 CONTINUE ON 3 



• 

A, 8, & C: See Instructions before proc.eding -Complete one set of tables for each outfall -Annotate the outfall number m the spoca provided. NOTE: Tables v~A. V-B, and v-c are Included on separettlhtth numbered V·1. through V-9. 
D. Usa the space below to list any of the pollutants listed In Table 2c-3 of the instructions, which you know or have reason to believe Is discharged or may be discharged from any outfall. For every pollutant you lilt, briefly describe the .reasoM ;YOU .beliew Jt to be. pre18nt and report any analytical data In your poui!.ISlon. · · 

see datasheet 

. ~: . . . 
QYE:& (ll&t<Jfl..,eh pollutcntl beloU>) 

llltEPA Form 3510·2C (Rev. 2·85) PAGE 3 OF 4 CONTINUE ON REVERSE 



·Do you !lave any knowledge or reeson to beliii)IB that any biological test for acute or chronic toxicity has been made on any of your descharges or on a 
racaiv!ng water In relation to your discharge within the last 3 years? 

0 YES (irkntlfy the test(&) and describe their purpose• below) [2g NO (llo to Sectlor~ Vlll) 

DYES (lilt thl! name, addrelf, ar~d telephone number of,} and pollutant& 
analyzed b3', etU:h IUCh laborotory or firm below 

A.NAMIE B, ACtiRESS 

lXJ NO (flO to Section IXJ 

I 

1111 I certify under pen11lty of law that this document and allatt•chments were prepared under my direction or super..,isian in accordance with a system designed to 
a:~sure tlult qualified personnel properly gather and evaluate the informlltion submitted. Based on my inquiry of the person or persons who man11ge the syst11m or 

· ._ ·'!'srz:::::::;,::':f:::::s;;o;;:t,i::~r:::~~":::~::n::;r;,::/;~~ '/;~~n;:;:7oS:.~':~~~1~~ :~!";':~;;r,;~:~~':~:%~::,;~!:~::,~~':1;:;~u;!:!ga':tof:!'o'::!e. 
A, NAME: tit OI"I"IC:IAL TITLE (type or t) B, PHONE NO. 

. JERRY L. BELLOWS, AREA MANAGER, DOE 505-667-51 05 

._L-----------------------------------~~~~----------~----------------------~ EPA Form 3610-2C (Rev. 2-85) PAGE 4 OF 4 



;, • ~ I i ' ~ j L J Data from worst cbse composite. 
t .II &, " ,. .i 

PLEAsE PRINT OR T'iPlJN TttE UNSHAOED. AAEAS ONLY. You may report some or all of this lrlformation on separate shWb (lllfl Nlllmll fetnnllt} Instead of completing thfse pages. IA ... III'\.1 

f. Flow 

g. Temperature 
(winter) 

h. Temperature 
(&ummer) · 

i.pH 

33.6 

35.0 

6.1 

1.0 

1.2 

207.8 

34.1 

255.48 

9000 

2.31 

8.8 

~ I a. ' i. I ilfl • l " i j .. ..i i ' i " • J 

mg/1 g/d 

mg/1 g/d 

mg/1 g/d 

mg/1 g/d 

mg/1 g/d 

oc 

oc 

STANDARD UNITS 
PART 8 • Mark "X'' in column 2·a for each pollutant you know or have reason to believe is present. Mark "X" in column 2-b for each pollutant you believe to be absent. If you mark column 2a for any pollutant which is limited either directly. or indirectly but expressly, in an effluent limitations guideline, you must provide the results of at least one analysis forth at pollutant. For other pollutants for which you mark column 2a, you must provide quantitative data or an explanation of their presence in your discharge. Complete one table for each outfall. See the Instructions for additional details and requirements. 
1. POLLUT-
ANT AND 
CAS NO, 

(if a11allable) 

a. Bromide I XI I 3.1 {24959-67·91 < < 105.6 
mg/1 g/d -b. Chlorln&,· 

Total Residual X 0.0 0.0 mg/1 mg/d 
c. Cqlor 

X 10 
units 

d. Fee.! 
Collf11rm X 
e. Fluoride 
118984-48-8) X I 0.3 10.2 mg/1 g/d 
f. Nltnlte-

XI I Nitrite (18 NJ 0.357 12.2 
EPA Form 361 0·2C (Rev. 2·8SJ V•l 

CONTINUE ON REVERSE 

"" 

.J 



I~M,-B c&,nlueo ~Hoi FR<In ' ~ . 
" .I 

f. A • • ' j 1 • 1 • i. .I • i & • i. .. i. A • • I. j .. .. 
I. POLLUT• 2, MARK 'X' .. 3. EFFLUENT 4. UNITS S. INTAKE (optional) 

ANT AND 
a~s,.: .. ~~ b ..... a. MAXIMUM DAiLY VALUE 1:1, MAX1'1ff.':ul ~~~jfVALUE O,L.!;)I'tQ TlfrJ:ab~f:.~• VAI.UE d.tiO.OP' Afr.ht

0
A"h'i£ VAt"LE f NO.OP' 

CAS NO. n::\oie:a a.CONCEN· ..... ANAL• b. MASS ANAl..· 
(if auQ/lable} Sli:H'I SB:NT C:ONCa~VRATtoN (a) MASII · CONef!~tJit.'l'tc:tN · lo) M~U C:O~C&~1JR.(\TtOH (zt NASS YSE:S TRATION CONCII!'~1J"/It>TlON ja) MASS VSES 

g. N Hrogen, 
Total Orgenlo X < 15.6 < 531.4 mg/1 g/d (~NJ 

h. Oil and 
Gr- X < 4.22 < 143.8 mg/1 g/d 
1. Phosphoru. 
(tU P}, Total X 0.156 5.3 mg/1 g/d (7723-14-0) 

j. Radioactivity 
.. · .. :··· .. 1. · •• • .. . ~ .. ~ 

.-~ 

(11 Alpha, 
X pCi/1 Tote I 0.5 17.0 nCi/d 

(2) Beta, 
Totel X 6.7 228.2 pCi/1 nCi/d 

(31 Radium,· 
Total X 
(4} Radium 
226, l"otal X 0.05 1.7 pCi/1 nCi/d 
k. Sulfate 
(a.S04) X 77.3 2.6 mg/1 kg/d 
(14808-79-8) 

I. Sulfide 
(dt 'S) X < .05 < 1.7 mg/1 g/d 
m. Sulfite 
(~SOaJ 

X mg/1 g/d 114265-45-3) 13.1 446.3 

n. Surfactants 
X 0.1 3.4 mg/1 g/d 

o. Aluminum, 
Total 

X 0.56 19.1 mg/1 g/d (7429·90..6) 

p. Barium, 
Total 

g/d ' 
17440-39-3) X 0.03 1.0 mg/1 
q.Boron, 
Totel X 17.7 mg/1 g/d (7440-42-8) 0.52 
r. Cobalt, 
Total 

X 17~0.<18-4} < . 0.1 < 3.4 mg/1 g/d 
L Iron, Total 
(7439-89-6) X 0.74 25.2 mg/1 g/d 
t.Magn ... um, 
Total X 3.3 112.4 mg/1 g/d (7439-9!5-4) 

IU· Molybdenum, 
Total 

X < 0.02 < 0.7 mg/1 g/d (7439-98-7) 
v.Manga-. 
Total X (7439·96-6) 0.01 0.3 mg/1 g/d 
w, Tin, Total 
!'1~31·5) X < 0.050 < 1.7 mg/1 g/d 

i x. Titanium, . 
Total mg/1 

1 (7440-32-61 X < 0.004 < 0.1 g/d 

EPA form 3610-2C (Rev. 2·86) PAGE"V·Z CONTINUE ON PAGE V- 3 



• • "' • .. .. .. " .. . ~ fl II! • "" A i< I ii. ~ t, A 
" j " . • 4 ~ " l .. 

~,. .• -¥~~-~~:~;·' .•.( . ·--- .· ""i':""•l. "1-• ......... ..: • ..... ~ t~- .~.;.o, -~·.: --._:· ••••• - ... -;. : ;,0' ~ ••.• i ' .... ,-~-

'~~~F~~L .. N.U~~~.; .•. • ·'~ ~r liP A 1.0. NU,., .. IJP' (copy (rom 118m l of Porm l) 
Form Approved. { NM089001 0515 06A183 .. OMB No.. 2040..()(}86 CONTINUED FROM PAGE 3 OF FORM 2-C ~·'· Appro11~ expiru 7-31-88 

PART C • .If you are a primary imlustiy and.this outfall~tai~s proce~~a~eW~~;,t ;~fer to T~bte 2c,£i~ thtrin~r~Cti~ns to dete~r'ni~ewhich of the GCfMS fractions you ~uBt te~tfo~. Ma~k •')(•· in col.umn 
2-a for all such GC/MS fractions-that apply to your' industry and for ALL toxic metals, cyanides, and total phenols. If you are noiTequired to mark colull)n 2-a (ncondary·iMustties. nonprocess 
wastew.ter Qutfa/ls~ and nonrequired GCIMS fractions);' mark "X'" in column 2~bfor each pollutant you know or have reason to believe Is present Mark ''X"·in column 2-c for E!llch pollutant you 
believe is absent. If you mark column2a for any pollutant, \tC)u must provide tl:ae resUlts oht least one analysis forthat pollutant. If you m!lrk column 2b for any pollutant, you must provide the results 
of at least one analysis for _that P.OIIutaot if you k.now ~r have r418SOil ~o believe it will be discharged in concentrations of 10 ppb Of greater. If you mark column 2b for acrolein. acrylonitrile. 2.4 
dinitrOphenol. or 2-methyl-4, 6 dinitroph-mol, you .must provide the results of at least one analysis for each of these pollutant$ which you know or have reason to believe that you discharge in 

· conceotratio~ of 100 ppb or greater. Otherwise, for pollutants for:Which you mark coh,1mn 2b. \lOu must eitl)er submit at least one analysis or briefly describe the reasons the pollutant is expected to 
be discharged. Note that there ara 7 pages to th~ part; pleaS4J review each ·carefully._ Complete one table (•117 pllfiBS) for eac~ outfall. See instructions for additional details and requirements • 1. POLLUTANT Z.MARK 'X'· . . 

3. EFFLUENT 
. .. 

4. UNI'rS 5. INTAKE {optional} 
AND CAS 

1--r.:~J:"'::" ~~~ .. a. MAXIMU.M DAILY VALUE b. MAXI'-}1/':JII:tM:fe{ VALUE C.LONG Tlff~t.z'tfe~· VALUE A-3-i!:~~~G \)tARL"tllt b. NO. OF 

NUMBER 
d. NO. OF a. CONCEN· (lfauatl4bhl) ftE.. P'RE• AG· 

coNcrrLt.J,. ... ,.,oN laJ MA .. C::OHC:a~1J .. A'TION (z» MASS CONC:C~!)R'A'I'ION (d ... A lUI 

ANAL· TRATION b. MA$5 
(t) COHCEN• ANAL· 

--~~"" •t:NT '&ENT 
YSES 

'I"RA'I"ION 
(~)MASS YSES METAlS, CYANIDE, AND TOTAL PHENOLS 

1M. Antimony, 

1.7 mg/1 
Total (7440·36-0) X < 0.050 < g/d 
2M. Arsenic:. Total 

X 0.002 < (7440..38·2) < 68.1 mg/1 mg/d 3M. aeryrlium, 
X 0.001 Total, 7440-41-7) < < 34.1 mg/1 mg/d 4M. Cadmium, 
X < 0.010 < Total(7440-43·9) 

0.3 mg/1 g/d 6M. Chromium, 
3.0 mg/1 

Total(7440-47·3l X 0.087 
g/d 

6M. Copper. TOIIII 
X 0.052 mg/1 

{7440-60-8) 
1.8 g/d 

1M. Lead. To&al 
(7438-82·11 X < 0.050 < 1.7 mg/1 g/d SM. Mercury, Total 

< 0.0002 
mg/1 

7439-97-6) X < 6.8 
mg/d M. Nickel, Total 

X 7440.02·01 0.16 5.5 mg/1 g/d OM. Seler1lum, 
otal (7782·49·21 X 0.001 34.1 

mg/1 mg/d 
I 

1M. Sliver, Total 
X 7440·22-4) 0.214 7.3 mg/1 g/d 

•·. 

2M. Thallium, 
otal (7440-28·0) X 1 34.1 mg/1 g/d 3M. Zinc, Total 

17440-66-6) X < 0.045 < 1.5 
mg/1 g/d 4M. Cyanide, 

X 0.01 otal (57-12-6) 0.3 mg/1 g/d 6M. Phenols. 
X 0.3 otal < 0.01 < mg/1 g/d IOXIN .. 

,3, 7,8-Tetra- DESCRIBE RESULTS ~lorodlbenzo-P-
ioxin (1764-0H5) X 

EPA Form 3510·2C (Rev. 2·86) 
PAGE V·3 CONTINUE ON REVERSE 



'-..::ac -=----..:a ........ •• • • ... ... -• _._ .. -- - - .. '"' - ,.. - - - - - - - - - - -l A i .il - ' . - l ~ ,. .POLLUTANT 2. MARK 'X' 3. E:F'FL.UENT · 4. UNITS 5. INTAKE (Optiotu!l) AND CAS 
a~::T .. ~4e~· ~"~~- a. M.II.XIMUM DAILY VALUE lb• M.I.XI"}~~~~~:aa~fe'r VALUE C.LOHG Tlf{1~ftJ£f:,r• VALUE d. NO. OF _Ae·~O .. ~G tE.._RLMI" b,NO.OF 

NUMBER 
ANAL· a. CONCI!:N· b. MASS ANAl.· (if <Wallabi••J Q~trf- :::T -~~T CONC1t~1JttA.'fiON (z.t ........ CONCI!~1;RATION (.zt MAS~ c~Nca:!VRATJON (ill MAS& YSES TRATION C•J CONC&N• (>)MASS Y5E5 'I' RATION C/MS FRACTION- VOLATILE COMPOUNDS ' .. 

V. Acrolein 
X 107..()2-81 

v. Acrylonitrile X 107-13-11 

V, Benzene 
X < 0.005 < 0.2 mg/1 

~1-43-2) 
g/d 

V. Bll (Chloro-
· ethyl) Ether 
: ~2-88·1) X 

V. Bromoform 
X 0.005 < 0.2 75·26-2) < 

mg/1 g/d 
V. Carbon 

I ~rachlorlde X < 0.005 < 0.2 mg/1 g/d : 6-23-1;} 

•· V. Chlorobenzena 
X 0.005 : 108-91).7) < < 0.2 mg/1 g/d 

V. ChlorOdl-
.ramo methene X < 0.005 < 0.2 mg/1 g/d 124-48-1) 

V. Chloroethana 
75-00-31 X < 0.010 < 0.3 mg/1 g/d OV. 2-Chloro-
thylvlnyl Ether X 110-75-8) 

1V. Chloroform 
~7-66-3) )( < 0.005 < 0.2 mg/1 g/d 
2V. Oichloro· 
"~momethana 
75-27-4) X < 0.005 < 0.2 mg/1 g/d 
3V. Dlchloro-
lfluoromethane X 75·71-81 

4V.1,1·Dichloro-

mg/1 
thana (7!5-34-3) X < 0.005 < 0.2 g/d 
5V. 1.2-Dichloro-

X < 0.005 < 0.2 mg/1 g/d 
thana (107-06-2) 

6V. 1,1-Dichloro-
)( 0.005 < 0.2 mg/1 g/d 

fthvlene 175-35-41 < 

7V. 1,2-Dichloro-
ropana (78-87-lSl X < 0.005 < 0.2 mg/1 kg/d 
av. 1.3-0ichlaro- · 

X ptoPyllne1542-75-6} < < 0.0 mg/1 mg/d 
9V. EthVIbennne 

X < 0.005 < mg/1 g/d 
100-41-4) 0.2 
OV. Methyl 

0.010 mg/1 
romide (74-83-91 X < < 0.3 g/d 
1V. Methyl 
~hloride (74-87-31 X < 0.010 < 0.3 mg/1 g/d 

;PA Form 3510-2C (Rev. 2·86) PAGE V-4 CONTINUE ON PAGE V-5 



' -~ 

fEPA I D. NUMBER (COP)' from Item 1 of Form lJTO"' rFALL NUMI WNIINUt::ur-nuMI"A..,.~V-4 I . NM0890010515 } 06A183 
' " ii 

ll l ll & • • • ~ .I .. ' t • It .!II jj; si .. i l .i l • il A I ~ 

1, POLLUTANT ~.MARK •x• 3, EFFLUENT 4. UNITS 5. INTAKE (optional} ANN DMBCEARS Ia ~o<S1' b. ••- c..,.. a. MAXIMUM DAILY VALUE b,I\IIAXIMUM 30 ~feJY VALUE c. LONG TERM A~~~. VALUE 11. NO. OF • ~·.I::,ONG."'ftE .... 't':'..,. b. NO. OF 
U r"tNG ''"v" ~IO:VI! (tf OIHiflo e (If OIIGila ef. AN .1\L· a. CONCEN b. MASS ANAL• 

(If ovailoble) o~t.;.. :::y .~,...,. cortcE~ATIDN (:~, MA" eo,.CJ£~'J,,..rto" bJ MA•s I co"cK!'JRAnON (z) Maaa . YS~S TRATION h~;:T~;!""' Cz) ...... YSE5 GCIMS FRACTION- VOLATILE COMPOUNDS /continued) 

22V. Methyhma 
/1 /d Chloride (75-09-2) X < 0.005 < 0.2 mg g 23V. 1,1,2,2·Tetra· 

chloraethane X < 0.005 < O 2 mg/1 g/d (79-34-6) . 

~~·,!:e(~'1~~':.4 X < 0.005 < 0.2 mg/l g/d 
25V. Toluene < 0 005 

g/d uos-ss-3) x · < 0.2 mg/1 
26V. 1,2-Trane-
Dichloroethylene X < 0.005 < 0 2 mg/1 g/d ( 156·60.5) . 
27V. 1,1,1-Trl· X 

2 chloroethene < 0.005 < 0. mg/1 g/d {71-65-6) 
28V. 1,1,2-Trl-
chloroethene X < 0.005 < 0 2 mg/1 g/d (79-00.6) . 

29V. Trlchloro- X 0 2 ethylene !79-0t.&l < 0.005 < · mg/1 g/d .30V. Trlchloro· 
:W:~~':'lfhene X < 0.005 < 0.2 mg/1 g/d 
~~~Y.;,~~Y~s-01-4) X < 0.010 < 0.3 mg/1 g/d GC/MS FRACTIOJII-ACID COMPOUNDS ,. ,·' 
1 A. 2-chloropheno 
!9S·57-sl X < 0.010 < 0.3 mg/1 g/d 
2A. 2,4-Dichloro- . X 0 3 phenol(120.83·2) < 0.010 < . mg/1 g/d 
3A. 2,4-0imethyl· 
phanol (105-67·9) . X < 0.010 < 0.3 mg/1 g/d I 
4A. 4,6-0initro-0· X 0 010 <

j I' 

Cretol (534-52-1) < . 0.3 mg/1 g/d I 
6A. 2,4-0inltro. X 0 01 0 0 3 

' 
Phenol (51-28-6) < . < · mg/1 g/d 
6A. 2-Nitrophenol X (88-7~·&> • · < 0.010 < 0.3 mg/1 g/d 
7 A. 4-N ltrophenol O O 1 0 

j 

noo-o2-11 X < . < 0.3 mg/1 g/d I BA. P-Chloro·M· X 
-1 Cresol (59·50.7) < 0.010 < 0.3 mg/1 g/d I 9A. Pentachloro. 

I 
phenol (87-86·5) X < 0.010 < 0.3 mg/1 g/d I 10A. Phenol X 

11 (108·95·2> < 0.010 < 0.3 mg/1 g/d I 11A. 2,4,6·T•i· 

J 't~%~;,-nol X < 0.010 < 0.3 mg/1 g/d I ·--- -- --~---L-..-- _ _..._ __ ....I .:PA form 3610-2C (Rev. 2·85) PAGE V-5 
CONTINUE ON REVERSE 



IIi. 11 Ill • • • "' "' II: • JOt ... ,., lll ill .. ' .. I ill ~ li j ~ II ' J £ 1 l .. .. . f. I 
'ONTINUED FROM THE FRON"'' 

I. POLLUTANT Z .. M.-RM. *X4 J. EFFLUENT 4. UNITS 5. INTAKE (optional) 
AND CAS 

&.T~ST b. •IE• C.. .... a. MAXIMUM DAIL.V VALUE ~. MAXI'1ll'i1v!lfa'~f':f VALUE c.J..ONG T/ff,.M 17:~r· VALUE d.NO.OF -~·~Lo.~G 't,E_...'t";',~ b.NO.OF NUMBER 1 auar a e a, CONCEN· '"" I ~tV'• I.I.VIE ANAL• b. MASS A NAt.· ..... .... a:- .. .. ,,, 
CONCI&~1JAI!tTION lzJ MASS C:ONC:.E!!,.'AATION (.lt MAt.S 

TRATION C•J CONCRN· (i(allaiiloble} 0~::· .ENT •CN'f lzl.,,.•• VSES hi ...... vsr:s CO ... C~HT .. ATION TRATION 

:;cJMS FRACTION - BASE/NEUTRAL C,OMPOUNDS 

1 B. Acenaphthena 
X 0.01C 0.3 mg/d (83-32·91 < < mg/1 I 

28. Acenaphtylane 
X < 0.01C < 0.3 mg/d I (208·96-8) mg/1 

38. Anmracene 0.010 mg/d 
i 

(120..12·71 X < < 0.3 mg/1 
48. Benzldlna X < 0.01C 0.3 (92-87-51 < mg/1 mg/d 
58. Benzo (a} 

0.010 mg/1 mg/d Anthracene X < < 0.3 (56·55·3) 

68. 8am:o (a} X < 0.010 < 0.3 mg/1 mg/d Pyrena (50·32-8) 

7 8. 3,4-Banzo-
nuoranthena X 0.010 < 0.3 mg/1 mg/d (205-99-2) < 
88. Benzo (lhl) 

X < 0.01( 0.3 Parvtena < 
mg/1 mg/d (191·24·21 

98. Bem:o (k) 
FJuoranthene 
(207·08·9) 

X < 0.010 < 0.3 mg/1 mg/d 
108. Bis (2-Chloro-
ethoK:y} Mathana X < 0.010 < 0.3 mg/1 mg/d (111-91·1) 
"1'1"B.Bii ( 2-Chloro-
ethyl} Ether X < 0.010 < 0.3 mg/1 mg/d 011-44-4) I 

12B. Bis (2-Ch/ol'oiso-
propyl) Ether !102·60-11 X < 0.010 < 0.3 mg/1 mg/d 
138. Bis (Z·Bthyl· 
hexyl) Phthalate 

X < 0.010 < 0.3 mg/1 mg/d (117-81·7) 
148. 4-8romo· 
phenyl Phenyl X < 0.010 < 0.3 mg/1 mg/d Ether (101-55·3) 

158. Butyl Benzyl 
Phthalate (B5·Ei8·7 X < 0.010 < 0.3 mg/1 mg/d 
168". 2-Ct\ltlro· 

0.010 naphthalene X < < 0.3 mg/1 mg/d (91·58·7) 

17B. 4-Chloro-
phenyl Phenyl X < 0.010 < 0.3 mg/1 mg/d Ether (7005-72-3) 

188. Chrywna 
(218.01-9) X < 0.010 < 0.3 mg/1 mg/d 
198. Dlbenzo (Q,h) 
Anthracene X < 0.010 < 0.3 mg/1 mg/d {63·70·3) 

208. 1,2-0ichloro-
X < 0.3 mg/1 mg/d 

I 
benzene (95-60..1) < 0.010 
216. 1,3-0iohloro- X < 0.010 benzene (541-73-1 < 0.3 mg/1 g/d 

EPA Form 3510·2C CRev. 2-85) PAGE V•G CONTINUE ON PAGE V·7 
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Form ADtJrovttd. 

.. ~ j li. Ji 

\,.Unii1P4UI:LI rnum 1""1-\UC Y"'D 

tPA 1.0. NUMBER (Copy (rom ltem 1 of Form l) rUTf'ALL NUMBER 
NM0890010515 06A183 

1. POLLUTANT Z. MARK 'X' 3. EFFL.UENT 4. UNITS !i. INTAKE (optiot~al) AND CAS 
b. MAXI"}l#":u:J/.Efer VALUE c.LONG TlffJ:alk'f.f}/f• VALUE d. NO. OF .. ~·.,'R~'i~ 1,EAR~E b.NO.OF 

NUMBER &T••r b. • .,. c. ·E.- a. MAXIMUM OAILY VAJ.UE 
a, CONC:I!:N· '"" It \f .. LIKV& 

ANAL• b. MASS ANAL-(if o!Hiilabl"} RE· P'R.::• .... ld (tJMASS eo•..c::~~1JRAT•orw h·) ..,."•• CO ... CI!!!}MATIOH (..J MASS. VSES TRATION {IJ C:ONCI!N· h) ...... YSES 
Q~~ft .. SENT ••NT 

CONCf-NTRATION 
TRATlON GCIMS FRACTION - BASE/NEUTRAL COMPOUNPS (contJnued' 

22 a. 1 ,c. otchloro-
X 0.010 mg/1 

b&niU!IMI (106-46·7 < < 0.3 mg/d 238, 3,3'-Dichloro 
< benzidine X < 0.010 0.3 

mall mg/d 
(91-94-1) 
248. Di!Jthyl 
Phthelate 

X < 0.010 < 0.3 
mg/1 mg/d 

(84-66-2) 
258. Dimethyl 
Phthelate X < 0.010 < 0.0 

mg/1 mg/d 
(131-11·3) 
268. OI·N·BUtyl 
Phthalate 

X < 0.010 < 0.3 
mg/1 mg/d 

(84-74·21 

278. 2,4-0inltro-
X 0.010 < 0.3 

mg/d 
toluene {121·14-2) < 

mg/1 
288. 2,6-Dinitro· 
toluene (606·20-2) X < 0.010 < 0.3 mg/1 mg/d 
298. Di·N-Octyl 
Phthalate X < 0.010 < 0.3 mg/1 mg/d !11Nt4-0) 

308. 1,2-Diphenyl-
hydra:tine (a~~ Azo- X < 0.010 < 0.3 mg/1 mg/d benzene)(122·6e-7 

31 B. Fluoranthene 

mg/1 mg/d 
(206-44-0) X < 0.010 < 0.3 
328. Fluorene 

mg/d 
(86·73-7) X .00028 9.5 mg/1 1---

338. H8li8Chlorollllnzant
1 

X < 11111-74..11 
1----

0.010 < 0.3 mg/1 mg/d 
348. Hexe-
chlorobutadlene X < 0.010 0.3 mg/1 mg/d 
(87-68-3) < 
358. Haxachloro-
cyalopentadl- X < 0.010 < 0.3 mg/1 mg/d (77-47-4) 

368. Haxachloro-
X 0.010 ethane (67-72·1) < < 0.3 mg/1 mg/d 37B. lndano 
X (1,2,3-cd) Pyr- < (193-39·5) 0.010 < 0.3 mg/1 mg/d 

388. lsophorone 
X < (78-69·1) < 0.010 0.3 mg/1 mg/d 

398. NaphUlal-
< (91·20.3) X < 0.010 0.3 mg/1 mg/d 

408. Nitrobenzene 
X mg/1 mg/d 

(98-96-3) < 0.010 < 0.3 
418. N·Nitro· 
.odimetbytarnina X (62·76-9) < 0.010 < 0.3 mg/1 mg/d I 428. N·Nitroaodl-
N.Propv'-mlne 

I 1621-64-71 
X < 0.010 < 0.3 mg/1 g/d 

----EPA Form 3510·2C (Rev. 2-85) 
PAGE V•7 CONTINUE ON REVERSE 
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- .... ... ____ . ... ... .. ·- . ··-··' 

.POLLUTANT 2.. MAftK'•x• 3. EFFLUENT 4. UNITS 5. INTAKE (•>priomtlj 
A,.,D CAS 

~TC~ltn· a, MAXIMUM DAILY VAL.U&: b. MAXU1}1':v:iYa~f:l VALUE c,LONCll TtffJ:a!IJ£f'e1• VALUit ci.NO.OF A}E'RO...~Gs.1r£ ... R't_.E b.toO.OF l'fUMBER c. .... a. CONCI!N• tH~ f£V~I LJ.VIE AtoAL· b. MASS ANAL• 
(If ouoiklbltl -~!"· :::; .... 

C:ON<=t:L·J .. A'ftOH 't•t MASS CONCli.~tJRA'TION hj M"SS t!OHCrt~'lRATIOh h) MAS.S YSES TRATION (,) tONC•N· ,., ...... YSES s•HT 
T""'TI.ON 

C/MS FRACTION - BASE/NE IJTRAL COMPOUNDS (contln11ed} 

38. N·Nitro-
1 :;diphenylamine X < 0.010 < 0.3 mg/1 mg/d ( 6-30-6) 

' 48. Ptlenanthrane 
( 5-01-81 X < 0.010 < 0.3 mg/1 mg/d 
~B.Pyrene .·• . 

( 29-QO-Ol X < 0.010 < 0.3 mg/1 mg/d 
!5_B. 1,2,4· Trl· 

c ~lorobenzel!ll · X < 0.010 < 0.3 mg/1 mg/d ( 20-82·11 -

j CIMS FRACTION- PESTICIDES --

1P, Aldrin 
( 09-00-2) X < 0.06 < 2.0 ug/1 ug/d 
<P. a-BHC 
( 19-8~) X < 0.04 < 1.4 ug/1 ug/d 

"P. 13-BHC 
( 19-85-7) X < 0.1 < 3.4 ug/1 ug/d 

'~_'Y·BHC 
( -89-9) X < 0.06 < 2.0 ug/1 ug/d 

EP. 6-BHC 
( 19·86-8) X < 0.12 < 4.1 ug/1 ug/d 
EP. Chlordane . 
' 7·74-9) X < 0.25 < 8.5 ug/1 ug/d 
P.4,4'·DDT 

( 0-29·31 X < 0.06 < 2.0 ug/1 ug/d 
P, 4,4'·DDE 

' 2-65·9) X < 0.08 < 2.7 ug/1 ug/d 
! P. 4,4'-DDD 
' 2-54-8) X < 0.08 < 2.7 ug/1 ug/d 
1 bP. Dieldrin 
I 0-57·1) X ·- < 0.08 < 2.7 ug/1 ug/d 
lP. a-endotulfan 

( 15-29·7) X < 0.05 < 1.7 ug/1 ug/d 
~P. P·Endo...lfan 

( 15·29·7) X < 0.08 < 2.7 ug/1 ug/d 
~ 131'.· Enc:lcJtu lfan 
~lfate 

( 031-07-8) X < 0.07 < 2.4 ug/1 ug/d 
UP. Endrln 
( 2·20-8) X < 0.06 < 2.0 ug/1 ug/d 

' 1~P. Endrin 
t ldehyde 

X < 0.31 < 10.6 ug/1 ug/d ( 421-93-4) 

t~P. Heptechlor 
( 6-44-8) X < 0.3 < 10.2 ug/1 mg/d 
EPA Form 3&10-2C (Rev. 2·86) PAGE V-8 CONT6NUE ON PAGE V-9 
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CONnNUED FROM PAGE V-8 

L. "· a. .. ll .. lit ... . a, .. .II.. Ji .It ill 
EPA 1.0. NuM•ER (copy~ Item I of Form j'ouTF'ALL NUMBER •·· 

NM0890010515 06A183 

• .. j j ~ j j • 

Form Apjiroved. 
OMBN0.2040~ 
Appr011al eKpires 7-31-88 

t, POLLUTANT 2. MARl< •.x• 
4. UNITS AND CAS 

.,,.UMBER. a. MAXIMUM DAil .. Y VA.LUE d.ANNOA~t a. CONCEN· b. MASS ~i(auail4111el coNc ... ~JRATtoN 1•1 ..... ,. IZI MAU VSES TRATION GCJMS fRACTION -PESTICIDES (continued) 
17P. HeJ)tachiOr 
Epoxide . ."· · 
{1024-Si..;J),,,.· 

tSPiPCBi1242 
(53469-21-s) .. 

19P. PCB;1284 
(1 1097-69•1) 

20P. PCB-1221 
~ 111 04-28-2) 

21P. PCBo1232 
(11141-16-5) 

22P. PCB·12.48 
(12672-29-6) 

23P. PCB-1260 
(1 1098-82-0) 

24P, PCB-1016 
(12674·11-21 

25P, Toxaphene 
(8001-35-2) 

X 

X 

X 

X 

X 

X 

X 

X• 

X 

< 0.08 I < 

< 0.78 I < 

< 0.78 I < 

N.D. 

N.D. 

N.D. 

< 0.78 I < 

N.D. 

< 2.5 < 

2.7 
ug/1 ug/d 

26.6 ug/1 ug/d 

26.6 ug/1 ug/d 

26.6 
ug/1 ug/d 

85.2 
ug/1 mg/d 

PAGE V•9 

"' .. .. 
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PHOTO-PROCESS 
RINSE 'vJ A TER ONLY 
(13) FLOOR SINKS 

" ;ii ~ ' II 

/- ~ 

J .J ·~ ~ •• ,j iiJ ..._ .i' <Jc A lr • :J. 

EXTERIOR MONITORING 
STATION CPARSCHALL FLUME) 

/VALVE 

TO SANITARY SE'WER 
TREATMENT PLANT 
(9000 GPD) 

VALVE/ 

TO SANDIA CANYON 
AS PERMITTED 
OUTFALL 06A183 

(9000 GPD) 

NOTE: ONLY ONE OF 
THESE DISCHARGES 
ARE OPERABLE AT 
ANY ONE TIME. 

EPA PERMITTED OUTFALL 06A183 
NOT TO SCALE 

JJ 



areas onlv 

,. . New Sources and New Dischargers 
oE PA Application for Permit to Discharge Process Wastewate I-.;.;.;..;.;.;,....,. __ _ 

, 3-43-0PN-18 35 106 19 29 Tributary to Sandia Canyon, and ephemeral tributary to 

the Rio Grande 

II. Discharge Date (When do you expect co begm dtsch•rgmg?J 

r each ou II, provide a description ( 1) All operat1ons contnbutmg wastewater to the effluent, including 
process wastewater, sanitary wastewater, cooling water, and stormwater runoff; (2) The average flow contrib­
uted by each operation; and (3) The treatment received by the wastewater. Continue on additional sheets 
if necessary. 

Outfall 
Number 

3-43-0PN-18 

1. Operauons Contrlbutmg Flow 
(list) 

Water Fountain 

EPA Form 3510-2D (9·861 

2. Average Flow 
(include units/ 

SGPD 

3. Treatment 
(011scription or Lt:st Cod11s from T•blt1 20-t J 

None 

Page 1 oiS 



.. 

.. 

... 

' a. Attach a line drawing showing the water flow through the facility. Indicate sources of intake water, operations contributing wastewater to the effluent, and treatment unus labeled to correspond to the more detailed descriptions in Item 111-A. Construct a water balance on the line drawtng by showing average flows between intakes. operations, treatment units, and outfalls. If a water balance cannot be determined (e.g., for certain mining activities). provide a pictorial description of the nature and amount of any sources of water and any collection or treatment measures. 
C. Except for storm runoff, leaks. or spills, Will any of the discharges described in item 111-A be intermittent or seasonal? 

Cia Yes (complete the following t11blttl 0 No (go to item IVJ 

2. Flow 
a. Max1mum b. Max1mum c. Durat1on Oa1ly Flow Total Volume 

Outfall a. Days b. Months 
Number Per Week Per Year 

(spectfy (spttctfy Rate (specify (tnda.,sJ lllleregttJ lllltlfllgfl} (inmgd} with UnitS} 

3-43-0PN-18 5 12 0.000005 5GPD 260 day/yr 

IV. Production ·, ~ -- / t' 0 " *' ·* 0 f 0 ° • 

It there is an applicable production-based effluent guideline or NSPS. for each outfall list the esumated level of production (pro,ectton of actual product• on level. not des1gn), expressed in the terms and un1tS used in the applicable effluent gUJdehne or NSPS. for each of the first 3 years of operauon. If production is likely to vary, you may also submit alternative est•mates (attach a separate sheetl. 

Year 
1. QuantitY 

Per Day 

~.-.""" 3510-20 (9·86) 

b. Unus ot 
Measure c. Operauon. Product. Matertll. e1c (spflctfyJ 

N/A 

Page 2 of 5 CONTINUE ON NEXT PAGE 



[CONTiNUED FROM THE FRON 

0515 3-43-0PN-18 lv. Effluent C .. ··- ••·••· 
A. and 8 These items requ1re you to report esumated amounts (both concentration and mass) of the pollutants to be discharged from each of your outfalls. Each part of this item addresses a different set of pollutants and should be completed in accordance With the specific instructions for that part. Data for each outfall should be on a separate page. Attach additional sheets of paper if necessary. 
General Instruction , (See table 20-2 for Pollutants) 
Each part of this item requests you to provide an estimated daily maximum and average for certain pollutants and the source of information. Data for all pollutants in Group A, for all outfalls, must be submitted unless waived by the permitttng authority. For all outfalls. data for pollutants in Group 8 should be reported only for pollutants which you believe will be present or are limited directly by an effluent limitations guideline or NSPS or mdirectly through limitations on an indicator pollutant. 

2. Max1mum 3. Average 
Da1ly Da1ly 1. Pollutant Value Value 4. Source (see instructions/ ~c_/IJ_~ unirsJ (include umtsJ 

See attached 04A datasheets I Best professional estimates 

I 
! 

I 
I I 

I 
I 

I 
I 

I I 
I 

I 

i 
I 
! 

I I 
I I 

I 
I 

I 
I 

I 
I 

EPA form 351 0·20 (7-891 Page 3 of 5 CONTINUE ON REVERSE 



Use the space below to list any of the pollutants listed in Table 20-3 of the instructions which you know or have reason to believe wrll be discharged from any outfall. For every pollutant you list, briefly describe the reasons you believe it will be present. · 

N/A 

Waste Stream Characterization Report #59 

plant(s) which, to the best of your knowledge. resembles this 
wastewater constituents, or wastewater treatments. 

N/A 

EPA Fo!'ft 3510·20 (9-861 Page 4 oiS CONTINUE ON NEXT PAGE 



.. 

10 Number (copy from ttem ontt of Form 1 I 

NM089001 0515 

Use the space below to expand upon any of the above questions or to bring to the attention of the rev•ewer any 
other information you feel·should be considered in establishing perm•t limitations for the proposed facility. 
Attach additional sheets if necessary. 

See attached 04A datasheets and line drawing. Discharge is consistent with potable water. 

I certify under penalty of law that this document and all attachments were prepared under my direction or 
supervision in accordance with a system designed to assure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry of the person or persons who manage the system, or 
those persons directly responsible for gathering the information, the information submitted is, to the best of my 
'/mow/edge and belief, true. accurate, and complete. lam aware that there are significant penalties lor submitting 
false information. including the possibility of fine and imprisonment lor knowing violations. 

JU!me and Official Title (type DT print) 

JERRY L. BELLOWS, AREA MANAGER, DOE 
B. Phone No. 

505-667-5105 
505-667-9390 

0. Dale Signed 

"" £PAhnn 3510·20 (9·86) Page 5 of 5 



I J ,. , •• '.ill 
Data from worst case composite. 

, .. , lit , .. 

PLEASE PRINT OR TYPE IN THE UNSHADED AREAS ONLY. You may report some or all of this information on separate sheets (UStJ tll#l~am~~ fonnat) lnnead of completing these pages. 

f. Flow 

g. Temperature 
(winter) 

h. Temperature 
(&ummer} · 

i.pH 

< 37.9 I 

< 10.0 I < 0.2 

0.6 I 11.2 

18.0 I 0.3 

0.1 I < 1.893 

5 

IVALV< 
13.9 

N/A 
MINIMUM I M-AXIMUM 

8.80 I 

I I 

' 

VA.l..UE 

IVALU< 

V.ALIJE 

I i 

i. • ' Jl 
f. Jl Ill .. .. Jl Iii ., 

*' j .. j /1, iO " ;J 

I I I mg/1 g/d 

mg/1 g/d 

mg/1 g/d 

mg/1 g/d 

mg/1 I g/d 
I I VALUE 

I I 

~ . I 
IVALU oc 

oc 

~ I I STANDARD UNITS 

PART 8 • Mark "X" in column 2-a for each pollutant you know or have re;~son to believe is present. Mark "X" in cOlumn 2-b for each pollutant you believe to be absent. If you mark column 2a for any pollutant which Is limited either directly, or indirectly but expressly, in an effluent limitations guideline, you must provide the results of at least one analysis for that pollutant. For other pollutants for which you mark column 2a, you must provide quantitative data or an explanatioo of their presence in your discharge. Complete one table for each outfall. See the Instructions for additional details and requirements. 
1. POLLUT-
ANT AND 
CAS NO, 

(if alfa/lable) 

a. Bromide 
I I XI 0.5 I < 9.5 (24959-67·91 < 

mg/1 I g/d 
b, Chlorine, 
Tot11l Residual X 0.05 I 0.0 mg/1 I mg/d 
c. Color 

7.0 X units 
d.Fec:.l 
Coliform X 
e. Fluoride 
(16984-48-8) X I 0.21 I 4.0 mg/1 g/d 
f.NI~ 

xj 1 o.3o4 1 Nltrlta (,_ NJ 5.8 
EPA Form 361 0-2C (Rev. 2·NJ PAGE V•l 

CONTINUE ON REVERSE 
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Ill t:.ri'v-B tf,N 'f.Ju~:ol;..ruA1 FR8- - 4 a • &. .. a " • • ~ .- a 
-- ---- --- __ Nl - - - - - - - - - - - -
I.POLLUT• 2. MARK 'X' .. 3. EFFLUENT 4. UNITS S. INTAKE (opti(Jnal) 

AN'l'ANO ~B~-~ 
b ..... a, MAXIMUM DAiLY VALUE b, MAXIf•HI':v: rt,gfit VALUE C.lol;>l't .. •nr::alt;f,f:.r• VALUE d. NO.OF A fr.hf'A'1!-k VJ:t.'t E P, NO.OP' 

CAS NO. l:e\le;D ANAL• a.CONCEN• b. MASS ANAl..• 
Ptl .. • ...... TRATION CONCI!~;J .. ATION {if 1111allable} SS:K1' SIE~T C:ONCt~~~IIA'ttON (1) MAlO. CONef!:~tJ •• 'I'I~N · ja) "!A<IS CONC&~IJR#.TtON (d eiASS YSIES (a) MASS VSE$ 

g. Nl1rogen, 
Total Orgenk: X < 0.5 < 9.5 mg/1 mg/d 
{-.NJ 

h. Oil and 
Gr- X < 1.05 < 19.9 mg/1 mg/d 

I, PhoiPhoru. 
(tU P), Total X 0.05 0.9 mg/1 mg/d (7723-14-0) 

.. · ·,';' ., 

,•' .... !".· ·.•·• .• . . . ~- . ~ 
j. Radioactivity .. ~ .. 

(11 AlP"•• 
X Tote I 0.1 1.9 pCi/1 pCi/d 

(2) 88lll, 
Total X 6.6 0.1 pCi/1 nCild 

(3) R.Oium, · 
Total X 
(4} Radium 
226, Total X 0.06 1.1 pCi/1 pCi/d 
k. sutfeta 
(a~S04) X 3.16 59.8 mg/1 mg/d 
{14808-79-8) 

I. Sulfkle 
(d. '8) X 0.0 mg/1 mg/d 

m. sulfltl 
(aa so3J 

X mg/1 mg/d j ( 14265-45-3) < 0.05 < 0.9 

n, Surfactantll 
X 0.1 1.9 mg/1 mg/d < < 

o. Aluminum, 
Total X < 0.04 < 0.8 mg/1 mg/d (7429-90.6) 

p. Barium, 
Total 
(7440-39-3) X 0.03 0.6 mg/1 mg/d 
q. Boron, 
Tote I 
(7440--42-8) X 0.02 0.4 mg/1 mg/d 
r. Cobalt, 
Total 

X < . 0.1 (7+40.48-4) < 1.9 mg/1 mg/d 

L I ron, To1111 
(7439-89-6) X 0.41 7.8 mg/1 mg/d 
t.Magn..,um, 
TOtlll X 2.5 47.3 mg/1 mg/d (7439-9!1-4) 

ill· Molybdenum, 
TDtlll X < 0.02 < 0.4 mg/1 mg/d (7439-98-7) 
v. Ma"'JJI-, 
Totlll X 0.01 mg/1 mg/d (7439-96-6) 0.2 
w. Tin, Totel 
(7440-31·5} X < 0.050 < 0.9 mg/1 mg/d 
x. Titanium, . 
Total 

X < 0.004 mg/1 -'--~g~d (7440-32--6) < 0.1 
--- - -- '---- ---

EPA form 3610-2C (Rev. 2-86) PAGE"V•Z CONTINUE ON PAGE V • 3 
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~ li:PA I.D. NU,., .. IJpC (copy trowJ lwm J o{Porm l) OUTFALL NUMBER .·:;. ,. A' d <.; · ·'P rotm PProve . 
-~~ NM0890010515 04A ; OMBNo.~6 CONTINUED FROM PAGE 3 OF FORM 2·C >;;: . ApprOv~e11P"U ?-3t-88 ' 

PART C - .If you are a primary industrY amithrs outfall.~iairis p~o:~e~wa~eW~~, ·~fer tO T~bte 2c~2'i~ the·ln~roCt~ns to dete~r'nl~e which ofthe-GCfMS fractions you ~~Sttest fo.r. Mark •')(" in colutnn 2-a for all such GC/MS fractions-~hat apply to your industry ~nd for ALL toxic metals. cyanides, and total phenols. If you· are ~·required to mark colull'!n 2-a (BfiCDitdary·industries, nonprtiCIIss wastew.ter outfalls, and nonrequNed GCIMS fractions); mark '')('lin column 2~bfor each pollutant you know or have reason to believe is present. Mark "X" in column 2-c for each pollutant you believe is absent. If you mark column 2a for. any pollutant, you must prQVide tbe resUlts of·at least one analysis for that pollutant. If you m!lrk column 2b for any pollutant,.you must provide the results of at least one analysis for .that pollutaot If you know r:" have r41ason to believe it will be discharged in concentrations of 10 ppb «greater. If you mark column 2b for acrolein. acrylonitrile. 2.4 dinitrOphenol, or 2-methyl-4, 6 dinitroph•nol, you must provide the results of at least one analysis for each of these pollutants which you know or have reason to believe that you discharge in · conceotrations of 100 ppl) or greater. Otherwise, for pollutants for Which you mark col\lmn 2b. 'fou must either submit at least 01\e analysis or brieHy describe the reasons the pollutant is expected to be disc:Oarged. Note that there are 7 pages to th~_part; please review each carefully._ Complete one tabla (11117 p11ges) for eacl'! outfall. See instructions for l!dditional details and requirements. 
1, POLLUTANT 2. MARK •x•. . . 3. EFFLUENT 4. UNITS !I, INTAKE (optional) 

. 1,s II<VI< II<VE lfGt>GiiG II (l(aJia e ANAL· a CONCEN· b. MASS \VO:. L ... _.__ ANAL· 

~~~~:: ~r"~1ib. ME" c. u." a. MAXIMUM DAILY VALUE b. MAXJ~,...M 3,0 'l~t VALUE C. LONG TERM t.z'tl:.f VALUE d NO.OF A--~~'RC!_':,_G "{,".._R¥.- b. NO. OF I (l/cuatf4bt.) .. ~!:'· :::iT .",.'t'T coNc•L•J,.ATioN {alMA.. eoHc .. ~'J,..nooN hi MAss co,..,;.,~~ .. ATooN (zlooA•• YSES TRATION I•~;::.~:N• 1•1 MASS YSES 
METALS, CYANIDE, AND TOTAL PHENOLS 

:1M. Antimony, 
Tot~~l 17440-36-DI x < 0.050 < 0.9 mg/1 mg/d 
2M. An•nlc:, Total 
0440-38-21 X 0.002 o.o mg/1 mg/d 
3M. Beryllium, 
Total, 7440·41·7) X < 0.001 < 0.0 mg/1 mg/d 
4M. Cadmium, X O 01 O < 
Total (7440-43-9) < · 0.2 mg/1 mg/d 
5M. Chromium, 
Total (744a-47·3} X 0.040 0.8 mg/1 mg/d 
6M.Coj)piii',TQ181 X 
17440-SO.Bl 0.031 o.6 mg/1 mg/d 
1M. Lead, To&al 
17439-82·11 X < 0.050 < 0.9 mg/1 mg/d 
SM. Marcurv. Total 
7439-97-61 X < 0.0002 < o.oo mg/1 mg/d 

, M. Nickel, Total 
744o.o2-01 X 0.06 1.1 mg/1 mg/d 
OM. Selenium, 
otal (7782·49·21 X < 0.001 < 0.0 mg/1 mg/d ' 
1M. Sliver, Total 
~440·22-4) X < 0.010 < 0.2 mg/1 mg/d 
2M. Thallium, 
otAI (7440-28·0) X < 0.4 < 7.6 mg/1 mg/d 
3M. Zinc, Totlll 
440-66-61 X 0.043 0.8 mg/1 mg/d 

4M. Cyanide, 
cnal csH2-s1 X 0.01 0.2 mg/1 mg/d 
5M. Phenolt. 
ou1 X < 0.01 < 0.2 mg/1 mg/d 

PIOXIN .. . . 
,3,7,8·Tetra· DESCRIBE RESULTS 
fllorodlbenzo-P- X 
lox in (1764-01-61 

EPA Fonn 3510-2C (Rev. 2-86) PAGE V-3 CONTINUE ON REVERSE 
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• POLLUTANT 3, E:FFI..UENT . · 4. UNITS 5. INTAKE (Optiorud) 2, MARK 'X' 
AND CAS 

&TEST b. ·~t: BE• 
I o, MI.XI'1:1':t~:l7a~fe)" VALUE c.L.OttG Tlffa~b,;'f,f:_'f• VALUE cl NO. OF .. ~·,.';:,O,."hG t.E .. RM1,. b.NO.OF NUMBER tNG 16.:\rlt lEV& 

a. MAXIMUM DAIL.Y VAL.UE 
ANAL· a. CONC:I!N· b. MASS ANAL· (if lWallab/e} Ill!"' .. RE• AB• eo,..ca!:J ... .,.,o,.. (d ,..,. ... CONt:':I!L'JRATtON (~)MASS C~Nc;_-~vftATION (1.) MAS& YSES TRATION (1) CONC&N• [a) MASS YSES Q~!tlt'" WENT SC"!T 

TltATtON 

C/MS FRACTION- VOLATILE COMPOUNDS ' .. 

V. Acrolein X 107-G2~) 

V. Acrylonitrile X 107-13-11 

V, Benzene I 
~1-43-21 X < 0.005 < 0.1 mg/1 mg/d I 
V. Bb (Chloro· 
~hylJ Etflar X 

2-88·1) 

V. Bromoform 
X 0.005 < 0.1 75·26·2) < mg/1 mg/d 

V. Carbon 
~~lorida X < 0.005 < 0.1 mg/1 mg/d 23-6) 

V. Chlorobenzene 
X 0.005 108-90..7) < < 0.1 mg/1 mg/d 

V. Chlorodl· 
romomathane X < 0.005 < 0.1 mg/1 mg/d 124-48-1) 

'r1V,. Chloroethana 
5-00-3) X < 0.010 < 0.000 mg/1 mg/d 

ov. 2·Chloro· 
thyllllnyl Ether X 110·75-tll 

~Y. Chloroform 
7·66·3) ) < 0.00~ < 0.1 mg/1 mg/d 

• 
. 2V. Dichloro• 

~omomethana X < 0.005 < 0.1 mg/1 mg/d 75-27-4) 
3V. Olchloro-
lfluoromethane X 75·7HI) 

4V. 1,1·Dichloro· 
thane (715·34-31 X < 0.005 < 0.1 mg/1 mg/d 
5V, 1.2-Dichloro- X thane (107-06-2) < 0.005 < 0.1 mg/1 mg/d 

~~- 1,1·Dichloro-
ylena 176-36-4) ) < 0.00~ < 0.1 mg/1 mg/d 

7V. 1,2-Dichloro-
X < 0.005 0.1 mg/1 kg/d ropane 178-87-lS) < 

8V. 1,3-0ichtoro- . 
X ropyllne 1542· 75·8) < < 0.0 mg/1 mg/d 

9V. EtiWibenune 
X < 0.005 < 0.1 mg/1 mg/d 10()..41-4) 

OV. Methyl 
0.010 mg/1 rom~ (74~3-9) X < < 0.2 mg/d 

1V. Methyl 
X < 0.010 < mg/1 mg/d hloride 174-87·3) 0.2 

.PA Form 3510·2C (Rev. 2·86) PAG£V·4 CONTINUE ON PAGE V-6 
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\.OUN IINUt::U I"JtUM t"Al;;l:: V-4 

rPA J.D. NUMIIE:R (COP~! (rom Item 1 o(Form J)IOI.IrFAJ.L NUMBER NM0890010515 04A 
1. POLLUTANT .2.. MARK '.X' 3. EFFLUENT 4. UNITS 5. INTAKE (optional} 

AND CAS !& -:ra:s'l' b. a&- c:. ••· b. MAXIf•'Hf':U:Ho~feJY VALUE c.J.ONG Yffq~'fo'£f'ef• VAL.UE d.NO.OF A~'s'RO,.'t..G ~_I~A~'t.E b.NO.OF 

NUMBER a. MAXIMUM DAJL.Y VAL.UE 
a. CONCJEN-

lNG t•v• ~lEVI! 

.II.N.I\1..· b. MASS ANAl.· 
(/1 ovailallleJ ..... ~A It- .... C•l C•l MA .... CONCal'J .. ArtOft (a) MA.S CONCK!-JRIItTtON (z) MAaa . YSES T~ATION h) CDNC& ... (z)MAaa YSE5 

0~~~· •&NT SENr CO,.C£-H"''RATION 
"TRAT.ON GC/MS FRACTION- VOLATil.E COMPOUNDS /continued) 

22V. Methyl-
X Chloride (75-09-2) < 0.005 < 0.1 mg/1 mg/d 

23V. 1,1,2,2·Tetra-
0.005 mg/1 

chloroethane X < < 0.1 mg/d (79-34-5) 

24V. Tetrechloro· 
X < 0.005 0.1 mg/1 mg/d 

ethylene (127·18-4 < 
25V. Toluene 

< 0.005 1108-88-3) X < 0.1 mg/1 mg/d 
28V. 1.2·Trane-

0.005 mg/1 
Dlch loroethylene X < < 0.1 

mg/d 
(156·80-5) 

27V. 1,1,1-TII· 
X 0.005 < 0.1 

mg/1 
chloroethana < 

mg/d 
(71·55-61 
28V. 1, 1,2-Trl-
chloroethane 
(79-00.5) X < 0.005 < 0.1 mg/1 mg/d 
29V, Trlchloro- X 0.005 < 0.1 

mg/1 mg/d 
ethv'- (79-01·61 < 

.30V. Trlchloro-
, fluoromett..na 
<{75-69-41 X < 0.005 < 0.1 mg/1 mg/d 
131V. Vinyl 
Chlorkla (75·01-4) X < 0.010 < 0.2 mg/1 mg/d 
GCJMS FRACTIOI.I- ACID COMPOUNDS •.· !'': 

1 A. 2-chloropheno 
X < 0.010 < 0.2 mg/1 mg/d I 

(9$-57-81 

2A. 2.4-Dichloro-
X < 0.2 

mg/1 mg/d I 
phenol (120-83·2) < 0.010 
3A. 2,4·Dimllthyl· 

X 0.010 < 0.2 mg/1 
phanol (105-67·91 · < 

mg/d I 

J 4A. 4,&-Dinitro-0· X < 0.010 < 0.2 
mg/1 mg/d 

creeol (534-52·1) 

' 6A. 2,4-Dfnltro· 
X < 0.010 0.2 I 

ph~tnol (51·28-61 < 
mg/1 mg/d 6A. 2·Nitrophenol 

X 0.010 < 0.2 mg/1 I 
(88-75·6) < 

mg/d 7 A. 4-N ltrophenol 
X 0.010 0.2 mg/1 mg/d 

I 

{100.02-7) < < 
BA. P-Chloro·M· X 

mg/1 mg/d 
I 

Cresol (59·50.7) < 0.010 < 0.2 
I 
I 9A. Pantachloro-

I 

phenol 187-86·5) X < 0.010 < 0.2 mg/1 mg/d 10A. Phenol 
X 0.010 (108·95-2) < < 0.2 mg/1 mg/d I 11A. 2,4,6·Trl· 

i 

chlorophenol 
X < 0.010 < 0.2 

mg/1 mg/d 
(BB·Ofl-21 

..:PA Form 3610-ZC (Rev. 2·85) PAGE V-5 
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A. " 

'ONTINUED FROM THE FRONT 

I. POLLUTANT Z.MAAK •xt l. EFFLUENT 4. UNITS 5. INTAKE (oprionrJI} 
AND CAS 

&TII!::.T b. et:• ~ .... a. MAXIMUM DAIL.V VALUE ~- MAXJ'111':.-!tl~tef VALUE C.LONG Yf,f.M :t.~r· VALUE d.NO.OF .. ~.E~~GG ~E,.Rpt,E b.NO.oFI NUMBER I CWGI a 6 a, CONCEN· lNG lt:V.: a.tiiEVIE AN,.L• TRATIOH b. MASS ANAL·' (if llllllil.rJI>l<!J 
..... .... £- .... '" 1•1 ...... CONCI&~·JRAT.ON lzl MASS (::o"C:E~~AATIOft (.1) M~SS VSES C•J C:ONC .. N- h)MA .. vsr:s QUI""' .lENT .... ., 

CO ... C~ .. TfiATION TIIA1'10N 

lCJMS FRACTION - BASE/NEUTRAL C.OMPOUNDS 

1 B. Acenaphthana 
X 0.01C 0.2 mg/d (83-32-9) < < mg/1 

28. Acenephtylane 
X < 0.010 < 0.2 mg/d (208-96-8) mg/1 

38. Anthracene 
X < 0.010 < 0.2 mg/1 mg/d (120.12·7) 

48. Ban~ldlna X < 0.010 0.2 mg/d ' (92-87-5) < mg/1 
58. Benii'O (a) 

0.010 mg/1 mg/d Anthracene X < < 0.2 
(56·56·31 

68. Benz:o (a) X < 0.010 < 0.2 mg/1 mg/d Pyrena (60-32-81 

7 8. 3.,4-Banzo-
ftuoranthana X 
(206-99-2) < 0.010 < 0.2 mg/1 mg/d 
88. Benzo (ghl) 
Parylene 
{191·24-2) 

X < 0.01C < 0.2 mg/1 mg/d 
98. Ban:.:o (k) 

0.010 Fluoranthene X < < 0.2 mg/1 mg/d (207·08·9) 
108. 8is (2-Chloro-
ethoxyJ Methane X < 0.010 < 0.2 mg/1 mg/d (111-91-1) 
11'i.8ii (2-Chloro-
ethyl) Ether X < 0.010 < 0.2 mg/1 mg/d i 011-44-4) 

128. Bis(2-C/Wotso-
propyl) Ether 1102·60-11 X < 0.010 < 0.2 mg/1 mg/d J 
138. Bis (2-Ethyl· 
hexyl) Phthalate 

X < 0.010 < 0.2 mg/1 mg/d (117-81-7) 
148. 4-Bromo-
phenyl Phenyl X < 0.010 < 0.2 mg/1 mg/d Ether ( 1 0 1-55·3) 

15B. Butyl Benzyl I 

0.010 
I 

Phthalate (86·68-7 X < < 0.2 mg/1 mg/d ' 

168'. 2-CI\IDro· 
0.010 naphthalene X < < 0.2 mg/1 mg/d (91·68-7) 

178. 4-Chloro-
phenyl Phenyl X < 0.010 < 0.2 mg/1 mg/d Ether (7005-72-3) ! 

188. Chtywne 
i (218..01-9) X < 0.010 < 0.2 mg/1 mg/d 

198. Dlbanzo (a,h) 
Anthracene X < 0.010 < 0.2 mg/1 mg/d {63·70·3) 

208. 1,2-0ichloro-
benzene (95-60.1) X < 0.010 < 0.2 mg/1 mg/d 

218. 1,3-0ichloro- X < 0.010 0.2 mg/1 mg/d benzene (541-73-1 < 
--

EPA Form 3510·2C CRev. 2-86) PAGE V•6 CONTINUE ON PAGE V·7 
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rEPA I.D. NUMBER (DOp)' from ltem 1 of Form l) IOUTf'ALL NUMBER 
\.OUN III\IUt.U I' HUM I" Aut: VoO NM0890010515 04A 
I. POLLUTANT Z. MARK 'X' 3. EFFLUENT AND CAS 

b. MAXI""}ll':ll!~a~fel VALUE c.LONG Ttff,.';Jafk'f,f!f· VALUE NUMBER &T •• J' b. .... c. •&- a. MAXIMUM DAILY VALUE 
"'" tR\rll: LI.V& 

(if allllilable} R£• .. Ft.-:- .... 1•1 h) MASS C:QNC:~~1JRATIOfw h) MA•• r;ONCI!!'JrtATIOM (d MAS$ 
Q~=--ft4 SENT ••NT 

C:DNCLNTR'ATION 

GCIMS FRACTION - BASE/NEUTRAL COMPOUNPS (continued' 
229. 1,4-Dichloro-

X 0.010 0.2 bem:ene (106-46-7 < < 
239, 3,3'-0ichloro 

< 0.2 benzidine X < 0.010 {91-94·1) 
248. Oiethyl 
Phthelate 

X < 0.010 < 0.2 (84-68-2) 
258. Dimethyl 
Phthalate X < 0.010 < 0.2 (131-11·3) 
268. OI·N·8UtYI 
Phthalate 

X < 0.010 < 0.2 (84-74·21 

279. 2,4-0inltro· 
X 0.010 < 0.2 toluene (121·14-2) < 

288. 2,8-Dinltro· 
toluene (606·20.21 X < 0.010 < 0.2 
298. DI·N·OCtyl 
Phthalate X < 0.010 < 0.2 (117-64-0) 

308. 1,2-DlpiMtnyl-
hydrazina (a6 Azo- X < 0.010 < 0.2 benzene) (122·66-7 

31 B. Fluoranthane 
(206-44-0) X < 0.010 < 0.2 
328. Fluorene 
(86·73-7) X < 0.010 < 0.2 

338. HIIIBChlcrabllnzane 
1 

X < 0.010 < 111R-7A-11 0.2 ~ 
348. Hexe-
ch lorobutadlene X < 0.010 0.2 (87-68-3) < 
35B. Haxachloro. 
cvctopentadl- X < 0.010 < 0.2 (77·47-41 

368. Haxachloro-
X o·.o1o mane (67-72·1 1 < < 0.2 

378. Jndeno 
X (l,Z,3-cd) Pyr- < 0.010 < 0.2 (193-39·5) 

388. rsophorone 
X < (78-69·1) < 0.010 0.2 

398. NllflhU\alene 
< {9~-2().3) X < 0.010 0.2 

408. Nltrobenz-
X (98-96-3) < 0.010 < 0.2 

418. N·Nitro· 
aodimethylemine 
(62·76·9) X < 0.010 < 0.2 

I 428. N·Nitrooadl-
X 

1 

~.Propylemlne < 0.010 < 0.2 621-64-71 
--·· ---- -- -- - -EPA Form 3510-2C I Rev. 2-85) PAGE V•7 

"' .4 

d, NO. OF 
ANAL• 
VSES 

~ i .. , l,l 
Form Apprr>vtH/. 

i. Jl "' Jj 

4. UNITS !i. INTAKE (t~ptioraal) 

A:·E'R~'&~ t~RL~E b.NO.OF a, CONCEN· 
ANAL· b. MASS TRATION lo) CONCI!N· h) ...... YSES 

TRATlON 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

mg/1 mg/d 

! 
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C:ONTINUED FROM THE FRONT 
.POLLUTANT 2. MARK •x• 3. EFFLUENT 4. UNITS 5. INTAKE (<>priotral) 

AND CAS 
&TCS b..... C. .... i b. MAXI"}."/':u:iYa'i:f~Jy VALUE c.I.ONG Tlfftf:aft~f'e?• VALUJt d. NO. OF A~E'RD1:;,G 1l',..'tM,,.. b. NO. OF NUMBER a. MAXIMUM DAILY VALUE a. CONCI!:N• .,..._ 1£ve:. Llavc ANAl.· TRATION b, MASS ht t:ONC•N· 

ANAL· 
(l(auoi!Gftlf!l llll.. ~ .. E.. AB" 

CON(:t<~J .. ,.TION . (:tt MASS CONc .. L1
JRATION (:t) MASa CONCC!'JAA'YIOM h) """''loS YSIES 1•1• .. •• YSES Cill~~llt.. SCHT SCHT 

Tfii'ATIOflt 

CJMS FRACTION -BASE/NEUTRAL COMPOUNDS (continued} 

38. N•Nttro-
Mliphenylamine X < 0.010 < 0.2 mg/1 mg/d ( 6-30-6) 

48. P"eneonthren. 
( 5-01-8) X < 0.010 < 0.2 mg/1 mg/d 

~B.. PVAIM ... 
( 29-()0.0) X < 0.010 < 0.2 mg/1 mg/d 
~B. 1,2,4- Trl· 

c ~lorobenzt~ne · X < 0.010 < 0.2 mg/1 mg/d I 20-82·1) . 

C C/MS FRACTION- PESTICIDES. ' . . ... 

1P. Aldrin 
( 09.00·2) X < 0.06 < 1.1 ug/1 ug/d 

F>, a-BHC 
( 19-8"-6) X < 0.02 < 0.4 ug/1 ug/d 

'P. {j-BHC 
( 19-85-7) X < 0.1 < 1.9 ug/1 ug/d 

<P. 'Y·BHC 
(~-89-9) X < 0.03 < 0.6 ug/1 ug/d 

!P. 6-aHC 
( 19·86-8) X < 0.12 < 2.3 ug/1 ug/d 
!P. Chlordane . 
( 7·74-9) X < 0.25 < 4.7 ug/1 ug/d 
P,4,4'·DDT 

X 1.1 ( 0-29·31 < 0.06 < ug/1 ug/d 
!P. 4,4'·DCE 
( 2-65·91 X < 0.08 < 1.5 ug/1 ug/d 
1IP. 4,4'-ooo 
( 2-5.4-81 X < 0.08 < 1.5 ug/1 ug/d 
1pP. Dieldrin 
( 0-57·1) x· < 0.08 < 1.5 ug/1 ug/d 

1P. a-endosulfan 
( 15-29·71 X < 0.05 < 0.9 ug/1 ug/d 
12P. P·Endo...lfan 

( 15·29·7) X < 0.08 < 1.5 ug/1 ug/d 
pP. Endosulfan 

!~lfatt · · 
X < 0.09 < 1.7 ug/1 ug/d ( 031-07-8) 

14P. Endrln 
( 2·20-a) X < 0.06 < 1.1 ug/1 ug/d 

5P. Endrin 
J ldehyde 

X ( 421-93-4) < 0.62 < 11.7 ug/1 ug/d 
6P. Heptachlor 

( 6·44-8) X < 0.3 < 5.7 ug/1 ug/d 
-------------- ------

EPA Form 3610-2C (Rev. 2·86) PAGE V-8 CONTINUE ON PAGE V-9 
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------ - -
, .. PA J.D. NNMoa9oo1o51e5 I of Form I)IOUTFAL~;~MBER 

~ L. Jl 
Form APJHOved. 

1• POLLUTANT Z. MARl( •x• 
3. EFFLUENT 4. UNITS 5. INTAKE (optional) 

AND CAS 
~ Tt£:.1' b e~t:• C. 8 IE.- II); MAXI"}fl':.,~'fa';:,:{ VALUE C.L.ONG TlfftMafto~'f· VALU_E d. NO, OF' a~·-~0,.7,~ "{,~'l_'tJE b.NO.OF 

"NUMBER. tN,.. •e:VII!; l.U!.Ve a. "'AXIMUM DAILY VALUE 
ANAL' a. CONCIIrN· b. MASS ANAL· 

. ~i(allirilnble} ,.... "RE.. AB"' 
CONC.e.:L'JRATION (:t) M ...... CO .. C£tt.JfiAT•o~ 4zt M#lrla• CON.;.£!~AATtDN (lt 'MA~S VSE$ . TRATION (tJ CONC&N· 1>1 ...... YSES 

Q~~·· s•HT SENT 

T'-ATIOPC GCJMS FRACTION -PESTICIDES (continued) 
17P. HeJ)tachiOt 
Epoxkle . · ·. _..,.. · 
{1 024-5 i:-3>:. ,,. X < 0.04 < 0.8 ug/1 ug/d 
tSP:fPCI;I.i12~ 

X 0.68 12.9 ug/1 ug/d 
(53469-21"9) .. < < .. - .. 

19P. PCB;1~4- · . 
X 0.68 (11097·69•1) < < 12.9 ug/1 ug/d 

20P. PCB-1221 
N.D. p 11 04-28-2) X 

21P. PCBc1232 
(1, 141·16·5) X N.D. 
22P. PCB·1248 

X N.D. (12672-29-6) 

23P. PCB-1260 
X 0.68 12.9 ug/1 ug/d 

(11098-82-6) < < 
24P. PCB·1016 

X N.D. {12674·11-2} 

26P. Toxaphene 
X < 2.5 < 47.3 ug/1 ug/d 

(8001-35-2) 

PAGE V·9 

EPA Form 3510-2C {Rev. 2-8&) -tfU.S, GOVERNMENT PRINTING OFPICE t 19Af: n- .tCil-1Cil /.toF;11oF;\ 

.I 

I 
I 

l 
I 



.. 

D
 

1
-

z 
0::: ........ 
w

<
r 

1
-
1

-
<

rz
 

):=
:J 
D

 
L.._ 

M
 
~
 

I 
M

 I 
<

[ 

f-



DYE STUDY INFORMATION 

BUILDING DRAIN DID DYE 
,., NUMBER NUMBER REACH EXPECTED COMMENTS 

DESTINATION? 
3-28 1TL 1 YES NONE 

"" 3-43 BLV1 YES NONE 
BTL1 YES NONE 
BTL3 YES NONE 
BTL4 YES NONE 
BWF5 YES NONE 
1LV1 YES NONE 
1TL2 YES NONE 
1TL5 YES NONE 
1TL9 YES NONE 
2TL9 YES NONE 
3TL 1 YES NONE 
3TL6 YES NONE 

.. 3TL8 YES NONE 
3TL14 YES NONE 
4TL6 YES NONE 
4TL9 YES NONE 

4TL14 YES NONE 
3-471 1TL 1 YES NONE 
3-510 1FS2 YES NONE 

1FS5 YES NONE 
2FS2 YES NONE 
2FS4 YES NONE 

I 3-1559 1TL 1 YES NONE 
IL_3-1566 1TL 1 YES NONE 
II 3-1574 1TL 1 YES NONE 
11 v· 1vuu 1TL 1 YES NONE 
II 3-1690 1TL3 YES NONE 
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NOTE: SCHEMATIC BASED ON DRAWING 

R-2576 AND SITE VISIT 

SYMBOL LEGEND 
LV LAVATORY 
TL TOILET 
WF WATER FOUNTAIN 

-ss-- SANITARY SEWER LINE 

1WF I~ 
1 I \iJ.---

1 [l] 
I ___ _ 

OJ 
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