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Riege, Ed 

From: Riege, Ed 

Sent: Wednesday, April 01, 2009 1:54PM 

To: Jones, Brad A., EMNRD; Monzeglio, Hope, NMENV 

Cc: 'Chavez, Carl J, EMNRD'; 'Biii.Oison@state.nm.us'; Young, Michelle; Turri, Mark; Rajen, Gaurav 
Subject: Western Gallup Refinery Sanitary Wastewater Project 

Attachments: 7788.05 - Sheet 09.pdf; 7788.05 -Sheet 01.pdf; 7788.05 -Sheet 02.pdf; 7788.05 - Sheet 03.pdf; 7788.05 -
Sheet 04.pdf; 7788.05 -Sheet OS.pdf; 7788.05- Sheet 06.pdf; 7788.05- Sheet 07.pdf; 7788.05 -Sheet 
08.pdf 

Hi Brad, 

Awhile back the Gallup Refinery had mentioned to Carl Chavez and Wayne Price that we were looking into routing some of 
our sanitary wastewater streams to the new Pilot Lift Station we are installing. They mentioned that I should check with 
NMED's Bill Olson (Groundwater Quality Bureau Chief) which I have done. He stated that since this was an OCD regulated 
facility OCD would have oversight of the proposed wastewater changes. We have made some progress with this project and 
now have some sanitary wastewater drawings for you to review (attached). Basically we will be taking some sanitary 
wastewater lines in the Refinery that either reported to septic systems or surface sewage lagoons and rerouting these lines to 
the new Pilot Lift Station which currently reports to aeration lagoon #1. This improvement will allow Western to close two 
existing surface sewage lagoons and older septic systems. Your approval of these drawings is appreciated. Please contact 
me if you have any questions, a hard copy of the drawings will be placed into the mail for you. 

Sincerely, 

Ed Riege 

Ed Riege 
Environmental Manager 

Western Refining 
Gallup Refinery 
Route 3 Box 7 
Gallup,NM 87301 
(505) 722-0217 
ed.riege@wnr.com 

4/1/2009 

APR 2009 
' ~l<'ntnus 

J 
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1

'--- LOCATE 8" GRAVITY SEWER IN 
CENTERLINE OF ROAD 

CARBON STEEL BLIND FLANGE VVITH I 

STAINLESS STEEL FASTENERS \ ' 

FINISHED GRADE \ - I 

,)'>, ></ "' >--> "' " ' ~ y 

1---

8"x 8" x6"TEE - -

1---

8" HOPE SE'M::R ~ 

'< "' '"' v"' '"' '/ ' /> ',: '/ . .; ,· .; / 

L6"BRANCH 

l 
\ - HOPE REDUCER 

AS REQUIRED 

(.\ SECTION A -A' 
'07 NOT TO SCALE 

A' ..... 

0 

r 

a• HOPE SE\o\£R ~ 0 a~ HOPE SEVvER 

(7\ 

\:9 

10"'x10"x 6"TEE 

BUTI-FUSED 
HOPE 

~ 

1---

1---

f.-

A ..... 

t-~
: i FERNCOTRANSITION 
1.. - - - -.J COUPLING 

EXISTING PIPING t 
SANITARY SE'NER OR WASHING 
MACHINE DISCHARGE SE'A€R 

PLAN - HOME SEWER CONNECTIONS 
NOT TO SCALE. 

-

~ 

\ 

() -FLOW 

rc 

>----

I L\ 

T ~ 

FINISHED GRADE ~ 

~ ")0~ ~~ ~> ~ ):)/. 

4'-0"1.0. 

, ._ .. 3000 PSI CONCRETE \ I 
~ 
~ 

til[~---~ ... 
I T 10"SDR26HDPESEV\.£R 

7 , j , . . NO.6 DEF BAR, 12'" D.C. E.W. 

APPLYEPOXY ~ • • ] ~ • 
BONDING COMPOUND ' 0 1' • - '? , . 0 APPLY EPOXY BOUNDING 

• ' ' - - • l COMPOUND 

; . c. ; . • -~ C:l ~:::;:;:;:===:::;::::;::::===~ --r--c 
BASE 3000 psi 

CONCRETE POUR 

. \ " 
0 0 .. 0 . • 0 - ~· , 0 ~ .. . . . . . 

(?\ SANITARY MANHOLE 
\V NOT TO SCALE 

NO. 6 OEF BAR, J-HOOKS, 
2'-0" SPACING, All AROUND 

() 

.. 
~ 
>. 
1. ... 02-42-0i ISSUED fOR SIO'IIo CMINER'S REVIEW ... 11.C1..(11 ISSUED fOR 75'11. Olo\ltiER'S REVIEW ECC .•. " DATE REVISlON 

WESTERN REFINING· GALLUP REFINERY 
GALLUP, NEW MEXICO 

DET~~L~S----~-==== 

I OII:AWN I T S.t. I DR,o.WIHG SCALE J\0171!\05 

CHECkED I V ElC '"""" FILENO 7781. 05.07. dwg 

Al't>li.OV£0 IT; flC I DAlE I'll! NT EO 

DATE: hbfuar r2009 

RMT 
Sheet 7 of 9 

375~ RantheroOrin 
AnnArbar, 1.414110&.2237 

Phone· 7J4- 1171-7010 • Fu734-S71·9022 



Rloll COWPU TERI.IOED DESIGNAN DORAF11NG • CII E4TING B.UAHCE 

~ 
!~~ 
!!~ 

.i!! 
XI: 

i 
"""'"" L--
; 8 
hi 
H~ 

(f~ r·! HI 

SEE NOTE 2 

{1\ 
'C!7 

r UETALUC, TRACING TAPE 

'/ ./').';.(-/, ):../.: .· ' ~ - ff"T ' /, )/'0>,) 
"..~. ~ COMPACTED NATIVE 

'(> ~ ~ '-"" SOIL (UNPAVED 

'("·. '-/"'!"'' -L .T5- 7._:_ .'(-~ 

' /.:, - ;. , , / ',/ AREAS~ONLY) 
...... , ' (':' ·:. ' if _________________ _ 
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GRAVITY SEWER BEDDING· UNPAVED AREAS 
NOT TO SCALE 

COARSE 
AGGREGATE 
BEDDING, o/.t 

NOTES. 
COMPAC T TO 90•.4 PROCTOR DENSITY. 

2. PROVIDE 100•.4 COARSE AGGREGATE BACKFILL UNDER ROA(JINAY. 

ALUMINUM HATCH ~ 

2" GLASSED-IN FITIING FOR 
STAINLESS STEEL 
GUIDERAIL 

FINISHED GRADE 

ELECTRICAL CONDUIT WTH UNKSEAL \ 

,-- x"'-'"''-"\3&""'""0"~''"'-~"""""'"' "''-'"'~"''"'="~'"''--..,·~"""' ""':,-, ' 
;:/.<...'1'\.,. "</{..'[y,:,h-;_~'f:¥'-n.«'~~' 
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SEE NOTE4 

NEMA 4 JUNCTION BOXY 

7 WOE, 4~ THICK RIGfD 
FOAM INSULATION WHERE PIPE IS 
LESS THAN 3'-6~ BELOVVGRADE 

T TYPE 304 STAINLESS -+------+-._-j 
SCHO 40 PIPE 

--"!'<--\_ 
lNG TO ACCEPT 

GLASSED-IN F~RGE PIPE VV1TH 
2~ HOPE DISC 

LAG PUMP ON FLOAT 

GLASSED-IN ATIING TO 
ACCEPT 8" HOPE PIPE 
AND LINK-8EAL 

8" GRAVITY SEWER (HOPE) 

All PUMPS OFF FLOAT-SET 
BELOW GRAVITY SE'M:.R INLET 

UNKSEAL 

1-- ----+-- PUMP 

~~~~==~~~==~~~ 
o· . • .\ 

3500 PSI CONCRETE -J• • _ . .. SEE NOTE 2 
o o · o o o ,.

1 

I s: · ' ' __t 

""'"NO.6 OEF BAR ~ 
1Z"O.C.,E.W 

(7\ SANITARY WASTEWATER LIFT STATION 

~ NOT TO SCALE 

NOTESo 
VERIFY THE LOCATION AND SIZE OF All FITIINGS PRIOR TO ORDERING UFT 
STATION. 

2. CONCRETE ANCHORING BASE THICKNESS IS BASED UPON DETAIL OF BURIAL FOR 
LIFT STATIONS LESS THAN 6'~0w PROVIDE 1'4' THICK BASE SLAB; GREATER THAN 
6'·0" PROVIDE 1'=6" THICK SLAB WTH 2LAYERS OF REBAR. 

3. PROVIDE VALVE MANHOLE FOR LIFT STATIONS NO.1 AND NO.2; PROVIDE CHECK 
VALVE AND PLUG VALVE IMTHIN LIFT STATION FOR All OTHER UFT STATION. 

-4 . LOCATED EXISTING SANITARY SEWER. DETERMINE ELEVATION OF GRAVITY 
SE\o\1:.R AT LIFT STATION PRIOR TO PLACING ORDER 

5. ANCHOR BOLTS DESIGNED AND PROVIDED UFT STATION SUPPLIER TO RESIST 
BUOYANT FORCES IF THE LIFT STATION IS EMPTY AND THE EXCAVATION IS FILLED 
WITH WATER 

() 
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RWT CO III PIJTER AIDED OUIGH AND ORAfi iNG • CRE,.TING lAI.ANCE -

HDPE MANHOLE SPECIFICATIONS 

1. MATERIALS: MANHOLES SHALL BE HIGH DENSITY POLYETHYLENE CONFORMING TO ASTM D-23350-02 
WITH MINIMUM CELL CLASSIFICATION VALUES OF 345464 C. DENSITY NO LESS THAN 0.995 PER ASTM 
1505. MELT INDEX NO GREATER THAN .15 GRAMS IN 10 MINUTES PER ASTM 1238-CONDITION 3.2.3. 
FLEXURAL MODULUS SHALL BE 110,000 TO 160,000 PSI PER ASTM D 790. TENSILE STRENGTH AT YIELD 
SHALL BE 3,200 TO 3,500 PSI PER ASTM D 638. HYDROSTATIC DESIGN BASIS SHALL BE 1,600 PSI AT 23 
DEGREES C IN ACCORDANCE WITH ASTM D 2837. 

2. SUPPLIERS: 

a. ISCO INDUSTRIES, (800) 345-4726 

b. PERFORMANCE PIPE 

3. SUBMITIALS: PROVIDE COMPLETE MATERIAL SPECIFICATIONS AND DRAWINGS SHOWING THE 
LOCATION OF INLETS, OUTLETS, OVERALL DIMENSIONS, WALL THICKNESS. PROVIDE DETAILS OF 
CONNECTIONS AND GUSSIOTING OF NOZZLES. PROVIDE CERTIFICATION THAT THE MANHOLE WAS 
DESIGNED PER ASTM F 1759 DESIGN OF HIGH DENSITY POLYETHYLENE MANHOLES FOR SUBSURFACE 
APPLICATIONS. 

4. DESIGN: PROVIDE GUSSETING OF ALL PIPING CONNECTIONS. MANHOLE SHALL BE OF 
DOUBLE-WALLED CONSTRUCTION AS SHOWN. MANHOLE SHALL BE DESIGNED TO WITHSTAND THE 
BUOYANT FORCE ASSUMING THAT THE EXCAVATION IS FILLED WITH WATER TO THE GROUND SURFACE. 
PERFORM HYDROSTATIC TESTING IN THE FACTORY FOR A MINIMUM OF ONE HOUR AND PROVIDE TEST 
RESULTS TO THE OWNER'S REPRESENTATIVE. PROVIDE MANHOLE COVER AND STRUCTURAL DESIGN 
FOR H20 LOADINGS. 

5. INSTALLATION: FLANGED AND MECHANICAL CONNECTIONS SHALL BE TIGHTENED IN STRICT 
ACCORDANCE WITH THE MANUFACTURES WRITIEN INSTRUCTIONS FOR TORQUE VALUES AND SHALL 
BE PERFORMED IN A STAR PATIERN. PIPING CONNECTIONS SHALL BE BUTI FUSION JOINTS WHERE 
FEASIBLE. 

HDPE PIPING SPECIFICATIONS 

1. MATERIALS: ASTM PE 3408 RESIN LISTED WITH THE PLASTIC PIPE INSTITUTE AS TR-4. ASTM 03350-02 
WITH MINIMUM CELL CLASSIFICATION OF PE345464C. THE PIPE SHALL CONTAIN NO RECYCLED 
COMPOUNDS EXCEPT THAT GENERATED IN THE MANUFACTURER'S OWN PLANT. 

2. MANUFACTURERS: 

a. ISCO 

b. PERFORMANCE PIPE 

3. FITIINGS: BUTI FUSION FITIINGS PER ASTM 03261 MANUFACTURED BY INJECTION MOLDING, 
EXTRUSION AND MACHINING, OR OTHER FABRICATION. 

4. FLANGED AND MECHANICAL JOINT ADAPTERS: RATED AT NO LESS THAN THE PRESSURE RATING OF 
THE PIPE. 

5. MECHANICAL JOINTS: PROVIDE MECHANICAL JOINTS DESIGNED SPECIFICALLY FOR HOPE PIPE. 
METALLIC COMPONENTS SHALL BE COATED TO PREVENT CORROSION WITH PAINT OR GALVANIZING. 
PROVIDE STAINLESS STEEL (TYPE 304 OR 316) STIFFENERS. 

6. INSTALLATION: PIPE JOINING SHALL BE PERFORMED BY CREWS CERTIFIED BY THE PIPE SUPPLIER TO 
BE EXPERIENCED WITH THE APPLICATION. SUIT-FUSE JOINTS PER THE STRICT WRITIEN 
INSTRUCTION OF THE EQUIPMENT SUPPLIER. JOINT SHALL BE EQUAL TO OR EXCEED THE PRESSURE 
RATING OF THE PIPE. PROVIDE SUFFICIENT COOLING TIME A FTER FUSING PRIOR TO MOVING PIPE TO 
PREVENT D,A,MAGE. INSTALL MECHANICAL JOINTS PER THE STRICT REQUIREMENTS OF THE JOINT 
SUPPLIER INCLUDING TIGHTENING BOLTS IN A STAR PATIERN TO THE SPECIFIED TORQUE. 

7. STORAGE AND HANDLING: PIPE SHALL BE REJECTED THAT IS PHYSICALLY GOUGED. 

8. TESTING: PERFORM 100 PSI HYDRO-TEST PER THE PLASTIC PIPING INSTITUTES STANDARDS, 
MINIMUM OF 2 HOURS. 

_{)_ 

SANITARY WASTEWATER PUMPING STATION 

1. GENERAL: PROVIDE COMPLETE DESIGN, FABRICATION, TESTING, INSTALLATION, AND START-UP OF A 
DUPLEX SUBMERSIBLE SANITARY WASTEWATER PUMPING STATION. THE SYSTEM SHALL BE AS 
MANUFACTURED BY HYDROMATIC PUMP COMPANY OF ASHLAND, OHIO, CONTACT: GLENN KLINE (248) 
543-3880. 

2. BASIN: BASIN SHALL BE SINGLE-WALLED FIBERGLASS DESIGNED TO BE BURIED AS SHOWN. THE 
STRUCTURAL DESIGN WILL BE SUCH THAT THE UNIT WILL WITHSTAND BUOYANT FORCES IF THE 
BASIN IS EMPTY AND THE BACKFILLED EXCAVATION IS FILLED WITH WATER. ALL FASTENERS INSIDE 
AND OUT SIDE OF THE BASIN SHALL BE TYPE 304 OR 316 STAINLESS STEEL. PUMPS SHALL BE 
SECURED WITH STAINLESS STEEL GUIDE RAILS AND BRACKETS. PROVIDE ALUMINUM ACCESS COVER 
WITH H20 LOADING. 

3. PUMPS: PUMPS SHALL BE 2 HORSEPOWER, EXPLOSION-PROOF SUBMERSIBLE GRINDER PUMPS 
CAPABLE OF PUMPING RAW SANITARY WASTEWATER. MOTORS SHALL BE 1750 RPM. PROVIDE 
TWO-BARRIER SEAL WITH TWO MOISTURE PROBES LOCATED IN THE SEAL CHAMBER TO PROVIDE 
CONTACT CLOSURE TO THE CONTROL PANEL. CAST BRONZE IMPELLER. CAST IRON OR BRONZE 
IMPELLERS OR PUMP CASINGS. PUMP CAPACITY SHALL BE HYDROMATIC HPG200 RATED AT 40 GPM 
AT 32 FEET TOTAL DYNAMIC HEAD. 

4. CHECK VALVES: PROVIDE BALL CHECK VALVES EQUAL TO FLOMATIC WITH FLANGED CONNECTIONS. 
PHENOLIC OR RUBBER COATED BALLS, NITRILE SEATS. PLUG VALVES SHALL BE MOTORIZED, 
FLANGED CAST IRON BODY VALVES WITH ECCENTRIC, ELASTOMER COATED PLUGS. PLUG VALVES 
SHALL BE AS MANUFACTURED BY DEZURIK, VALMATIC, MILIKEN, OR EQUAL. PROVIDE SINGLE-WALL 
FIBERGLASS VALVE CHAMBER WHERE SHOWN. 

5. CONTROLS: PROVIDE CONTROL PANEL WITH THE FOLLOWING FEATURES: 

a. STAINLESS STEEL NEMA 4 ENCLOSURE WITH STAINLESS STEEL FASTENERS AND HINGES FOR 
OUTDOOR INSTALLATION. PROVIDE HASP FOR A PADLOCK. 

b. NON-MERCURY LEVEL FLOATS FOR LEAD PUMP ON, LAG PUMP ON, LOW LEVEL PUMPS OFF, AND 
HIGH LEVEL ALARM. 

c. AUTOMATIC ALTERNATING RELAY. 

d. FLASHING RED LIGHT FOR PUMP FAILURE. 

e. PUMP RUN TIME METERS. 

f. ALLEN BRADLEY MOTOR STARTERS. 

g. PUSH-TO-TEST INDICATOR LIGHTS. 

h. ALARM TO INDICATE MECHANICAL SEAL FAILURE. 

6. BACKPRESSURE CONTROL VALVES: PROVIDE MOTOR ACTUATED PLUG VALVES AND CONTROL FOR 
SANITARY LIFT STATIONS NO.1 AND NO.2 TO CREATE BACKPRESSURE FOR THE PUMPS. VALVES 
SHALL BE THROTILED WITH A PRESSURE SENSORffRANSMITIED LOCATED IN THE ADJACENT VALVE 
BOX. THE PRESSURE SENSOR SHALL BE A RED VALVE MODEL 42/742 STAINLESS STEEL DIAPHRAGM 
SEAL WITH BUNA-N ELATOMERS WITH A MANUAL STAINLESS STEEL PRESSURE GAUGE, READING 
ZERO TO 60 PSIG. THE PLUG VALVE WILL BE CLOSED UPON PUMP START-UP AND GRADUALLY 
OPENED TO MAINTAIN THE REQUIRED BACKPRESSURE TO PREVENT OVERLOADING THE PUMP 
MOTOR. THE PIPING AND PUMPS ARE DESIGNED SUCH THAT THE CONTROL VALVE IS EXPECTED TO 
BE 100 PERCENT OPEN ONCE THE DISCHARGE LINE IS FILLED WITHIN THE FIRST ONE TO TWO 
MINUTES. CLOSE THE VALVE WHEN THE LOW LEVEL FLOAT IS TRIPPED, THEN TURN THE PUMP OFF. 
THE VALVE SHALL REMAIN CLOSED TO PREVENT WATER FROM FLOWING THROUGH THE PUMPS 
WHILE OFF SINCE THE DISCHARGE POINT IS SUBSTANTIALLY LOWER IN ELEVATION THAN THE LIFT 
STATION. 
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